
PLUMBING SYMBOLS

CS

CO

SANITARY WASTE

SANITARY VENT

COLD WATER

COLD SOFT WATER

HOT WATER

HOT WATER RETURN

FLOOR DRAIN

RISER DOWN

RISER UP

CLEANOUT (WALL WCO OR FLOOR FCO)

TEMPERED WATER

DOMESTIC WATER SERVICE
W

T

CW

HW

HWR

TEE (BRANCH TO SIDE)

TEE (BRANCH DOWN)

BALL VALVE

25

UNION

CHECK VALVE

WALL HYDRANT OR HOSE BIBB

THERMOMETER

PRESSURE GAUGE

WATER HAMMER ARRESTOR

FIXTURE UNITS - DRAIN OR SUPPLY (DFU/WSFU)

CLEANOUT

PLUMBING ABBREVIATIONS

A COMPRESSED AIR

CO CLEANOUT

CP CIRCULATION PUMP

CS COLD SOFT WATER

CW COLD WATER

DFU DRAINAGE FIXTURE UNIT

E EXISTING

EC ELECTRICAL CONTRACTOR

FCO FLOOR CLEANOUT

G NATURAL GAS

GC GENERAL CONTRACTOR

HB HOSE BIBB

HC HVAC CONTRACTOR

HW HOT WATER

HWR HOT WATER RECIRCULATION

IE INVERT ELEVATION

L LAVATORY

LU LAUNDRY UNIT

MB MOP BASIN

PC PLUMBING CONTRACTOR

S SINK

SAN SANITARY

V VENT

VTR VENT THRU ROOF

W DOMESTIC WATER SERVICE

WC WATER CLOSET

WHA WATER HAMMER ARRESTOR

WHR WATER HEATER

WSFU WATER SUPPLY FIXTURE UNIT
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P100 UNDER FLOOR PLUMBING PLAN & 

DETAILS

P101 FIRST AND SECOND PLUMBING 

FLOOR PLANS

P200 WASTE & VENT DIAGRAM

P201 DOMESTIC WATER & FUEL GAS 

DIAGRAMS

FP100 FIRST AND SECOND FIRE 

PROTECTION FLOOR PLANS

FIXTURE OR EQUIPMENT STOPS

DEMOLITION NOTES:

REMOVE STAINLESS STEEL SINK COMPLETE WITH FAUCET,

P-TRAP, SUPPLIES/STOP, GARBAGE DISPOSER, DISHWASHER

CONNECTIONS AND ALL WATER AND VENT PIPING.  CAP/PLUG

WASTE PIPING AT OR BELOW FLOOR.

REMOVE FLOOR OUTLET WATER CLOSET INCLUDING

SUPPLY/STOP AND ALL WASTE, VENT AND COLD WATER PIPING.

CAP/PLUG WASTE PIPING AT OR BELOW FLOOR.

REMOVE COUNTER SINK COMPLETE WITH FAUCET, P-TRAP,

SUPPLIES/STOP, AND ALL WATER AND VENT PIPING.

REMOVE WALL HUNG URINAL INCLUDING FLUSH VALVE AND ALL

WATER, WASTE, AND VENT PIPING.

REMOVE FLOOR DRAIN AND ALL WASTE AND VENT PIPING AS

REQUIRED.  PATCH HOLE IN FLOOR WITH NON-SHRINK HYDRAULIC

CONCRETE.

REMOVE PORTION OF 4" MAIN VENT PIPING AS REQUIRED.

EXISTING 4" VENT THROUGH ROOF TO REMAIN.

REMOVE STALL URINAL INCLUDING FLUSH VALVE AND ALL WATER,

WASTE, AND VENT PIPING.  CAP/PLUG WASTE PIPING BELOW

FLOOR.  PATCH RECESS.

REMOVE STAINLESS STEEL SINK COMPLETE WITH FAUCET,

P-TRAP, SUPPLIES/STOP, GARBAGE DISPOSER, DISHWASHER

CONFECTION AND ALL WASTE/VENT AND WATER PIPING.  PATCH

HOLE IN N FLOOR WITH NON-SHRINK HYDRAULIC CONCRETE.

REMOVE FLOOR DRAIN AND PORTION OF WASTE PIPING AS

REQUIRED.

REMOVE 1-1/2" COLD DOWNSTREAM FROM WATER METER AND

CAP WATER PIPING BELOW FLOOR.

THE EXISTING METER TO BE REPLACED WITH NEW 1-1/2" METER.

COORDINATE WITH THE MADISON WATER UTILITY.
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EXISTING 4" VTR TO REMAIN

EXISTING VENTING FROM 1ST FLOOR

MECHANICAL RM TO REMAIN IN SERVICE.

RE-CONNECT TO NEW VENT SERVING

REMODELED TOILET ROOMS
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GENERAL NOTES - PLUMBING

1. VERIFY UTILITY INFORMATION WITH LOCAL UTILITY

COMPANIES.  VISIT THE BUILDING SITE AND BECOME

THOROUGHLY FAMILIAR WITH ALL EXISTING CONDITIONS

AFFECTING THE WORK.

2. VERIFY ALL MEASUREMENTS, PIPE SIZES, PIPE LOCATIONS,

ELEVATIONS, ETC. AT ALL SITES

3. DRAWINGS OF ALL OTHER TRADES SHALL BE REVIEWED.

COORDINATE THE INSTALLATION AND SCHEDULING OF THE

WORK WITH OTHER TRADES TO PREVENT INTERFERENCE

WITH THEIR RESPECTIVE INSTALLATION.

4. DETER TO ARCHITECTURAL DRAWINGS FOR EXACT LOCATION

OF ALL ROOF DRAINS, PLUMBING FIXTURES, STRUCTURAL

DIMENSIONS, AND LAYOUT.

5. IT IS THE INTENT OF THESE DRAWINGS THAT A COMPLETE

WORKING SYSTEM PROPERLY TESTED WILL BE OPERATIONAL

UPON COMPLETION OF INSTALLATION.

6. THE DRAWINGS ARE SCHEMATIC IN NATURE.  ALL REQUIRED

OFFSETS, FITTINGS, AND SUPPORTS SHALL BE INCLUDED IN

THE BASE BID TO ACCOMMODATE ACTUAL FIELD

CONDITIONS.  FINAL LOCATIONS OF ALL WORK SHALL BE

COORDINATED IN THE FIELD AND INSTALLED WHERE

DIRECTED BY THE OWNER'S REPRESENTATIVE.
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FD-1 FD-1

FD-1

FD-1

FD-1

FD-1

FD-1 FD-1

C.O.

C.O.

C.O.

C.O.

SH-1 SH-1

SH-1

WC-1

C.O.

4" W UP TO WC-1/L-1

CONNECT TO EXISTING 4"

WASTE - BASE OF EXISTING

SOIL STACK = -8" (VERIFY)

NEW CLEANOUT

CONNECT TO EXISTING

EXISTING 4"

3"

NEW 4"NEW 3"NEW 4"

FD-2

NEW 4"

2"

4" W UP

1-1/2" W UP TO EWC-1

3" (TYPICAL)

4" W UP TO WC-1/L-1

4" W UP TO WC-1/L-1

SH-1

SH-1

SH-1

SH-2

C.O.

FD-1

FD-1

FD-1

FD-1

1-1/2" W UP TO S-2

3" W UP TO EXISTING

MOP BASIN

3" FD-2

4" W UP

2"

1-1/2" W

UP T0 S-1

RECONNECT NEW 1-1/2"

VENTS TO EXISTING

EXISTING 4" (44 DFU)

EXISTING 3"

NEW 4" (121 DFU)

CONNECT NEW 4" W TO

EXISTING 4"

FD-2

EXISTING C.O.

EXISTING 4" BUILDING SEWER TO

SEWER IN EAST WASHINGTON AVE

FD-1

2" RV UP

1-1/2" V UP

3" MAIN VENT

CONNECT NEW 4" W TO

EXISTING

4"

C.O.

BOTTOM OF FOOTING = -29"BOTTOM OF FOOTING = -25"

EXISTING 4"

1-1/2" W UP

2" W UP TO S-3

FD-1

1-1/2" W UP

1-1/2" W UP

C.O.

2" V UP

1-1/2" V UP

2" V UP

3"

P100

6
FLOOR DRAIN DETAIL (FD-3 )

NTS

P100

3
INTERIOR CLEANOUT DETAIL

NTS

P100

4 SLEEVE THRU WALL DETAIL

NTS

P100

1 SLEEVE THRU FLOOR DETAIL

NTS

P100

2 LAV. PIPING - ELECTRONIC FAUCET

NTS

1-1/2" V UP

NOTE: EXISTING 1-1/2" COLD

WATER PIPING BELOW SLAB TO

BE ABANDONED IN PLACE

EXISTING 4"

1-1/2" V UP

P100

5
UNI-STRUT PIPE SUPPORT

NTS

P100
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F
TO 2ND FLOOR
SPRINKLERS

2-1/2"

1-1/2"

FD-2FIRE RISER

DN TO WATER METER

EXISTING C.O.

EXISTING WALL

HYDRANT TO REMAIN

IN SERVICE

FWCO

EXISTING 6" STORM

DROP TO BELOW SLAB

FD-1

FD-1

FD-1

FD-1

FD-1

C.O.

SH-1

SH-1

SH-1

SH-2

(7)LU-1

1" CS & HW DN TO TC-1

3"

3" W UP TO

FD-3

2" CW

1-1/2" HW

1-1/4" CS

1-1/2" CW & 3/4" HW UP

TO TOILET RMS 214 & 215

2"

1-1/4"

S-2

1-1/2"

2"

1/2"

3" V UP

3" V DN

1" HW DN TO LU-1'S

S-3

1-1/2" W, 1/2" CW/HW

UP TO FUTURE SINK

1-1/2" CW, 1/2" T DN TO

BACK TO TOILET RMS

(TYPICAL)

FD-1 FD-1 FD-1

FD-1FD-1 FD-1 FD-1 FD-1

C.O.

C.O.

C.O.

C.O.

C.O.

S-1

SH-1 SH-1 SH-1

L-1

WC-1

L-1

WC-1

L-1

WC-1

L-1

WC-1

1-1/4" CW DN TO WC-1

1"

T

T T

T

CS

C
S

C
S

EXISTING STORM PIPING TO REMAIN IN PLACE

EXISTING 6" STORM DN

TO 1ST FLOOR CEILING

NEW 3" FIRE RISER

FROM FIRST FLOOR

2" (12 DFU)

(2) 4" PVC WATER

HEATER EXHAUSTS

THRU ROOF

EXISTING JANITORS

SINK TO REMAIN IN

SEVICE

4" W DN

FD-3 FD-3

WC-1L-1

L-2

WC-1

1-1/2" V DN TO FUTURE

SINK S-1

EXISTING

EXISTING 4" VTR
CONNECT NEW

VENTS TO EXISTING

CS

3/4" CW DN TO COFFEE

& EWC-1

HB-1

2" W DN TO BELOW SLAB

1-1/2" V UP

WH-1

B

B

A

C

A

C

23456789

3579

2" (18 DFU)

1-1/2" V DN

1-1/2"

FD-2

EXISTING MOP BASIN

BRINE TANK

(2) WATER HEATERS

WATER SOFTENER

MINERAL TANK

FOR WATER PIPING IN

MECHANICAL ROOM 105 SEE

DOMESTIC WATER DIAGRAM -

SHEET P201

G

G

G

C
S

3/4"

1-1/4"

G

G

1-1/4"

1"

1/2" H/CW UP TO S-1

1"

FWCO

3" W UP TO EXISTING

MOP BASIN

1-1/2" GAS

1"

FD-1

1-1/2"

1-1/4"

CONNECT 2" GAS

3/4" GAS TO EACH

WATER HEATER

1-1/4"

3/4"

3/4"

TO GAS RANGE RM 127

TO CLOTHES DRYERS

RM 122

CONNECT 2" GAS

1-1/4"

109

110
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114115116117
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A103
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109

124

200

201

220
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FD-1

SH-1

SH-1

SH-1

SH-2

FD-1

FD-1

FD-1

FCO

WC-1

FD-1

FD-3

FD-3

CO

CO

CO

FWCO

WC-1

WC-1

L-2

L-2

FD-1

S-3

FD-2

FCO

FD-1

(7) LAUNDRY

STAND PIPES

FWCO

CONNECT TO EXISTING 4"

TO EXISTING 4" VTR

SH-1

FD-1

FCO

FD-1

FD-1

FD-1

FD-1

FD-1

FD-1

(2) WC-1

(2) WC-1

L-1

L-1

L-1

L-1

FCO

FCO

SH-1

SH-1

CO

EXISTING FD TO BE REMOVED

CONNECT TO EXISTING

CONNECT TO

EXISTING

CONNECT TO EXISTING 4"

FCO

1-1/2"

3" (70 DFU)

1-1/2"

1-1/2"

3"
1-1/2"

2"

3" (50DFU)

3" (60DFU)

4" (16 DFU)

3"

2"

3"

3"

2"

2"

3" (10 DFU)

4" (20 DFU)

3"

3"

3"

3"

2"

2"

2"

4"

2" (TYPICAL)

4" (33 DFU)

EXISTING 4" (153 DFU)

4" EXISTING BUILDING

SEWER TO SEWER IN EAST

WASHINGTON AVE.

3"

EXISTING CO

4" (40 DFU)

4" (92 DFU)

4" (28 DFU)

4" (120 DFU)

3" (20 DFU)

4" (51 DFU)

CONNECT NEW 2"

WASTE TO EXISTING 4"

BUILDING DRAIN

EXISTING 3"

ROUGH IN FOR

FUTURE SINK

ROOM 206

3" MAIN VENT

1-1/2"

1-1/2"

1-1/2"

FWCO

3"

4"

1-1/2"

1-1/2"

1-1/2"

EWC-1

2"

1-1/2"

CO

S-1

REMOVE EXISTNG 4" SOIL STACK

S-2

1-1/2"

EXISTING 2" V FROM MECH

ROOM FD & MOP BASIN (6 DFU)

FD-2 (WATER SOFTENER, WATER HEATER T&P VALVES

EXISTING MOP BASIN
CO

L-1 1-1/2"

CO

1-1/2"

2"

FD-1

3"

3"

EXISTING VENTS TO REMAIN

S-1

3"

1-1/2"

CO

3"

EXISTING 4"

(22 DFU)

FWCO

EXISTING MOP BASIN

204

3"

3"

1-1/2"

2"

108

110

111

112

113

114

115

123

118
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121

116
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122
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3/4" HWR

122

2-1/2" CW

3/4"

2-1/2"

1-1/4"

WALL HYDRANT WH-1

DIRECT VENTED SEALED

COMBUSTION WATER HEATERS

T & P RELIEF VALVE (TYPICAL)

DISCHARGE TO FD-2

THERMOMETER

EXPANSION TANK

HOT WATER RETURN CIRCULATOR

W/BY-PASS

3/4" WATTS 9D - BOILER

MAKE-UP >12 PSI

NOTE:

3" PVC EXHAUST PIPING NOT

SHOWN - SEE PLANS FOR

CONTINUATION

(2) 3" PVC INTAKE PIPING @

EXTERIOR WALL

3/4" GAS PIPING EA. HEATER UP

TO GAS COCK BY HVAC

WHA ACCESS PANEL IN

RESOURCE SPACE 217

105

215

214

108

110

1-1/2"

3/4"

1/2"

3/4"

1-1/2"

1/2"

1-1/4"

1-1/4"

2"

1-1/2"

1-1/2"

1-1/2"

1-1/4"

1"

1"

3/4"

1/2"

111

112

113

114

115

1/2"

123

1"
3/4"

1-1/2"

1/2"

WHA

WHA

WHA

SIZE

"C"

WHA

WHA

118

119

120

121

CROSS HATCHING DENOTES TEMPERED WATER

PIPING INSTALLED WITH HOT WATER TEMPERATURE

MAINTENANCE ELECTRIC CABLE CONTROLLER

LOCATED ADJACENT TC-1 WITHIN LAUNDRY ROOM.

SH-2

SH-1

SH-1

SH-1

SH-1

SH-1

SH-1

WC-1

L-1

L-1

L-1

L-1

L-1

WC-1WC-1

WC-1

WC-1

HB-1

FD-2

FD-2

L-2

L-2

WC-1

WC-1

EWC-1

1/2" (TYPICAL)

1"

1/2"

1"

2-1/2"

1/2"

1/2"

1/2"

1/2"

ROUGH-IN FOR

FUTURE SINK S-1

WATER FILTER

TO COFFEE

MACHINE

FLEXIBLE STAINLESS

CONNECTOR TO RANGE

GAS COCK

12" LONG SEDIMENT

TRAP

1-1/4"

GAS COCK (TYPICAL)

FLEXIBLE STAINLESS STEEL CONNECTOR

TO CLOTHES DRYER (TYPICAL)

12" LONG SEDIMENT

TRAP

SUPPORT GAS PIPING

FROM UNI-STRUT

1/2"

3/4"

1"

1-1/4"

1-1/2"

122

1-1/2"

1/2"

S-3

1-1/2"

1/2"

AQUASTAT

3-1/2" HIGH CONCRETE

HOUSE KEEPING PAD

BRINE TANK

WATER SOFTENER MINERAL TANK

3/4"

PROVIDE 24" LG

HEAT TRAP

TC-1

WATER

TEMPERATURE

MAINTENANCE

CONTROLLER

116

117

122

C

S

C

S

C

S

3/4"

1/2"

3/4"

1-1/4"

1"

127

206

102

204

WHA SIZE "C"

FOR CONTINUATION

SEE GAS DIAGRAM @

RIGHT

TO FIRST FLOOR

SPRINKLERS

INSPECTOR TEST ASSEMBLY

AND MAIN DRAIN PIPING

WATER FLOW INDICATOR

SWITCH

OS&Y W/TAMPER SWITCH

(TYPICAL)

DOUBLE CHECK VALVE ASSEMBLY BY

FIRE PROTECTION CONTRACTOR

TO SECOND FLOOR

SPRINKLERS

1-1/2" WATER

METER

4" DUCTILE IRON

COMBINED WATER MAIN

SEE CIVIL DWGS

4"X4"X4" FLANGED TEE BY PLUMBING CONTRACTOR

(ALL PIPE, VALVES, FITTINGS DOWNSTREAM OF TEE BY

FIRE PROTECTION CONTRACTOR)

1" BYPASS

2-1/2"

PRESSURE

GAUGE

MOUNT "CUNO" MODEL

AP200 FILTER UNDER

COUNTER

S-1

DISHWASHER

SURFACE

MOUNTED

CABINET

FD-2

DIVERTER VALVE

4" WASTE

(7) H/CW HOSE

BIBBS

SUPPORT WATER,

WASTE, & VENT PIPING

EXPOSED ON

UNI-STRUT

DIAL THERMOMETER

3/4"

1"1"

S-2

1-1/2"

1"

1-1/4"

1"

1"

3/4"

1/2"

3/4"

1/2"

P201

Architecture

Planning

849 E. Washington Ave., Ste 112

Madison, Wisconsin 53703

Dorschner Associates, Inc.

DRAWING

DATE

D O R S C H N E R

ISSUED

PROJECT

SPD

                                                  4564 EVERGREEN RD

                                                  MIDDLETON, WI. 53562

(608) 836-9674

DOMESTIC WATER 

RISER DIAGRAM

NO SCALE

GAS PIPING

DIAGRAM

NO SCALE

AutoCAD SHX Text
03.09.17

AutoCAD SHX Text
DOMESTIC WATER & FUEL GAS DIAGRAM

AutoCAD SHX Text
DANE COUNTY  DAY RESOURCE CENTER 615 E WASHINGTON AVE MADISON WISCONSIN 

AutoCAD SHX Text
SELECT PLUMBING DESIGN, LLC



B

B

A

C

A

C

23456789

3579

102

TO FIRST FLOOR

SPRINKLERS

INSPECTOR TEST ASSEMBLY

AND MAIN DRAIN PIPING

WATER FLOW INDICATOR

SWITCH

OS&Y W/TAMPER SWITCH

(TYPICAL)

DOUBLE CHECK VALVE ASSEMBLY BY

FIRE PROTECTION CONTRACTOR

TO SECOND FLOOR

SPRINKLERS

1-1/2" WATER

METER

4" DUCTILE IRON

COMBINED WATER MAIN

SEE CIVIL DWGS

4"X4"X4" FLANGED TEE BY PLUMBING CONTRACTOR

(ALL PIPE, VALVES, FITTINGS DOWNSTREAM OF TEE B

FIRE PROTECTION CONTRACTOR)

1" BYPASS

2-1/2"

PRESSURE

GAUGE

FD-2

PROVIDE SPRINKLER HEAD

@ TOP OF ELEVATOR SHAFT

FIRE RISER UP TO

SECOND FLOOR

FIRE DEPARTMENT

SIAMESE CONNECTION

APPROXIMATE LOCATION OF

12" WATER MAIN IN EAST

WASHINGTON AVE.

NEW VALVE/VALVE

BOX

NEW 4" DUCTILE

IRON COMBINED

WATER LATERAL

PROVIDE AUTOMATIC

SPRINKLERS WITHIN ENTIRE

FIRST FLOOR INCLUDING

STAIRWAYS

PROVIDE AUTOMATIC

SPRINKLERS WITHIN ENTIRE

FIRST FLOOR INCLUDING

STAIRWAYS

NOTE: SEE DRAWING A300

FOR CEILING LAYOUT

NOTE: SEE DRAWING A300

FOR CEILING LAYOUT

TO SPRINKLER PIPING

SYSTEM

TO SPRINKLER PIPING

SYSTEM

PROVIDE SPRINKLER HEAD

@ BOTTOM  OF ELEVATOR

SHAFT

FIRE RISER FROM

FIRST FLOOR

109

110

111112
113

114115116117

123

122

121

120

119

118

109

B

107

130

106

131

105

104

128

127

126

125

A103

102

109

124

200

201

220

128

202

203

204

A

206 207 208 209

212

210

213

215
214

B

217

218219

FP100

Architecture

Planning

849 E. Washington Ave., Ste 112

Madison, Wisconsin 53703

Dorschner Associates, Inc.

DRAWING

DATE

D O R S C H N E R

ISSUED

PROJECT

SPD

                                                  4564 EVERGREEN RD

                                                  MIDDLETON, WI. 53562

(608) 836-9674

FIRST FLOOR FIRE PROTECTION

FLOOR PLAN

SCALE 1/8" = 1'-0"

SECOND FLOOR FIRE PROTECTION

FLOOR PLAN

SCALE 1/8" = 1'-0"

FIRE RISER

DIAGRAM

NO SCALE

AutoCAD SHX Text
03.09.17

AutoCAD SHX Text
FIRST AND SECOND FLOOR FIRE PROTECTION PLANS

AutoCAD SHX Text
DANE COUNTY  DAY RESOURCE CENTER 615 E WASHINGTON AVE MADISON WISCONSIN 

AutoCAD SHX Text
SELECT PLUMBING DESIGN, LLC


	Sheets and Views
	17-001_P100-PD100
	17-001_P100-P100
	17-001_P100-P101
	17-001_P100-P200
	17-001_P100-P201
	17-001_P100-FP100


