
1EV-5,7
1EV-13,15

1EV-21,23
1EV-6,8

1EV-14,16
1EV-22,24

1EV-1,3
1EV-9,11

1EV-17,19
1EV-2,4

1EV-10,12
1EV-18,20

5

3
3

4
4

4

5
NEW CONCTRETE SLABUNDER ALT. BID "A" ONLY

NEW CONCTRETE SLABUNDER BASE BID ONLY EXIST'G CONCRETE SIDEW
ALK TO REMAIN

5

3

REMOVE THIS SECTION OF EXISTING CONCRETE PAVEMENT TO ACCOMMODATE INSTALLATION

PLAN NOTES:

OF NEW CHARGER AND ASSOCIATED FOUNDATION (BASE BID ONLY). 
1

REMOVE THIS SECTION OF EXISTING CONCRETE PAVEMENT (BASE OR ALT. BID "A" AS INDICATED).2

INSTALL THIS EV CHARGER AND ASSOCIATED FOUNDATION UNDER BASE BID ONLY.3

INSTALL THIS EV CHARGER AND ASSOCIATED FOUNDATION UNDER ALT. BID "A" ONLY. 4

POUR NEW CONCRETE SLAB AROUND, AND AT SAME ELEVATION AS, EV CHARGER FOUNDATION. 5
REFER TO DETAIL, SHEET E3.0.

ELECTRICAL SYMBOLS

ELECTRIC VEHICLE CHARGING STATION - REFER TO SPECIFICATIONS

BRANCH CIRCUIT PANELBOARD

JUNCTION BOX, 4"x4"x2 1/8" (UNO)

UNO ---  UNLESS NOTED OTHERWISE
---  ELECTRICAL CONTRACTOR

---  CONDUIT

ELECTRICAL ABBREVIATIONS
---  ABOVE FINISHED FLOOR

---  TYPICALTYP

EC

AFF

C

WP ---  WEATHERPROOF

---  ABOVE FINISHED GRADEAFG
---  GROUNDG

DUPLEX RECEPTACLE, "G" INDICATES GFCI TYPE, "WP" INDICATES

CIRCUIT BREAKER SWITCHBOARD

---  ON CENTEROC

THIN DASHED LINE INDICATES EXISTING EQUIPMENT TO BE REMOVED

THIN SOLID LINE INDICATES EXISTING EQUIPMENT TO REMAIN

DEVICE TO BE FURNISHED WITH WEATHERPROOF COVER

---  CENTERLINECL

EXIST'G CONCRETE SIDEWALK

CONCTRETE REMOVEDUNDER ALT. BID "A" ONLY

CONCTRETE REMOVEDUNDER BASE BID ONLY EXIST'G CONCRETE SIDEW
ALK TO REMAIN

1
2

2

PRELIMINARY NOT FOR CONSTRUCTION

PARTIAL SITE PLAN - NEW WORK
SCALE: 1/16" = 1' - 0" (11x17 FORMAT)2
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PARTIAL SITE PLAN - DEMOLITION
SCALE: 1/16" = 1' - 0" (11x17 FORMAT)1

AutoCAD SHX Text
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NEW PANEL "1EV"

EXIST'G MAIN
SWITCHBOARD

NEW PLYWOOD
BACKBOARD

EXIST'G
PANEL "GC"

REMOVE TWO EXIST'G
EMPTY PANELBOARD
TUBS

EXISTING FACP

PU
LL

BO
X

EXIST'G UTILITY
METER

THIS LINE REPRESENTS APPROXIMATE
LOCATION OF BACK OF EXIST'G CURB, 
AT GRADE ABOVE

6

1

5

4

3

LI
N

E
M

A
TC

H

2

7 7 7

TUNNEL

ELECTRICALSTORAGE C
O

RR
ID

O
R

C
O

RR
ID

O
R

1EV-25

LI
N

E
M

A
TC

H

9 9 9

TUNNEL

THIS LINE REPRESENTS APPROXIMATE
LOCATION OF BACK OF EXIST'G CURB, 
AT GRADE ABOVE

8 8 8

4#500 MCM, 1#3G, 3"C.

CUTLER-HAMMER POW-R-LINE C SWITCHBOARD - 2,500A, 120/208V, 3Ø, 4W.  PROVIDE NEW 

2

PLAN NOTES:

400/3 BREAKER IN EXISTING SPACE TO FEED NEW PANEL "1EV". 
1

6#8, 1#8G, 1"C TO NEW DUAL-STATION EV CHARGER.  CIRCUITS SHALL BE ROUTED ON TUNNEL 6

PROVIDE NEW 400A, 120/208V, 3Ø, 4W PANELBOARD - 400/3 MCB, 42 CKT INTERIOR, WITH5

PROVIDE 4'x8'x3/4" FIRE RETARDANT PLYWOOD BACKBOARD.4

TURN EMPTY TUBS OVER TO OWNER.  SHOULD THE OWNER DECLINE TO ACCEPT THIS MATERIAL,3

CIRCUITS SHALL PENETRATE TUNNEL WALL, AND EXTEND UP THROUGH CONCRETE BASE - REFER7

WALL - REFER TO DETAIL, SHEET E3.0 (BASE BID: TYP FOR 3, ALTERNATE BID: TYP FOR 3).

IT SHALL BECOME THE PROPERTY OF THE CONTRACTOR FOR PROPER DISPOSAL. 

TO DETAIL, SHEET E3.0.

12 - 40/2 AND 3 - 20/1 BRANCH BREAKERS.

BASE BID ONLY:  PROVIDE EMPTY CONDUIT FROM NEW PANEL "1EV" TO THIS POINT, AND CAP8
FOR FUTURE USE.

ALTERNATE BID "A" ONLY:  PROVIDE CONDUCTORS FROM NEW PANEL "1EV", AND EXTEND 9
WIRE AND CONDUIT UP THROUGH CONCRETE BASE - REFER TO DETAIL, SHEET E3.0.

PRELIMINARY NOT FOR CONSTRUCTION

PARTIAL BASEMENT & TUNNEL PLAN
SCALE: 1/8" = 1' - 0" (11x17 FORMAT)
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E2.0
PARTIAL TUNNEL PLAN
SCALE: 1/8" = 1' - 0" (11x17 FORMAT)
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TUNNEL

PROVIDE #4 DOWELS, DRILLED
3" DEEP, AND EPOXIED INTO
TUNNEL WALL (12" OC TYP)

EXTEND CONDUIT W/
GROUNDING BUSHING
UP 2" ABOVE BASE
(IF APPLICABLE)

LEVELING NUTS
& WASHERS

PROVIDE ANCHOR BOLTS
PER MANUFACTURER'S 
INSTRUCTIONS

(4) #6 VERTICAL
REINFORCING W/
#3 TIES @ 12" OC

CLEAN FILL MATERIAL BELOW BASE,
MACHINE COMPACTED IN 6" LIFTS

48"

18" SQ MIN.

EXIST'G CURB & GUTTER

J

NEW CONCRETE SLAB

18" 

18" SQ
MIN.

EXIST'G TUNNEL WALL BELOW

ANCHOR BOLT PATTERN
PER MANUFACTURER'S
INSTRUCTIONS

J

PRELIMINARY NOT FOR CONSTRUCTION
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CHARGER BASE INSTALLATION DETAIL - SECTION
NO SCALE

1 CHARGER BASE INSTALLATION DETAIL - PLAN
NO SCALE
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