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SITE MAP GENERAL NOTES
1. All concrete to test 4000 psi in 28 days.
2. Verify all dimensions, access, utilities and working conditions in the field.
3. Conform to all applicable codes, ordinances and safety standards.
4. Obtain and pay for all required permits and fees.
5. Notify Architect immediately if work cannot proceed as shown on Drawings or as

described in the Specifications.
6. No concrete to be poured without Architect's prior review.
7. All Contractor's to co-operate with all trades, Owner's and Architect's

representatives.
8. Leave site clean, neat and free of debris at all times.
9. Each Prime and Sub-contractor is responsible for having read each page of the

Specifications, Drawings, Addenda and Change Orders.
10. Guard against interfering with Owner's operations.
11. These Drawings contain no provisions or procedures for on-site safety.  Each

Contractor and their employees are responsible to follow all laws and ordinances
and provide their own engineering to provide a safe work place.

12. The locations of existing underground utilities, shown on these Drawings, are
shown in an approximate way only and have not been independently verified by
the Owner or its representatives.  The Contractor shall determine the exact
location of all existing utilities before commencing work, and agrees to be fully
responsible for any and all damages which might be occassioned by the
Contractor's failure to exactly locate and preserve any and all underground
utilities.

13. Services perform for this project have been conducted in a manner consistent
with the level of care and skill ordinarily exercised by members of the profession
currently practicing in this area under similar budget and time constraints.  No
warranty, expressed or implied, is made.
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Master Coordination Site Plan
3562 County Highway AB, Cottage Grove, WI 53558

 1" = 50'-0"1 Master Site Plan - Phases 1

 3/4" = 1'-0"4 Typical Site Edges - Asphalt @ Concrete

 3/4" = 1'-0"5 Typical Site Edges - Asphalt @ Topsoil

 3/4" = 1'-0"6 Typical Site Edges - Walk @ Asphalt

 1/4" = 1'-0"3 Typ. Fence Section - Elevation

 1/8" = 1'-0"2 Cantilever Gate Detail

 1/16" = 1'-0"7 Gate Enlarged Plan
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8,964 TOTAL S.F.
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MIXED USE - B & S-2
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2 3 1 1 2

40 OCCUPANTS

31,200 S.F.
63 OCCUPANTS

GROUP S-2

FIRST FLOOR
74,635 TOTAL S.F.

192 TOTAL OCCUPANTS
MIXED USE - B & S-2

(FUTURE S-1)

ENTIRE BUILDING
84,035 TOTAL S.F.

192 TOTAL OCCUPANTS
MIXED USE - B & S-2

(FUTURE S-1)

ONE HOUR RATED SHAFT

ONE HOUR RATED SHAFT

ONE HOUR RATED ENCLOSURE

F.E.

F.E.

F.E.

FIRE EXTINGUISHER CABINET (10 80 00)
(EXTINGUISHER BY OWNER).

FIRE EXTINGUISHER (BY OWNER).

Fire Extinguisher Key
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F.E.F.E.F.E.
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GROUP S-2

mezzanine
201

1 HOUR RATED SHAFT

1 HOUR RATED SHAFT

F.E.

F.E.

SECTION REMARKS

311.3 OCCUPANCY CLASS = S-2 - VEHICLE STORAGE

503.1 TABULAR ALLOWABLE AREA = 26,000 S.F.

506.1 MODIFIED ALLOWABLE AREA = 97,500 S.F.

506.2 FRONTAGE AREA INCREASE = 75%

506.3 SPRINKLER AREA INCREASE = 200%

ACTUAL AREA = 74,635 S.F. < 97,500 S.F.

602.1 CONSTRUCTION CLASS = TYPE IIB

903.2.10 GROUP S-2 FIRE AREA EXCEEDS 12,000 S.F. - FIRE PROTECTION IS
BEING INSTALLED. (903.2.9 @ FUTURE GROUP S-1)

(FUTURE = S-1 - VEHICLE MAINTENANCE @ ROOM 138)

507.4 UNLIMITED AREA - 2-STORY (FUTURE PHASE II)

60' PUBLIC WAY OR YARD - 40' AT EAST SIDE.  FUTURE WALLS
TO BE 3 HOUR RATED PER 507.5

OCCUPANCY GROUP S-2 - 3-STORY MAXIMUM
OCCUPANCY GROUP S-1 - 2-STORY MAXIMUM

508.3 FUTURE OCCUPANCY GROUP B & S-1 - UNSEPARATED MIXED USE

602.1 FIRE SEPARATION DISTANCE = >30' -- EXTERIOR WALLS = 0 HOUR

705.8 FIRE SEPARATION DISTANCE = >30' -- OPENINGS UNPROTECTED

708.2 SHAFT ENCLOSURES -
1 HOUR RATED @ STAIR 128 & STAIR 133
EXCEPTION #7 APPLIES @ OPENING FROM ROOM 201 TO ROOM 138

505.2 SECOND LEVEL DOES NOT QUALIFY AS A MEZZANINE BY AREA

708.14 ELEVATOR HOISTWAY - 1 HOUR RATED SHAFT

715.4 DOORS @ STAIR 128 & STAIR 133 - 1 HOUR RATED

906.3 FIRE EXTINGUISHER DISTRIBUTION -
EVERY 11,250 S.F.
75 FOOT TRAVEL DISTANCE

SECTION REMARKS

1004.1 OCCUPANT LOAD AS SHOWN ON PLANS
VEHICLE STORAGE = 500 S.F. / OCCUPANT (GROSS).
MEZZANINE & PARTS = 300 S.F. / OCCUPANT (GROSS)
OFFICE = 100 S.F. / OCCUPANT (GROSS)
LOCKER ROOM = 50 S.F. / OCCUPANT (GROSS)
UNCONCENTRATED ASSEMBLY = 15 S.F. / OCCUPANT (NET)

1005.1 EGRESS WIDTH (REQUIRED / PROVIDED) =
MEZZANINE (SECOND FLOOR) = 7" / 72"
LARGE VEHICLE STORAGE 138 = 9" / 144"
SMALL VEHICLE STORAGE 140 = 8" / 72"
WELD BAY 145 = 2" / 36"
LARGE VEHICLE STORAGE 151 = 13" / 108"
BALANCE (LOCKER / OFFICE / MISC.) = 16" / 108"

1015.1 TWO EXITS ARE PROVIDED AS REQUIRED.

1015.2.1 EXITS ARE SEPARATED BY A DISTANCE > 1/3 DIAGONAL DIMENSION.

1016.1 EXIT TRAVEL DISTANCE LIMIT - SEE PLAN
250' @ OCCUPANCY GROUP S-1 (FUTURE)
300' @ OCCUPANCY GROUP B
400' @ OCCUPANCY GROUP S-2

1027.1 STAIR 128 QUALIFIES FOR EXCEPTION #1.

2902.1 PLUMBING FIXTURE COUNTS:
WATER CLOSETS -  REQUIRED = 3 PROVIDED = 14
LAVATORIES - REQUIRED = 3 PROVIDED = 6
DRINKING FOUNTAIN - REQUIRED = 1 PROVIDED = 1
SERVICE SINK - REQUIRED = 1 PROVIDED = 1

1008.1.2 DOORS SWING IN DIRECTION OF EGRESS @ ROOM 151 & BALANCE.

1008.1.10 PANIC HARDWARE IS NOT REQUIRED.

1009.1 EXCEPTION #1 - STAIRWAY MINIMUM WIDTH = 36"

1014.3 COMMON PATH OF TRAVEL = 100' (EXCEPTION #1).

1022.1 INTERIOR STAIRWAYS = 1 - HOUR RATED.
STAIR 133 EXITS TO THE EXTERIOR.
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PLAN NORTH
SCALE: As indicated

A-200Dane County - Dane County Highway Facility

January 12, 2015

Master Floor and Code Plan
3562 County Highway AB, Cottage Grove, WI 53558

 1/32" = 1'-0"2 Code Plan - First Floor

 1/32" = 1'-0"3 Code Plan - Mezzanine

Code Summary
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SCALE:  3/64" = 1'-0"
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First Floor Plan
3562 County Highway AB, Cottage Grove, WI 53558

 3/64" = 1'-0"1 Floor Plan - Phase 1
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SCALE: As indicated
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Mezzanine Floor Plan
3562 County Highway AB, Cottage Grove, WI 53558

 3/64" = 1'-0"1 Mezzanine Floor Plan

 1/4" = 1'-0"2 Enlarged Plans - Elev 144 & Elev Room 202
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3
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4
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(07 53 00) 16" X 8" SCUPPER

(07 53 00) 16" x 8" SCUPPER

(07 21 00) TAPERED INSULATION. TYP.
@ ALL MECHANICAL VENT. EQUIPMENT.

(07 21 00) TAPERED
INSULATION. TYP. @
ALL MECHANICAL
VENT. EQUIPMENT.

(07 21 00) TAPERED
INSULATION. TYP. @
ALL MECHANICAL
VENT. EQUIPMENT.

4
'-
5
"

PANEL DOCKING TO USE HIGH DENSITY
INSULATION ROOF PADS AND ALLOW
FREE FLOW OF WATER IN ALL DIRECTIONS

NOTES:

PRE-MOLDED QUICKSEAM PIPE FLASHING

EPDM MEMBRANE
QUICKPRIME PLUS

R
O
UN

D
 P

E
N
E
TR

A
TI
O
N

3" (76 mm)

FIELD OR FACTORY SEAM

QUICKSEAM JOINT COVER
OR
QUICKSEAM FLASHING WITH
SEAM EDGE TREATMENT

PLAN VIEW
PIPE FLASHING OVER
FIELD OR FACTORY SEAM

BONDING ADHESIVE
(ADHERED SYSTEM ONLY)

FIELD FABRICATED METAL
HOOD BY OTHERS

(OPTIONAL)

AP SEALANT OR
HIGH GRADE SEALANT

CONTINUOUS BEAD
OF LAP SEALANT

STAINLESS STEEL
CLAMPING RING
(SEE NOTE #4)

1.   REFER TO FIRESTONE WEBSITE FOR THE
MOST CURRENT INFORMATION.

2.   REMOVE ALL EXISTING FLASHING, LEAD, ETC.
PIPE SURFACE MUST BE FREE OF ALL RUST,
GREASE, INSULATION, ETC.

3.   PIPE MUST BE ANCHORED TO ENSURE STABILITY.

4.   PRE-MOULDED QUICKSEAM PIPE FLASHING MAY
BE CUT TO HEIGHT, BUT NO LOWER THAN
REINFORCING RING (NO WRINKLES OR FOLDS
UNDER CLAMPING RING).

5.   APPLY LAP SEALANT BETWEEN PENETRATION
AND PRE-MOLDED PIPE FLASHING PRIOR TO
INSTALLATION OF CLAMPING RING.

6.   PRE-MOLDED PIPE FLASHING FITS 1"(25 mm) - 6"
(152 mm) PENETRATIONS SIZES.

7.   DO NOT USE WHEN SERVICE LINE TEMP.
EXCEEDS 180°F.

NOT TO SCALE
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 3/64" = 1'-0"1 Roof Plan2 Roof Flashing - Pipe Penetration
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Enlarged Plans
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 1/8" = 1'-0"1 Offices Floor Plan

 1/4" = 1'-0"2 Men's Locker - 135

 1/4" = 1'-0"3 Women's Locker - 130

TOILET ROOM & SHOWERS ACCESSORIES
Type Mark Description Comments Option 1 Option 2

T1 Electric Hand Dryer Per Electric Specs
T2 Heavy Duty Shower Grab Bars Spec Section 10 28 13
T3 Heavy Duty Grab Bar - 18" Spec Section 10 28 13
T4 Heavy Duty Grab Bar - 36" Spec Section 10 28 13
T5 Heavy Duty Grab Bar - 42" Spec Section 10 28 13
T6 Wall Mounted Soap Dispenser Spec Section 10 28 13 Bay West # 91210 Kimberly Clark # 92145
T7 Toilet Paper Dispenser Spec Section 10 28 13 Bay West # 80200

Dubl-Serv
Kimberly Clark # 09604

T8 Paper Towel Dispenser w/ Waste
Receptacle

Spec Section 10 28 13 Bobrick # B-3944 Bradley #234

T9 Sanitary Napkin Disposal Spec Section 10 28 13 Bobrick # B-353 Bradley #4737
T10 Shower Rod w/Curtain Spec Section 10 28 13 Bobrick # B-207 Bradley #9538
T11 Folding Shower Seat Spec Section 10 28 13 Bobrick # B-5181 Bradley # 956
T12 Shower Hook Spec Section 10 28 13 Bobrick # B-672 Bradley # 9124
T13 Soap Dish - Wall Mounted Spec Section 10 28 13 Bobrick # B-680 Bradley # 901
T14 Tempered Glass Mirror w/

Channel Frame
Spec Section 10 28 13 Bobrick # B-2436 Bradley # 781

 1/4" = 1'-0"4 Fire Pump Building
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PLAN NORTH
SCALE:  1/4" = 1'-0"

A-205Dane County - Dane County Highway Facility

January 12, 2015

Stair Plans
3562 County Highway AB, Cottage Grove, WI 53558

 1/4" = 1'-0"1 Stair 128 - First Floor
 1/4" = 1'-0"2 Stair 133 - First Floor

 1/4" = 1'-0"4 Stair 155 - Mezzanine  1/4" = 1'-0"3 Stair 154 - Mezzanine

 1/4" = 1'-0"6 Stair 133/155 Section
 1/4" = 1'-0"5 Stair 128/154 Section

 1/4" = 1'-0"7 Stair 133/155 Section 2
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SCALE:  1/16" = 1'-0"

A-206Dane County - Dane County Highway Facility

January 12, 2015

Exterior Elevations
3562 County Highway AB, Cottage Grove, WI 53558

 1/16" = 1'-0"3 South Elevation

 1/16" = 1'-0"2 West Elevation

 1/16" = 1'-0"1 East Elevation
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SCALE: As indicated

A-207Dane County - Dane County Highway Facility

January 12, 2015

Exterior Elevations
3562 County Highway AB, Cottage Grove, WI 53558

 1/16" = 1'-0"2 North Elevation - Offices

 1/16" = 1'-0"1 North Elevation

 1/8" = 1'-0"3 Monument Sign Elevation

 1/16" = 1'-0"5 Weld Bay 145 - East Elevation
 1/16" = 1'-0"4 Weld Bay 145 - West Elevation

 1/16" = 1'-0"6 Typical Screen Wall Elevation

 1/4" = 1'-0"7 Typical Wall Panel Elevation
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PLAN NORTH
SCALE: As indicated

A-208Dane County - Dane County Highway Facility

January 12, 2015

Salt Building Plans
3562 County Highway AB, Cottage Grove, WI 53558

 1/16" = 1'-0"2 Salt Building - Floor Plan - Phase 1

 1/16" = 1'-0"4 Salt Building - Roof Plan - Phase 1

 1/16" = 1'-0"1 Salt Building - Foundation Plan - Phase 1

 1/16" = 1'-0"3 Salt Building - Framing - Phase 1

 1/2" = 1'-0"5 Salt Building - Side Bins Typ. Wall



FIRST FLOOR
0'-0"

T.O. FOOTING
-3'-4"

Sb-1Sb-2 8

A-209

(07 31 00) ARCHITECTURAL
ROOF SHINGLES OVER 15/32" APA
RATED PANEL w/ 30# ROOFING
PAPER & 2 ROWS OF ICE & WATER
SHIELD

(03 30 00) REINFORCED
CONCRETE WALL

(05 12 00) H.S.S. 3x3x1/4
w/9"x9"x1/4" BASE PLATE (TYP.)

162'-8"

(07 60 00) ALUMINUM GUTTERS &
DOWNSPOUTS

FIRST FLOOR
0'-0"

T.O. FOOTING
-3'-4"

Sb-1 Sb-28

A-209
162'-8"

(07 31 00) ARCHITECTURAL ROOF SHINGLES
OVER 15/32" APA RATED PANEL w/ 30# ROOFING
PAPER & 2 ROWS OF ICE & WATER SHIELD

(06 10 00) (07 46 33) VINYL SIDING OVER 15/32"
APA RATED PANEL w/ TYKEK BUILDING PAPER &
2x6 WOOD STUDS @ 16" O.C. - EXPOSED
STRUCTURE INSIDE (NORTH & SOUTH WALLS)

(03 30 00) REINFORCED
CONCRETE WALL

(07 60 00) ALUMINUM GUTTERS &
DOWNSPOUTS

8"
 / 

1'
-0

"

8"
 / 

1'
-0

"

FIRST FLOOR
0'-0"

T.O. FOOTING
-3'-4"

Sb-BSb-C Sb-A

7

A-209
6

A-209

2

A-410
(06 10 00) (07 46 33) VINYL
SIDING OVER 2x8 WOOD STUDS @
16" O.C. w/ 15/32" APA RATED
PANEL ON BOTH SIDES. INSTALL
TYKEK BUILDING PAPER ON THE
EXTERIOR FACE

(07 31 00) ARCHITECTURAL
ROOF SHINGLES OVER 15/32" APA
RATED PANEL w/ 30# ROOFING
PAPER & 2 ROWS OF ICE & WATER
SHIELD

(07 60 00) SHEET METAL FASCIA
BOARD & TRIM

82'-8" 19'-6"

102'-2"

4
7'
-4

"

8
'-
0
"

12
'-
0
"20

'-
0
"

(03 30 00) REINFORCED
CONCRETE WALL

(07 60 00) ALUMINUM GUTTERS &
DOWNSPOUTS

(08 30 00) OVERHEAD DOOR
PER DOOR SCHEDULE

10
'-
0
"

(05 12 00) H.S.S. 3x3x1/4
w/9"x9"x1/4" BASE PLATE (TYP.)

100A S1001

20'-0"

5

A-208

8" / 1'-0"
8" / 1

'-0"

(03 30 00) CONSTRUCTION
CONTROL JOINT

24'-4 1/2" 25'-10 3/4"
2" / 1'-0"

FIRST FLOOR
0'-0"T.O. FOOTING
-3'-4"

Sb-B Sb-CSb-A
7

A-209

6

A-209

(06 10 00) (07 46 33) VINYL
SIDING OVER 2x8 WOOD STUDS @
16" O.C. w/ 15/32" APA RATED
PANEL ON BOTH SIDES. INSTALL
TYKEK BUILDING PAPER ON THE
EXTERIOR FACE

(03 30 00) REINFORCED
CONCRETE WALL

(07 31 00) ARCHITECTURAL
ROOF SHINGLES OVER 15/32" APA
RATED PANEL w/ 30# ROOFING
PAPER & 2 ROWS OF ICE & WATER
SHIELD

8" / 1'-0"
(07 60 00) SHEET METAL FASCIA

(07 60 00) ALUMINUM GUTTERS &
DOWNSPOUTS

2'
-0

"
10

'-
0
"

12
'-
0
"

35
'-
4
"

4
7'
-4

"

8" / 1
'-0"

(03 30 00) CONSTRUCTION
CONTROL JOINT

FIRST FLOOR
0'-0"

T.O. FOOTING
-3'-4"

Sb-B Sb-CSb-A

6"
1'-11 3/4"

39'-10" 39'-10"

1'-6"1'-6"

82'-8"

20
'-
0
"

10
'-
0
"

12
'-
0
"

15
'-
4
"

1'-
0
"

15
'-
9
"

A-410
4

7

A-209

6

A-209

A-410
1

A-209
5

A-410
3

2

A-410

A-411
5

(06 10 00) (2) 1 3/4" x 11 7/8"
LVL's KING STUDS @ JAMBS

A-411
6

A-411
2

A-411
5

A-411
2

A-411
6

A-411
8

(06 10 00) (4) 1 3/4" x 11 7/8"
LVL's

ICE & WATER SHIELD 
CONTINUOUS ON LOW ROOF

2" / 1'-0"

8" / 1
'-0" 8" / 1'-0"

(06 17 53) - TRUSS PLATE
RUST CONVERTER & PRIME
COAT (TYPICAL @ ALL
TRUSS PLATES)

(09 90 00) PAINTED LINE
@ WALL (TEXT = "SALT FILL
LIMIT". TEXT @ 50'-0" O.C.

6
"

9
'-
0
"

A-411
8

29
'-
4
"

6 3/4" / 1
'-0"

FIRST FLOOR
0'-0"

T.O. WALL - LOW
28'-0"

T.O. WALL-HIGH
36'-0"

MEZZANINE
13'-11"

T.O. FOOTING
-3'-4"

Sb-1Sb-2
8

A-209

13
'-
4
"

15
'-
4
"

3'
-4

"

FIRST FLOOR
0'-0"

MEZZANINE
13'-11"

T.O. FOOTING
-3'-4"

Sb-1 Sb-2

8

A-209

12
'-
0
"

3'
-4

"

15
'-
4
"

A-411
9A-410

5

6
"

9
'-
0
"

(09 90 00) PAINTED LINE
@ WALL (TEXT = "SALT FILL
LIMIT". TEXT @ 50'-0" O.C.

29'-10 1/4"50'-0"50'-0"29'-10 1/4"

FIRST FLOOR
0'-0"

(07 31 00) ARCHITECTURAL
ROOF SHINGLES OVER 15/32" APA
RATED PANEL w/ 30# ROOFING
PAPER &  ICE & WATER SHIELD
CONTINUOUS ON LOW ROOF

A-410
4

Sim

(05 12 00) BASE PLATE PER
FRAMING SCHEDULES EMBEDED
IN TO CONCRETE WALL

(03 30 00) REINFORCED
CONCRETE WALL

(03 30 00) CONCRETE SLAB
SLOPED 2% AWAY FROM THE
BUILDING

(2) 1 3/4"x16 LVL

(05 12 00) H.S.S. 3x3x1/4
w/9"x9"x1/4" BASE PLATE (TYP.)

(06 10 00) 2x12's @ 12" O.C.

(07 60 00) ALUMINUM GUTTERS &
DOWNSPOUTS

2" / 1'-0"

kuenyarch.com ©2015 Kueny Architects L.L.C. - All Rights Reserved

PLAN NORTH
SCALE: As indicated

A-209Dane County - Dane County Highway Facility

January 12, 2015

Salt Building Elevations & Sections
3562 County Highway AB, Cottage Grove, WI 53558

 1/16" = 1'-0"1 Salt Building - North Elevation
 1/16" = 1'-0"2 Salt Building - South Elevation

 1/16" = 1'-0"4 Salt Building - East Elevation
 1/16" = 1'-0"3 Salt Building - West Elevation

 3/32" = 1'-0"8 Salt Building - Section A-A

 3/32" = 1'-0"7 Salt Building - Section C-C

 3/32" = 1'-0"6 Salt Building - Section B-B

 1/2" = 1'-0"5 Salt Building - Wall Section 2
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PLAN NORTH
SCALE: As indicated

A-210Dane County - Highway Facility Satellite Building

January 12, 2015

Satellite Building - Floor Plan and Roof Plan
US 151 and County Highway V

 1/8" = 1'-0"1 Floor Plan

 1/8" = 1'-0"2 Roof Plan

 1/4" = 1'-0"3 Future Enlarged Toilet Rooms

NUMBER NAME FLOOR TYPE BASE
WALL FINISH CEILING

REMARKSNORTH SOUTH EAST WEST TYPE HEIGHT
301 vehicle storage CONC VB PC-1 / GL-2 PC-1 CMU PC-1 / GL-2 DRYFALL VARIES
302 support CONC VB PC-1 / GL-2 CMU CMU PC-1 / GL-2 DRYFALL VARIES
303 toilet CONC VB PC-1 CMU CMU CMU ACT-2 8'-0"
304 toilet CONC VB CMU CMU CMU CMU ACT-2 8'-0"
305 vehicle storage CONC VB CMU PC-1 CMU PC-1 / GL-2 DRYFALL VARIES



FIRST FLOOR
0'-0"

ROOF BEARING - HIGH
25'-0"

CEILING - LOW
10'-0"

123456

T.O. FOOTING
-3'-4"

1'-0"3'-4"2'-8"18'-0"6'-0"18'-0"6'-0"18'-0"6'-0"18'-0"3'-0"3'-4"
1'-0"

28'-0"24'-0"24'-0"24'-0"

100'-0"28'-0"

18
'-
0
"

3

A-412

4

A-412

ROOF BEARING - LOW
23'-11 1/2"

18
'-
0
"

A-502
2 TYP

(03 41 00) 10" INSULATED
PRECAST PANEL

(08 30 00) OVERHEAD DOOR
PER DOOR SCHEDULE

(07 60 00) SHEET METAL
WALL CAP

301C301B301A 30113051 305A 301D

FIRST FLOOR
0'-0"

ROOF BEARING - HIGH
25'-0"

CEILING - LOW
10'-0"

A B D

T.O. FOOTING
-3'-4"

25'-0" 25'-0"

50'-0"
10"10"

10
"

5

A-412

ROOF BEARING - LOW
23'-11 1/2"

(07 60 00) SHEET METAL
WALL CAP

(03 41 00) 10" INSULATED
PRECAST PANEL

A-502
2 TYP

4'-0" 4'-0" 4'-0" 4'-0" 4'-0" 4'-0" 4'-0" 4'-0" 4'-0"

4
'-
0
"

12
'-
0
"

7'-10" 12'-0" 12'-0" 12'-0" 7'-10"

(08 80 00)(08 41 13) ALUMINUM
FRAME W/ 1" LOW-E INSULATED
GLAZING

FIRST FLOOR
0'-0"

ROOF BEARING - HIGH
25'-0"

CEILING - LOW
10'-0"

1 2 3 4 5 6

T.O. FOOTING
-3'-4"

28'-0"24'-0"24'-0"24'-0"28'-0"

10'-0" 4'-0" 12'-0" 4'-0" 12'-0" 4'-0" 12'-0" 4'-0" 12'-0" 4'-0" 12'-0" 4'-0" 20'-0" 4'-0" 4'-0" 4'-0"
2'-0"

4
'-
0
"

12
'-
0
"

128'-0"

25
'-
10

"

1

A-412

2

A-412

ROOF BEARING - LOW
23'-11 1/2"

(08 80 00)(08 41 13) ALUMINUM
FRAME W/ 1" LOW-E INSULATED
GLAZING

(03 41 00) 10" INSULATED
PRECAST PANEL

(07 60 00) SHEET METAL
WALL CAP

(23 00 00) HVAC GRILLES PER MECHANICAL PLANS

FIRST FLOOR
0'-0"

ROOF BEARING - HIGH
25'-0"

CEILING - LOW
10'-0"

ABD

T.O. FOOTING
-3'-4"

25'-0" 25'-0"

50'-0"

2

A-413

1

A-413

ROOF BEARING - LOW
23'-11 1/2"

(07 53 00) 16" X 8" SCUPPER12

A-502

SIM 3

A-413

4

A-413

(03 41 00) 10" INSULATED
PRECAST PANEL

(07 60 00) SHEET METAL
WALL CAP

A-502
2 TYP

12
'-
0
"

4
'-
0
"

3'
-4

"
4
'-
0
"

4
'-
8
"

4
'-
0
"

4'-0" 8'-0" 4'-0" 8'-0" 4'-0"

7'-10" 12'-0" 12'-0" 12'-0" 7'-10"

1'-11" 4'-0" 1'-11" 4'-0" 4'-0" 4'-0"

(08 80 00)(08 41 13) ALUMINUM
FRAME W/ 1" LOW-E INSULATED
GLAZING

kuenyarch.com ©2015 Kueny Architects L.L.C. - All Rights Reserved

SCALE:  1/8" = 1'-0"

A-211Dane County - Highway Facility Satellite Building

January 12, 2015

Satellite Building - Exterior Elevations
US 151 and County Highway V

 1/8" = 1'-0"3 South Elevation

 1/8" = 1'-0"2 East Elevation
 1/8" = 1'-0"1 North Elevation

 1/8" = 1'-0"4 West Elevation
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PLAN NORTH
SCALE: As indicated

A-212Dane County - Dane County Highway Facility

January 12, 2015

Pump House - Floor Plans, Sections, & Details
3562 County Highway AB, Cottage Grove, WI 53558

 1/4" = 1'-0"1 Pump House - Floor Plan
 1/4" = 1'-0"2 Pump House - Foundation Plan

 1/4" = 1'-0"3 Pump House - Roof Plan
 1/4" = 1'-0"4 Pump House - Framing Plan

 1/4" = 1'-0"6 Pump House - East Elevation

 1/4" = 1'-0"5 Pump House - South Elevation

 1/2" = 1'-0"8 Pump House - Section 1

 1/4" = 1'-0"7 Pump House - Section 2

PUMP HOUSE - DOOR SCHEDULE

MARK
FROM ROOM TO ROOM DOOR FRAME

REMARKSNUM NAME NUM NAME TYPE MATERIAL SWING LABEL WIDTH HEIGHT THICKNESS LOUVER GLASS TYPE MATERIAL LABEL GLASS
P100A - exterior P-100 Pump House F (2) METAL L/RHRB - 3' - 0" 7' - 0" 1 3/4" - - E - - -

PUMP HOUSE - HARDWARE SCHEDULE

MARK LOCKSET PUSH-PULL
HOLD
OPEN CLOSER HINGE

DOOR
STOP THRESHOLD WEATHERSTRIP KICKPLATE SOUNDSTOP NAMEPLATE NOTES

P100A Entrance - - - X - X X - - - (3) Left hand inactive with flush bolts / (4) Handle on Inactive door

PUMP HOUSE - ROOM SCHEDULE

NUMBER NAME FLOOR TYPE BASE
WALL FINISH CEILING

REMARKSNORTH SOUTH EAST WEST TYPE HEIGHT
P-100 Pump House Concrete - Metal Panel Metal Panel Metal Panel Metal Panel Metal Panel 9'-0" -
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PLAN NORTH
SCALE: As indicated

A-213Dane County - Dane County Highway Facility

January 12, 2015

Fuel Island Plans
3562 County Highway AB, Cottage Grove, WI 53558

 1" = 10'-0"1 Fuel Island Site Plan

 1/8" = 1'-0"2 Fuel Island Floor Plan

 1/8" = 1'-0"5 Fuel Island - North Elevation

 1/8" = 1'-0"4 Fuel Island - West Elevation

 1/8" = 1'-0"3 Fuel Island Foundation Plan
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SCALE:

A-223Dane County - Dane County Highway Facility

January 12, 2015

Roof Plan Iso
3562 County Highway AB, Cottage Grove, WI 53558



FIRST FLOOR
0'-0"

T.O. WALL - LOW
28'-0"

1 9 10

T.O. WALL-HIGH
36'-0"

2 3 4 5 6 7 81.1 8.97.6

MEZZANINE
13'-11"

T.O. FOOTING
-3'-4"

2

A-302

5.8

1

A-302

3

A-3021

A-401

2

A-401

3

A-401

3

A-403

2

A-403

2

A-404

T.O. FOUNDATION
-0'-8"

6.5 7.5 8.4

A-405
1

Sim

A-407
3

SimA-402
1

Sim

233'-8" 95'-0"

328'-8"

8" 30'-0" 30'-0" 30'-0" 30'-0" 22'-11" 7'-1" 15'-0" 15'-0" 15'-0" 2'-4" 12'-8" 11'-0" 10'-6" 1'-6"

121112211231125112611271

EWC

SINK

WTR

AIR

WTR

AIR

AIR

WTR

AIR

WTR

(05 21 00) GIRDER PER FRAMING PLAN

(05 21 00) JOIST PER
FRAMING PLAN

9.3 9.76.3

HVAC VENT HOLES

SPANDREL PANELS

1.3 1.8

9

A-406

4
'-
0
"

3'
-4

"

4'-0"

(08 11 00) (08 80 00) HOLLOW METAL
FRAME W/ 1" INSULATED GLASS.

(41 22 00) 40# CRANE RAIL

(41 22 00) CRANE STOP

(41 22 00) 40# CRANE RAIL

(41 22 00) CRANE STOP

A-301
3

4
'-
6
"

4
'-
6
"

HVAC CONTROL
BOARD PER
MECHANICAL PLANS

9.5

3/8" DIA. A-36 RODS
W/ TURNBUCKLES

3/8" DIA. A-36 RODS
W/ TURNBUCKLES

A-502
3

FIRST FLOOR
0'-0"

T.O. WALL - LOW
28'-0"

1910

T.O. WALL-HIGH
36'-0"

2345678 1.18.9 7.6

MEZZANINE
13'-11"

T.O. FOOTING
-3'-4"

2

A-302

5.8

1

A-302

3

A-302

1

A-401

2

A-401

T.O. FOUNDATION
-0'-8"

6.57.58.4

3

A-405

233'-8"95'-0"

328'-8"

8"30'-0"30'-0"30'-0"30'-0"22'-11"7'-1"15'-0"15'-0"15'-0"2'-4"12'-8"11'-0"10'-6"1'-6"

A-404
4

Sim
A-406

1
Sim

A-406
3

Sim

A-406
4

Sim

A-406
2

Sim

A-405
1

Sim

1481 1471

AIR

WTR
WTR

AIR

13611241

SINK

(05 21 00) STEEL JOIST PER FRAMING PLAN

(05 21 00) JOIST PER FRAMING PLAN

(08 41 13)(08 80 00) ALUMINUM
FRAME W/ 1" LOW-E INSULATED
GLAZING

5

A-406

6

A-406

9.39.7 6.3

2

A-408

1.31.8

17
'-
10

 1
/4

"

4
'-
6
"

9.5

FIRST FLOOR
0'-0"

2

T.O. FOUNDATION
-0'-8"

HOSE REEL PER PLUMBING
PLANS

WATER

AIR

7'
-1
0
 3

/4
"

7'
-0

"

4
'-
6
" 
(M

A
X
)

HOSE REEL PER PLANS

kuenyarch.com ©2015 Kueny Architects L.L.C. - All Rights Reserved

SCALE: As indicated

A-301Dane County - Dane County Highway Facility

January 12, 2015

Building Sections
3562 County Highway AB, Cottage Grove, WI 53558

 3/32" = 1'-0"1 West-East Building Section

 3/32" = 1'-0"2 West-East Building Section

 1/4" = 1'-0"3 Typ. Air & Water Reel Elevation
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SCALE:  3/32" = 1'-0"

A-302Dane County - Dane County Highway Facility

January 12, 2015

Building Sections
3562 County Highway AB, Cottage Grove, WI 53558

 3/32" = 1'-0"1 North-South Building Section

 3/32" = 1'-0"2 North-South Building Section

 3/32" = 1'-0"3 North-South Building Section
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PRECAST CONCRETE PANEL MIN R-22 HOR.
REVEALS PER ELEVATIONS

(03 30 00) 4" CONCRETE SLAB
W/ 6x6 W1.4xW1.4 WWF & 10 MIL VAPOR BARRIER
OVER 4" CRUSHED STONE

(03 30 00) CONCRETE FOUNDATION WALL
PER FOUNDATION PLAN

(03 30 00) FOOTINGS PER FOUNDATION PLANS
AND FOOTING SCHEDULE

(05 21 00) JOIST PER FRAMING PLAN

(03 41 00) BEARING ANGLE
BY PRECAST WALL CONTRACTOR

(05 30 00) (07 21 00) 1 1/2" ROOF DECK w/
VAPOR BARRIER BETWEEN DECK & RIGID
INSULATION

(07 21 00) TWO LAYERS STAGGERED
INSULATION MIN R-33

(07 53 00) FULLY ADHERED EPDM ROOFING
SYSTEM

T.O. FOUNDATION
-0'-8"

(03 30 00) 15# FELT PAPER BOND BREAKER
TYP AT ALL WALLS
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(09 51 00) CEILING TILE PER
ROOM FINISH SCHEDULE
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(07 21 00) RIGID INSULATION PER DETAIL

(03 30 00) STEEL MESH PER
CONCRETE TYPE SCHEDULE
(SHEET A-901)

exterior breakroom
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mezzanine
201

(03 30 00) STEP FOOTING PER
DETAIL 5/A-901
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FIRST FLOOR
0'-0"

T.O. WALL - LOW
28'-0"

E.6

T.O. FOOTING
-3'-4"

(05 30 00) (07 21 00) 1 1/2" ROOF DECK w/
VAPOR BARRIER BETWEEN DECK & RIGID
INSULATION

(05 21 00) JOIST PER FRAMING PLAN

(03 41 00) BEARING ANGLE
BY PRECAST WALL CONTRACTOR

(03 41 00) 10" X 12' INSULATED
PRECAST CONCRETE PANEL MIN R-22 HOR.
REVEALS PER ELEVATIONS

(03 30 00) FOOTINGS PER FOUNDATION PLANS
AND FOOTING SCHEDULE

T.O. FOUNDATION
-0'-8"

(07 21 00) 4" RIGID INSULATION
TYP. AT BUILDING PERIMETER

(07 21 00) TWO LAYERS STAGGERED
INSULATION MIN R-33

(07 53 00) FULLY ADHERED EPDM ROOFING
SYSTEM

(07 60 00) CONT. METAL WALL CAP

(03 41 00) BEARING PLATE
BY PRECAST WALL CONTRACTOR

(03 30 00) CONCRETE FOUNDATION WALL
PER FOUNDATION PLAN

(03 30 00) 8" CONCRETE w/#3 EPOXY COATED
REINF. 16" O.C. EACH WAY "or" 6x6 6/6 EPOXY
COATED HIGHWAY MESH w/ 6 MIL POLYETHYLYNE
VAPOR BARRIER OVER  8" COMPACTED
LIMESTONE.
#5 EPOXY COATED BARS REQ @ EXPANSION
JOINTS  OR END OF CONSTRUCTION JOINTS 16"
O.C. 2'-0" LONG

(03 30 00) 15# FELT PAPER BOND BREAKER
TYP AT ALL WALLS

(03 41 00) 2" X 1" REVEAL @ 4'-0" O.C. HOR
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(07 21 00) RIGID INSULATION PER DETAIL

small vehicle
storage
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exterior
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0'-0"

T.O. WALL - LOW
28'-0"

E.6

T.O. FOOTING
-3'-4"

T.O. FOUNDATION
-0'-8"

(03 30 00) FOOTINGS PER FOUNDATION PLANS
AND FOOTING SCHEDULE

(03 30 00) CONCRETE FOUNDATION WALL
PER FOUNDATION PLAN

(07 21 00) 4" EXTERIOR INSULATION
TYP. AT BUILDING PERIMETER

(03 30 00) 8" CONCRETE w/#3 EPOXY COATED
REINF. 16" O.C. EACH WAY "or" 6x6 6/6 EPOXY
COATED HIGHWAY MESH w/ 6 MIL POLYETHYLYNE
VAPOR BARRIER OVER  8" COMPACTED
LIMESTONE.
#5 EPOXY COATED BARS REQ @ EXPANSION
JOINTS  OR END OF CONSTRUCTION JOINTS 16"
O.C. 2'-0" LONG

(03 30 00) 15# FELT PAPER BOND BREAKER
TYP AT ALL WALLS

(03 41 00) 10" X 12' INSULATED
PRECAST CONCRETE PANEL MIN R-22 HOR.
REVEALS PER ELEVATIONS

(03 41 00) BEARING ANGLE
BY PRECAST WALL CONTRACTOR

(03 41 00) BEARING PLATE
BY PRECAST WALL CONTRACTOR

(05 30 00) (07 21 00) 1 1/2" ROOF DECK w/
VAPOR BARRIER BETWEEN DECK & RIGID
INSULATION

(07 21 00) TWO LAYERS STAGGERED
INSULATION MIN R-33

(08 41 13) (08 80 00) ALUMINUM FRAME W/ 1"
LOW-E INSULATED GLAZING
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(03 41 00) 2" X 1" REVEAL @ 4'-0" O.C. HOR

(05 21 00) JOIST PER FRAMING PLAN

(07 60 00) CONT. METAL WALL CAP
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(07 21 00) RIGID INSULATION PER DETAIL

(03 30 00) STEEL MESH PER CONCRETE TYPE
SCHEDULE (SHEET A-901)

small vehicle
storage
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exterior

FIRST FLOOR
0'-0"

T.O. WALL - LOW
28'-0"

1 1.1

T.O. FOOTING
-3'-4"

T.O. FOUNDATION
-0'-8"

10" 8"

(03 30 00) FOOTINGS PER FOUNDATION PLANS
AND FOOTING SCHEDULE

(03 30 00) CONCRETE FOUNDATION WALL
PER FOUNDATION PLAN

(07 21 00) 4" EXTERIOR INSULATION
TYP. AT BUILDING PERIMETER

(03 30 00) 8" CONCRETE w/#3 EPOXY COATED
REINF. 16" O.C. EACH WAY "or" 6x6 6/6 EPOXY
COATED HIGHWAY MESH w/ 6 MIL POLYETHYLYNE
VAPOR BARRIER OVER  8" COMPACTED
LIMESTONE.
#5 EPOXY COATED BARS REQ @ EXPANSION
JOINTS  OR END OF CONSTRUCTION JOINTS 16"
O.C. 2'-0" LONG
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(03 41 00) 10" X 12' INSULATED
PRECAST CONCRETE PANEL MIN R-22 HOR.
REVEALS PER ELEVATIONS

(03 41 00) BEARING ANGLE
BY PRECAST WALL CONTRACTOR

(03 41 00) BEARING PLATE
BY PRECAST WALL CONTRACTOR

(05 30 00) (07 21 00) 1 1/2" ROOF DECK w/
VAPOR BARRIER BETWEEN DECK & RIGID
INSULATION

(07 60 00) CONT. METAL WALL CAP
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(07 21 00) RIGID INSULATION PER DETAIL

(03 30 00) STEEL MESH PER
CONCRETE TYPE SCHEDULE
(SHEET A-901)

(03 30 00) 16"x16" EPOXY
COATED #3 HOOK @ 16" O.C.

(07 53 00) FULLY ADHERED PVC ROOFING
SYSTEM

(07 21 00) TAPERED INSULATION PER
ROOF PLAN LAYOUT

(03 41 00) 2" X 1"  REVEAL @ 4'- 0" O.C. HOR

FIRST FLOOR
0'-0"

MEZZANINE
13'-11"

T.O. FOUNDATION
-0'-8"

(03 41 00) HOLLOWCORE CONCRETE PLANK

(03 30 00) 3" CONCRETE TOPPING

(04 20 00) 8" MASONRY BLOCK WALL W/ #4
BARS 4'-0" O.C. GROUT SOLID 8" INTO FOOTING

(03 30 00) FOOTINGS PER FOUNDATION PLANS
AND FOOTING SCHEDULE

(03 30 00) 4" CONCRETE SLAB
W/ 6x6 W1.4xW1.4 WWF & 10 MIL VAPOR BARRIER
OVER 4" CRUSHED STONE

(03 30 00) 15# FELT PAPER BOND BREAKER
TYP AT ALL WALLS

(05 30 00) (07 21 00) 1 1/2" ROOF DECK w/
VAPOR BARRIER BETWEEN DECK & RIGID
INSULATION

(05 21 00) JOIST PER FRAMING PLAN

(07 21 00) TWO LAYERS STAGGERED
INSULATION MIN R-33

(07 53 00) FULLY ADHERED EPDM ROOFING
SYSTEM

(04 20 00) CONT. BOND BEAM W/ 2 #5 BARS
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(03 30 00) STEEL MESH PER
CONCRETE TYPE SCHEDULE
(SHEET A-901)

(03 30 00) 8" CONCRETE w/#3
EPOXY COATED REINF. 16" O.C.
EACH WAY "or" 6x6 6/6 EPOXY
COATED HIGHWAY MESH w/ 6 MIL
POLYETHYLYNE VAPOR
BARRIER OVER  8" COMPACTED
LIMESTONE.
#5 EPOXY COATED BARS REQ @
EXPANSION JOINTS  OR END OF
CONSTRUCTION JOINTS 16" O.C.
2'-0" LONG

small vehicle
storage
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127

mezzanine
201
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SCALE:  1/2" = 1'-0"

A-404Dane County - Dane County Highway Facility

January 12, 2015

Wall Sections
3562 County Highway AB, Cottage Grove, WI 53558

 1/2" = 1'-0"1 Wall Section
 1/2" = 1'-0"2 Wall Section

 1/2" = 1'-0"3 Wall Section
 1/2" = 1'-0"4 Wall Section

 1/2" = 1'-0"5 Wall Section
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T.O. WALL - LOW
28'-0"
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T.O. FOOTING
-3'-4"

T.O. FOUNDATION
-0'-8"

(07 21 00) 4" EXTERIOR INSULATION
TYP. AT BUILDING PERIMETER

(03 30 00) 8" CONCRETE SLAB
W/ 10 MIL VAPOR BARRIER OVER 6" CRUSHED
STONE PER STRUCTURAL PLANS

(03 30 00) 15# FELT PAPER BOND BREAKER
TYP AT ALL WALLS

(03 41 00) 10" X 12' INSULATED
PRECAST CONCRETE PANEL MIN R-22 HOR.
REVEALS PER ELEVATIONS

(05 21 00) GIRDER PER FRAMING PLAN

(07 21 00) TWO LAYERS STAGGERED
INSULATION MIN R-33

(07 21 00) TWO LAYERS STAGGERED
INSULATION MIN R-33

(07 60 00) CONT. METAL WALL CAP
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(07 21 00) RIGID INSULATION PER DETAIL

(03 30 00) FOOTINGS PER FOUNDATION PLANS
AND FOOTING SCHEDULE

(03 30 00) CONCRETE FOUNDATION WALL
PER FOUNDATION PLAN

(03 41 00) CONNECTION TO FOUNDATION WALL ON
OUTSIDE AT EAST WALL OF LARGE VEHICLE STORAGE

(03 30 00) STEEL MESH PER CONCRETE TYPE
SCHEDULE (SHEET A-901)

large vehicle
storage

151

exterior

(05 30 00) (07 21 00) 1 1/2" ROOF DECK w/
VAPOR BARRIER BETWEEN DECK & RIGID
INSULATION

FIRST FLOOR
0'-0"

T.O. WALL - LOW
28'-0"

10

T.O. FOOTING
-3'-4"

T.O. FOUNDATION
-0'-8"

3'
-0

"
4
"

16
'-
0
"

1"
3'
-1
0
" 
TY

P
2"

(08 30 00) OVERHEAD DOOR
PER DOOR SCHEDULE

(03 30 00) FOOTINGS PER FOUNDATION PLANS
AND FOOTING SCHEDULE

(03 30 00) CONCRETE FOUNDATION WALL
PER FOUNDATION PLAN

(07 21 00) 4" EXTERIOR INSULATION
TYP. AT BUILDING PERIMETER

(03 30 00) 8" CONCRETE SLAB
W/ 10 MIL VAPOR BARRIER OVER 6" CRUSHED
STONE PER STRUCTURAL PLANS

(03 41 00) 10" X 12' INSULATED
PRECAST CONCRETE PANEL MIN R-22 HOR.
REVEALS PER ELEVATIONS

(05 30 00) (07 21 00) 1 1/2" ROOF DECK w/
VAPOR BARRIER BETWEEN DECK & RIGID
INSULATION

(03 41 00) BEARING ANGLE
BY PRECAST WALL CONTRACTOR

(03 41 00) BEARING PLATE
BY PRECAST WALL CONTRACTOR

(07 21 00) TWO LAYERS STAGGERED
INSULATION MIN R-33

(07 53 00) FULLY ADHERED EPDM ROOFING
SYSTEM

(07 60 00) CONT. METAL WALL CAP
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A-501
3

A-501
7

(03 41 00) 2" X 1" REVEAL @ 4'-0" O.C. HOR

A-501
1

A-501
2

(0
9
 9

1 
0
0
) 
P
A
IN

TE
D

UP
P
E
R
 S

E
C
TI
O
N

(07 21 00) RIGID INSULATION PER DETAIL

(03 30 00) STEEL MESH PER
CONCRETE TYPE SCHEDULE
(SHEET A-901)

(03 30 00) 16"x16" EPOXY
COATED #3 BAR @ 16" O.C.

large vehicle
storage
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exterior
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(03 30 00) 4" CONCRETE SLAB
W/ 6x6 W1.4xW1.4 WWF & 10 MIL VAPOR BARRIER

OVER 4" CRUSHED STONE

(03 30 00) CONCRETE FOUNDATION WALL
PER FOUNDATION PLAN & WALL SECTIONS

(03 30 00) FOOTINGS PER FOUNDATION PLANS
AND FOOTING SCHEDULE

(04 20 00) 8" MASONRY BLOCK WALL W/ #4
BARS 4'-0" O.C. GROUT SOLID 8" INTO FOOTING

(03 30 00) 15# FELT PAPER BOND BREAKER
TYP AT ALL WALLS

(03 30 00) 4" CONCRETE SLAB
W/ 6x6 W1.4xW1.4 WWF & 10 MIL VAPOR BARRIER

OVER 4" CRUSHED STONE

(04 20 00) CONT. BOND BEAM W/ 2 #5 BARS

(03 30 00) 3" CONCRETE TOPPING

W8X10

(05 21 00) JOIST PER FRAMING PLAN

BEARING
5" MIN
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(07 21 00) TWO LAYERS STAGGERED
INSULATION MIN R-33
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7" X 8" X 1/4"

(07 21 00) 4" RIGID INSULATION
TYP. AT BUILDING PERIMETER

7" X 8" X 1/4"

4
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"

(03 30 00) CONTINUOUS WATER STOP

SUMP PUMP

(03 30 00) STEEL MESH PER
CONCRETE TYPE SCHEDULE

(SHEET A-901)

store
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elevator
144

hall
146-A

mezzanine
201

elev room
202
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"

BASE PLATE

BASE PLATE

(03 30 00) #4 BARS
@ 18" O.C. E.W.

13
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3"

8
"

2"

(07 11 00) DAMPPROOFING COMPLETE PIT
AND FOOTING

(05 30 00) 1 1/2" ROOF DECK.
INSTALL 18 Ga. DECKING ON

ELEVATOR SHAFT ONLY

(05 30 00) (07 21 00) 1 1/2"
ROOF DECK w/ VAPOR BARRIER

BETWEEN DECK & RIGID
INSULATION

FIRST FLOOR
0'-0"
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13'-11"

T.O. FOOTING
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-0'-8"
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(03 30 00) FOOTINGS PER FOUNDATION PLANS
AND FOOTING SCHEDULE

(03 30 00) 4" CONCRETE SLAB
W/ 6x6 W1.4xW1.4 WWF & 10 MIL VAPOR BARRIER

OVER 4" CRUSHED STONE

(03 30 00) CONCRETE FOUNDATION WALL
PER FOUNDATION PLAN & WALL SECTIONS

(03 30 00) 15# FELT PAPER BOND BREAKER
TYP AT ALL WALLS

(03 30 00) 4" CONCRETE SLAB
W/ 6x6 W1.4xW1.4 WWF & 10 MIL VAPOR BARRIER

OVER 4" CRUSHED STONE

(04 20 00) 8" MASONRY BLOCK WALL W/ #4
BARS 4'-0" O.C. GROUT SOLID 8" INTO FOOTING

(04 20 00) CONT. BOND BEAM
W/ 2 #5 BARS

(03 41 00) HOLLOWCORE CONCRETE PLANK

(03 30 00) 3" CONCRETE TOPPING

W8X10

(05 30 00) (07 21 00) 1 1/2" ROOF DECK w/
VAPOR BARRIER BETWEEN DECK & RIGID

INSULATION

(07 21 00) TWO LAYERS STAGGERED
INSULATION MIN R-33

(07 21 00) TAPERED RIGID INSULATION

(05 21 00) JOIST PER FRAMING PLAN
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INSULATION MIN R-33

(07 21 00) 4" EXTERIOR INSULATION
TYP. AT BUILDING PERIMETER

(07 53 00) EPDM ROOF MEMBRANE

(05 12 00) LINTEL PER STRUCTURAL PLANS
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(09 51 00) CEILING TILE PER ROOM FINISH
SCHEDULE
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(07 53 00) FULLY ADHERED EPDM ROOFING
SYSTEM

(05 12 00) 4x4x1/4" STEEL ANGLE

(03 30 00) CONTINUOUS WATER STOP

SUMP PUMP

1'-
0
"
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(03 30 00) STEEL MESH PER
CONCRETE TYPE SCHEDULE

(SHEET A-901)

hall
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elevator
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mezzanine
201

mezzanine
201
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2"

(03 30 00) #4 BARS
@ 18" O.C. E.W.

(07 11 00) DAMPPROOFING COMPLETE PIT
AND FOOTING

(05 30 00) 18 Ga ROOF
DECKING IN ELEVATOR
SHAFT ONLY

(05 30 00) (07 21 00) 1 1/2"
ROOF DECK w/ VAPOR BARRIER

BETWEEN DECK & RIGID
INSULATION

(05 30 00) 1 1/2" ROOF DECK.
INSTALL 18 Ga. DECKING ON

ELEVATOR SHAFT ONLY
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SCALE:  1/2" = 1'-0"

A-405Dane County - Dane County Highway Facility

January 12, 2015

Wall Sections
3562 County Highway AB, Cottage Grove, WI 53558

 1/2" = 1'-0"1 Wall Section
 1/2" = 1'-0"2 Wall Section

 1/2" = 1'-0"3 Wall Section
 1/2" = 1'-0"4 Wall Section
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(03 30 00) FOOTINGS PER
FOUNDATION PLANS

AND FOOTING SCHEDULE

(03 30 00) 4" CONCRETE SLAB
W/ 6x6 W1.4xW1.4 WWF & 10 MIL VAPOR BARRIER

OVER 4" CRUSHED STONE

(03 30 00) 8" CONCRETE w/#3 EPOXY COATED
REINF. 16" O.C. EACH WAY "or" 6x6 6/6 EPOXY

COATED HIGHWAY MESH w/ 6 MIL POLYETHYLYNE
VAPOR BARRIER OVER  8" COMPACTED

LIMESTONE.
#5 EPOXY COATED BARS REQ @ EXPANSION
JOINTS  OR END OF CONSTRUCTION JOINTS 16"

O.C. 2'-0" LONG

OVERHEAD DOOR
PER DOOR SCHEDULE

(05 12 00)

(04 20 00) CONT. BOND BEAM W/ 2 #5 BARS

(03 41 00) HOLLOWCORE CONCRETE PLANK

(03 30 00) 3" CONCRETE TOPPING

(04 20 00) 8" MASONRY BLOCK WALL W/ #4
BARS 4'-0" O.C. GROUT SOLID 8" INTO FOOTING

(04 20 00) VERTICAL #4 BARS 4'-0" O.C.
GROUT SOLID 8" INTO FOOTING

(05 21 00) JOIST PER FRAMING PLAN

(05 30 00) (07 21 00) 1 1/2" ROOF DECK w/
VAPOR BARRIER BETWEEN DECK & RIGID

INSULATION

(07 21 00) TWO LAYERS STAGGERED
INSULATION MIN R-33

(07 53 00) FULLY ADHERED EPDM ROOFING
SYSTEM 4'-6"
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(04 20 00) CONT. BOND BEAM
W/ 2 #5 BARS

(03 30 00) SLAB REINFORCEMENT
PER STRUCTURAL PLANS
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(03 30 00) FOOTINGS PER FOUNDATION PLANS
AND FOOTING SCHEDULE

(03 30 00) 8" CONCRETE SLAB
W/ 10 MIL VAPOR BARRIER OVER 6" CRUSHED

STONE PER STRUCTURAL PLANS

(03 30 00) 15# FELT PAPER BOND BREAKER
TYP AT ALL WALLS

(03 30 00) 4" CONCRETE SLAB
W/ 6x6 W1.4xW1.4 WWF & 10 MIL VAPOR BARRIER

OVER 4" CRUSHED STONE

(03 41 00) 10" X 12' INSULATED
PRECAST CONCRETE PANEL MIN R-22 HOR.

REVEALS PER ELEVATIONS

(03 41 00) BEARING PLATE
BY PRECAST WALL CONTRACTOR

(03 41 00) BEARING ANGLE
BY PRECAST WALL CONTRACTOR

(03 41 00) HOLLOWCORE CONCRETE PLANK

(03 30 00) 3" CONCRETE TOPPING
1"

(05 30 00) (07 21 00) 1 1/2" ROOF DECK w/
VAPOR BARRIER BETWEEN DECK & RIGID

INSULATION

(07 21 00) TWO LAYERS STAGGERED
INSULATION MIN R-33

(07 21 00) TAPERED RIGID INSULATION

(07 53 00) FULLY ADHERED EPDM ROOFING
SYSTEM

(03 41 00) BEARING PLATE
BY PRECAST WALL CONTRACTOR

(03 41 00) BEARING ANGLE
BY PRECAST WALL CONTRACTOR

(05 21 00) STEEL JOIST PER FRAMING PLAN

1'-6"

(09 51 00) CEILING TILE PER ROOM FINISH
SCHEDULE
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(07 21 00) RIGID INSULATION PER DETAL

(03 30 00) STEEL MESH PER
CONCRETE TYPE SCHEDULE

(SHEET A-901)
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Wall Sections
3562 County Highway AB, Cottage Grove, WI 53558

 1/2" = 1'-0"1 Wall Section 1/2" = 1'-0"2 Wall Section
 1/2" = 1'-0"3 Wall Section - Bearing Wall

 1/2" = 1'-0"4 Wall Section - Non-bearing Wall
 1/2" = 1'-0"5 Wall Section - Bearing Wall

 1/2" = 1'-0"6 Roof Access Ladder
 1/2" = 1'-0"9 Screenwall @ Wash area

 1" = 1'-0"8 Tread Detail

 1 1/2" = 1'-0"7 Typ. Detail Masonry Wall @ Roof Deck
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3562 County Highway AB, Cottage Grove, WI 53558

 1/2" = 1'-0"1 Wall Section
 1/2" = 1'-0"3 Wall Section

 1/2" = 1'-0"2 Wall Section

 1/4" = 1'-0"4 Fire Pump 156 - South Elevation
 1/4" = 1'-0"5 Fire Pump - East Elevation

 1/8" = 1'-0"6 Roof Plan - Fire Pump 156
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 1/2" = 1'-0"1 Section @ Electrical Rooms 147 & 148

 1/2" = 1'-0"2 Section @ Electric Room 147

 1/2" = 1'-0"3 Equipment 149
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A-501
4

FIRST FLOOR
0'-0"

MEZZANINE
13'-11"

T.O. FOOTING
-3'-4"

T.O. FOUNDATION
-0'-8"

6

A-409

10
'-
1"

2"

(03 41 00) 10" PRECAST
CONCRETE PANEL

(03 41 00) 8" PRE-CAST
CONCRETE PANEL

(07 60 00) SHEET
MEAL WALL CAP

12
'-
1"

15
'-
5
"

4

A-409

FIRST FLOOR
0'-0"

6

A-409

1'-
6
"

2'
-0

"
10

'-
1"

3'
-6

"

6'-0"

2'-6"

1'-0"

8
"

7" 2"

2'
-0

"

2"7"

A-411
9

(03 41 00) 8"x12" SCUPPER

(07 60 00) SHEET METAL
WALL CAP

4'-0"

6'-0"

4

A-409

FIRST FLOOR
0'-0"

8 7.6

MEZZANINE
13'-11"

T.O. FOOTING
-3'-4"

2

A-302

T.O. FOUNDATION
-0'-8"

7.5

2'
-0

"
1'-
6
"

A-501
7

10
'-
1"

12
'-
1"

1'-
6
"

10" 11'-10" 10"

8
'-
0
"

8'-0"3'-10"

1343

(08 41 13) (08 80 00) ALUMINUM
FRAME W/ 1" LOW-E INSULATED

GLAZING

(03 41 00) 10" X 12' INSULATED
PRECAST CONCRETE PANEL MIN

R-22 HOR. REVEALS PER
ELEVATIONS

(03 41 00) 8" PRE-CAST
CONCRETE PANEL

(03 41 00) 10" PRECAST
CONCRETE PANEL

(03 41 00) 8" PRE-CAST
CONCRETE PANEL
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PLAN NORTH
SCALE: As indicated

A-409Dane County - Dane County Highway Facility

January 12, 2015

Entrance Details
3562 County Highway AB, Cottage Grove, WI 53558

 1/4" = 1'-0"1 Entrance Detail Floor Plan

 1/4" = 1'-0"5 Entrance Elevation

 1/4" = 1'-0"6 Entrance Canopy Section

 1/4" = 1'-0"2 Entrance Roof Plan

10 Entrance 3D View8 Entrance 3D View

 1/2" = 1'-0"4 Entrance Typ. Wall Section

 1/4" = 1'-0"3 Entrance East Elevation

 1/4" = 1'-0"7 Entrance West Elevation

 1/4" = 1'-0"9 Entrance North Elevation



FIRST FLOOR
0'-0"

T.O. FOOTING
-3'-4"

Sb-B

(03 30 00) REINFORCED CONCRETE WALL

(06 17 53) PREFABRICATED WOOD
TRUSSES

(06 10 00) (07 46 33) VINYL
SIDING OVER 15/32" APA RATED

PANEL w/ TYKEK BUILDING
PAPER & 2x6 WOOD STUDS @ 16"

O.C. - EXPOSED STRUCTURE
INSIDE (NORTH & SOUTH WALLS)

(03 30 00) 15# FELT PAPER BOND BREAKER
TYP AT ALL WALLS

(03 30 00) TOP BARS - #5 @ 11" O.C.
(12) #5 BARS (T&S)
(03 30 00) BOTTOM BARS - #6 @ 13" O.C.
(12) #5 BARS (T&S)

(03 30 00) VERTICAL
REINFORCEMENT #7 @ 11" O.C.
BOTH FACES

(03 30 00) HORIZONTAL
REINFORCEMENT #5 @ 11" O.C.
BOTH FACES

(06 10 00) 2x12 SILL PLATES

4'-6" 1'-6" 5'-0"

11'-0"

(03 30 00) CONTINUOUS KEYWAY

(03 30 00) #7 BENT BARS - 42"x42"

(06 10 00) EXPOSED 2x6
WOOD STUD WALLS ON

NORTH & SOUTH WALLS ONLY

(06 10 00) 2x4 OUTLOOKERS @
END WALLS (EAST & WEST

ELEVATIONS)

(07 31 00) ARCHITECTURAL
ROOF SHINGLES OVER 15/32" APA

RATED PANEL w/ 30# ROOFING
PAPER &  ICE & WATER SHIELD

CONTINUOUS ON LOW ROOF

(07 31 00) ARCHITECTURAL
ROOF SHINGLES OVER 15/32" APA

RATED PANEL w/ 30# ROOFING
PAPER & 2 ROWS OF ICE & WATER

SHIELD

(06 17 53) - TRUSS PLATE RUST
COVERTER & PRIME COAT
(TYPICAL @ ALL TRUSS PLATES)

(06 10 00) 2x12
RIM JOIST

(06 10 00) SIMPSON
H-3 TIES. TYP. @ TRUSS
AND JOISTS

(06 10 00) SIMPSON H-3 TIES

(06 10 00) SIMPSON H11Z TIES
THIS SIDE ONLY (ONE PER

TRUSS)

(06 10 00) 5/8" DIAM. ANCHOR BOLTS @ 32"
O.C. - ASTM F-1445-36 12" LONG, 3" HOOK W/
OVERSIZED WASHERS. COVER WITH TAR
AFTER BOTTOM PLATE INSTALLATION

6
"

9
'-
0
"

(09 90 00) PAINTED LINE @ WALL (TEXT =
"SALT FILL LIMIT". TEXT @ 50'-0" O.C.

(32 12 00) 2" BITUMINOUS UPPER
LAYER OVER 4" BITUMINOUS
LOWER LEVEL & 8" COMPACTED
GRAVEL BASE

(03 30 00) 8" CONCRETE w/#3 EPOXY COATED
REINF. 16" O.C. EACH WAY "or" 6x6 6/6 EPOXY
COATED HIGHWAY MESH w/ 6 MIL POLYETHYLYNE
VAPOR BARRIER OVER  8" COMPACTED
LIMESTONE.
#5 EPOXY COATED BARS REQ @ EXPANSION
JOINTS  OR END OF CONSTRUCTION JOINTS 16"
O.C. 2'-0" LONG

FIRST FLOOR
0'-0"

T.O. FOOTING
-3'-4"

Sb-C

(03 30 00) REINFORCED
CONCRETE WALL

(03 30 00) CONTINUOUS KEYWAY

(07 31 00) ARCHITECTURAL
ROOF SHINGLES OVER 15/32" APA
RATED PANEL w/ 30# ROOFING
PAPER & 2 ROWS OF ICE & WATER
SHIELD

(06 10 00) (07 46 33) VINYL
SIDING OVER 15/32" APA RATED
PANEL w/ TYKEK BUILDING
PAPER & 2x6 WOOD STUDS @ 16"
O.C. - EXPOSED STRUCTURE
INSIDE (NORTH & SOUTH WALLS)

(06 10 00) (07 60 00) SHEET
METAL FASCIA OVER FASCIA
BOARD

(03 30 00) 15# FELT PAPER
BOND BREAKER
TYP AT ALL WALLS

(03 30 00) VERTICAL
REINFORCEMENT #7 @ 11" O.C.
BOTH FACES

(03 30 00) HORIZONTAL
REINFORCEMENT #5 @ 11" O.C.
BOTH FACES

(06 10 00) 2x8 TREATED SILL
PLATES

(06 17 53) PREFABRICATED
WOOD TRUSSES

(07 60 00) ALUMINUM SOFFIT
OVER 1"x4" WOOD BLOCKING

(07 60 00) ALUMINUM GUTTERS &
DOWNSPOUTS

2" COVER2" COVER

5'-0" 1'-6" 4'-6"

1'-
6
"

11'-0"

3"
 C

O
V
E
R

(03 30 00) #7 BENT BARS - 42"x42"

(03 30 00) FOOTINGS PER
FOUNDATION PLANS

(03 30 00) TOP BARS - #5 @ 11" O.C.
(12) #5 BARS (T&S)

3"

A-411
7

A-411
8

(06 17 53) - TRUSS PLATE
RUST COVERTER & PRIME
COAT (TYPICAL @ ALL TRUSS
PLATES)

(06 10 00) 5/8" DIAM. ANCHOR BOLTS @ 32"
O.C. - ASTM F-1445-36 12" LONG, 3" HOOK W/
OVERSIZED WASHERS. COVER WITH TAR
AFTER BOTTOM PLATE INSTALLATION

6
"

B
O
TT

O
M
 O

F 
P
A
IN

TE
D
 L

IN
E

9
'-
0
"

(09 90 00) PAINTED LINE
@ WALL (TEXT = "SALT FILL
LIMIT". TEXT @ 50'-0" O.C.

(03 30 00) BOTTOM BARS - #5 @ 11" O.C.
(12) #5 BARS (T&S)

(32 12 00) 2" BITUMINOUS UPPER
LAYER OVER 4" BITUMINOUS
LOWER LEVEL & 8" COMPACTED
GRAVEL BASE

(07 60 00) SHEET METAL
FLASHING

(06 10 00)
2x12 FASCIA BOARD

(07 60 00) ALUMINUM
FASCIA W/ CONTINUOUS DRIP

(05 12 00) FRAMING PER ROOF
FRAMING PLANS

(06 10 00) 15/32" PLYWOOD
SHEATHING

1'-
0
"

(07 60 00) ALUMINUM
SOFFIT

(06 10 00) 1x4 WOOD
BLOCKING AS NEED FOR

SOFFIT INSTALLATION

(07 31 00) ARCHITECTURAL
ROOF SHINGLES OVER 15/32" APA

RATED PANEL w/ 30# ROOFING
PAPER &  ICE & WATER SHIELD

CONTINUOUS ON LOW ROOF

FIRST FLOOR
0'-0"

T.O. WALL - LOW
28'-0"

T.O. WALL-HIGH
36'-0"

T.O. FOOTING
-3'-4"

Sb-2

(03 30 00) FOOTINGS PER
FOUNDATION PLANS
AND FOOTING SCHEDULE

(03 30 00) REINFORCED
CONCRETE WALL

(08 30 00) 0VERHEAD DOOR
PER DOOR SCHEDULE

(06 10 00) (07 46 33) VINYL
SIDING OVER 2x8 WOOD STUDS @
16" O.C. w/ 15/32" APA RATED
PANEL ON BOTH SIDES. INSTALL
TYKEK BUILDING PAPER ON THE
EXTERIOR FACE

(06 17 53) PREFABRICATED
WOOD TRUSSES

(07 31 00) ARCHITECTURAL
ROOF SHINGLES OVER 15/32" APA
RATED PANEL w/ 30# ROOFING
PAPER & 2 ROWS OF ICE & WATER
SHIELD

(06 10 00) HEADER =
(4) 1 3/4 x 11 7/8" LVL's

(03 30 0) SLOPED EDGE. SLOPE
STARTS FROM THE INSIDE FACE
OF THE OVERHEAD DOOR

A-410
6

A-411
4

(06 10 00) (2) 1 3/4" x 11 7/8"
LVL's KING STUDS @ JAMBS

(06 17 53) PREFABRICATED
WOOD TRUSSES

(06 10 00) 2x4 OUTLOOKERS @24" O.C.
ON EAST & WEST WALLS ONLY PER ROOF
FRAMING PLAN

(06 10 00) (07 46 33) VINYL
SIDING OVER 2x8 WOOD STUDS @
16" O.C. w/ 15/32" APA RATED
PANEL ON BOTH SIDES. INSTALL
TYKEK BUILDING PAPER ON THE
EXTERIOR FACE

(06 46 46) 4/4 TRIM ALL AROUND
OVERHEAD DOOR OPENING

(32 12 00) 2" BITUMINOUS UPPER
LAYER OVER 4" BITUMINOUS
LOWER LEVEL & 8" COMPACTED
GRAVEL BASE(32 12 00) ASPHALT PER

CIVIL PLANS

(07 60 00) VENTILATED
ALUMINUM SOFFIT PANELS

(06 17 53) - TRUSS PLATE
RUST COVERTER & PRIME
COAT (TYPICAL @ ALL
TRUSS PLATES)

14

A-502

FIRST FLOOR
0'-0"

Sb-2
(07 46 46) 4/4 TRIM AROUND
OVERHEAD DOOR OPENING

SLOPE - 3"
(03 30 00) SLOPES 1/2" TO
OUTSIDE

(08 30 00) OVERHEAD DOOR
PER DOOR SCHEDULE

1/
2"

(32 12 00) 2" BITUMINOUS UPPER
LAYER OVER 4" BITUMINOUS
LOWER LEVEL & 8" COMPACTED
GRAVEL BASE

1 1/2" 4 1/2" 1 1/2"

(05 12 00) H.S.S. 3x3x1/4
w/9"x9"x1/4" BASE PLATE (TYP.)

(03 30 00) CONCRETE
WALL

(03 30 00) (05 12 00) BASE
PLATE W/ (4) 5/8" DIA. ANCHOR
BOLTS 12" EMBED

7 1/2"

10
"

1'-3"

10'-0"

FIRST FLOOR
0'-0"

MEZZANINE
13'-11"

T.O. FOOTING
-3'-4"

Sb-1

(03 30 00) CONTINUOUS KEYWAY

(07 31 00) ARCHITECTURAL
ROOF SHINGLES OVER 15/32" APA
RATED PANEL w/ 30# ROOFING
PAPER &  ICE & WATER SHIELD
CONTINUOUS ON LOW ROOF

(06 10 00) (07 46 33) VINYL
SIDING OVER 2x8 WOOD STUDS @

16" O.C. w/ 15/32" APA RATED
PANEL ON BOTH SIDES. INSTALL
TYKEK BUILDING PAPER ON THE

EXTERIOR FACE

(03 30 00) VERTICAL
REINFORCEMENT #7 @ 11" O.C.
BOTH FACES

(03 30 00) HORIZONTAL
REINFORCEMENT #5 @ 11" O.C.
BOTH FACES

(06 10 00) 2x8 SILL PLATES

(06 17 53) PREFABRICATED
WOOD TRUSSES

7" COVER

(03 30 00) #7 BENT BARS - 42"x42"

(03 30 00) FOOTINGS PER
FOUNDATION PLANS

(03 30 00) TOP BARS - #5 @ 11" O.C.
(12) #5 BARS (T&S)

(06 17 53) - TRUSS PLATE
RUST COVERTER & PRIME

COAT (TYPICAL @ ALL
TRUSS PLATES)

(06 10 00) 5/8" DIAM. ANCHOR BOLTS
@ 32" O.C. - ASTM F-1445-36 12" LONG,
3" HOOK W/ OVERSIZED WASHERS.
COVER WITH TAR AFTER BOTTOM
PLATE INSTALLATION

(03 30 00) BOTTOM BARS - #5 @ 11" O.C.
(12) #5 BARS (T&S)

3"
9
"

(06 10 00) (07 46 33) VINYL
SIDING OVER 2x8 WOOD STUDS @

16" O.C. w/ 15/32" APA RATED
PANEL ON BOTH SIDES. INSTALL
TYKEK BUILDING PAPER ON THE

EXTERIOR FACE

(03 30 00) REINFORCED
CONCRETE WALL

6
"

9
'-
0
"

(09 90 00) PAINTED LINE
@ WALL (TEXT = "SALT FILL
LIMIT". TEXT @ 50'-0" O.C.

(32 12 00) 2" BITUMINOUS UPPER
LAYER OVER 4" BITUMINOUS
LOWER LEVEL & 8" COMPACTED
GRAVEL BASE

(07 60 00) (06 10 00) SHEET METAL
FASCIA OVER 2x12 FASCIA BOARD

(07 60 00) VENTILATED ALUMINUM
SOFFIT PANELS

(06 10 00) 2x4 OUTLOOKERS
ON EAST & WEST WALLS ONLY.

A-411
8

(07 60 00) ALUMINUM SOFFIT
OVER 1"x4" WOOD BLOCKING
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PLAN NORTH
SCALE: As indicated

A-410Dane County - Dane County Highway Facility

January 12, 2015

Salt Building Sections and Details
3562 County Highway AB, Cottage Grove, WI 53558

 1/2" = 1'-0"1 Salt Building - Wall Section 1
 1/2" = 1'-0"3 Salt Building - Wall Section 3

 1" = 1'-0"4 Salt Building - Fascia Board Detail

 1/2" = 1'-0"2 Salt Building - Wall Section @ OH Door

 1" = 1'-0"6 Salt Building - Slab Detail @ OH Door  1 1/2" = 1'-0"7 Salt Building - Column Base Plate Detail

 1/2" = 1'-0"5 Salt Building - Wall Section West



Sb-2

2

A-410

(06 10 00) (2) 1 3/4" x 11 7/8"
LVL's KING STUDS @ JAMBS

(06 10 00) 2) 1 3/4" x 11 7/8"
LVL's KING STUDS @ JAMBS

(06 10 00) (4) 1 3/4" x 11 7/8"
LVL's

7 
1/
2"

20
'-
0
"

7 
1/
2"

(08 30 00) OVERHEAD DOOR
PER DOOR SCHEDULE

A-411
2

21
'-
3"

(03 30 00) REINFORCED
CONCRETE WALL

6
"

6
"

Sb-2

2-PLY - 3 1/2" SCREWS
2 ROWS @ 24" O.C.
ONE SIDE STAGGERED

(2) 1 3/4"x11 7/8"
LVL's KING STUDS
@ JAMBS

(08 30 00) OVERHEAD DOOR
PER DOOR SCHEDULE

(06 10 00) 2x8 WOOD
STUD

(06 10 00) (4) 2x6 WOOD
STUD

(07 60 00) TRIM BOARD
SHEET METAL WRAPPED

(08 30 00) WEATHER
STRIP

CONCRETE WALL

1'-5 1/2"

(06 10 00) (07 46 33) VINYL
SIDING OVER 2x8 WOOD STUDS @
16" O.C. w/ 15/32" APA RATED
PANEL ON BOTH SIDES. INSTALL
TYKEK BUILDING PAPER ON THE
EXTERIOR FACE

(03 30 00) REINFORCED
CONCRETE WALL

TOP OF CONCRETE WALL = 12'-0"

Sb-2

4-PLY - 5" SCREWS
2 ROWS @ 24" O.C.
BOTH SIDES STAGGERED

(06 10 00)
(4) 1 3/4" x 11 7/8" LVL's

4-PLY - 5" SCREWS
2 ROWS @ 24" O.C.
BOTH SIDES STAGGERED

(06 10 00) 2x8 WOOD STUD

(06 10 00) 3/8" INFILL PANEL

(06 10 00) 1/2" INFILL PANEL

(08 30 00) OVERHEAD DOOR
PER DOOR SCHEDULE

(07 60 00) SHEET METAL TRIM

(07 60 00) FLASHING

(06 10 00) (07 46 33) VINYL
SIDING OVER 2x8 WOOD STUDS @
16" O.C. w/ 15/32" APA RATED
PANEL ON BOTH SIDES. INSTALL
TYKEK BUILDING PAPER ON THE
EXTERIOR FACE

(08 30 00) WEATHERSTRIP

(07 31 00) ARCHITECTURAL
ROOF SHINGLES OVER 15/32" APA

RATED PANEL w/ 30# ROOFING
PAPER & 2 ROWS OF ICE & WATER

SHIELD

(06 10 00) (2)  1 3/4" x 11 7/8"
LVL's  KING STUDS

(06 10 00) 2x4's
OUTLOOKERS @ 24" O.C

(06 10 00) 2x8 STUDS @ 16" O.C.

(06 10 00) 8d @ 3" O.C.

(06 10 00) 7/16d NAILS INTO LVL's

(06 10 00) 2x8 STUDS @ 16" O.C.

(06 10 00)
BEVELED 2x6s

(06 10 00) WOOD BLOCKING AS
NEEDED. NOT SHOWN FOR CLARITY

2"
5
"

(06 10 00) 2x8 WOOD
BLOCKING

(2) 1 3/4" x 11 7/8" LVL's
KING STUDS

1" DIA. THRU BOLTS

7"

(06 10 00) SIMPSON HD12
w/ 1" DIA. ANCHOR SB1x30

(06 10 00) PL 3/8"x7"x 12"
w/ (3) 5/8" THRU BOLT

(06 10 00) (2) 1/2" DIA. HILTI
HIT HY200 w/ 2 3/4" EMBED

(06 10 00) 1" DIA. ANCHOR
SB1x30

1/4"
TYP

ALL STEEL COMPONENTS TO
BE HOT-DIPPED GALVANIZED

8 1/2" 3 1/2" 1/2"

2" 4" 4" 2"

5
"

2"

6"

(06 10 00) (4) 2x6 JAMB

(07 60 00) WOOD TRIM
SHEET METAL WRAPPED

(03 30 00) REINFORCED
CONCRETE WALL3"

Sb-2

2"
4
"

(06 10 00) (2) 1 3/4" x 11 7/8"
LVL's KING STUDS @ JAMBS

(06 10 00) (4) 1 3/4" x 11 7/8"
LVL's

PL 3/8" x 6" x 12" w/ 4-
5/8" DIA. THRU BOLTS

PL 3/8" x 6" x 12" w/
4-5/8" DIA. THRU BOLTS

2x8 WOOD STUD

2" 6" 3 3/4"

FULL PEN.

FULL PEN.(06 10 00) (07 46 33) VINYL
SIDING OVER 2x8 WOOD STUDS @
16" O.C. w/ 15/32" APA RATED
PANEL ON BOTH SIDES. INSTALL
TYKEK BUILDING PAPER ON THE
EXTERIOR FACE

FLOOR PLAN VIEW

ALL STEEL COMPONENTS TO BE
HOT-DIPPED GALVANIZED

(06 10 00) 3/8" INFILL PANEL

Sb-C

(07 31 00) ARCHITECTURAL
ROOF SHINGLES OVER 15/32" APA
RATED PANEL w/ 30# ROOFING
PAPER & 2 ROWS OF ICE & WATER
SHIELD

(07 60 00) ALUMINUM GUTTERS &
DOWNSPOUTS

(06 10 00) (07 46 33) VINYL
SIDING OVER 15/32" APA RATED
PANEL w/ TYKEK BUILDING
PAPER & 2x6 WOOD STUDS @ 16"
O.C. - EXPOSED STRUCTURE
INSIDE (NORTH & SOUTH WALLS)

(06 17 53) PREFABRICATED WOOD
TRUSSES BY ROOF TRUSS
MANUFACTURER

VENTED ALUMINUM SOFFIT = 17'-7"

TOP OF TRUSS  @ WALL LINE = 19'-9 3/4" (+/-)

(06 10 00) (07 60 00) 2x12 FASCIA
BOARD WITH ALUMINUM FASCIA &
CONT. DRIP

9
"

2"

(06 10 00) (2) 2" DIA. @ 0'-8"
VENTILATION HOLES BETWEEN
EACH TRUSS

(06 10 00) 2x4 OUTLOOKERS @
24" O.C. AT EAST & WEST ENDS

3 
1/
2"

1 1/2"

BLOCKOUT W/ BACKER
ROD AND CAULK

REINFORCING CONTINUOUS
THROUGH JOINTS

50'- 0" MAXIMUM SPACING50'- 0" MAXIMUM SPACING

CL   CONSTRUCTION JOINT

WATERSTOP OUTSIDE FACE

LAP LENGTH
SCHEDULE

BAR SIZE LAP
(MINIMUM)

# 5 BARS

# 6 BARS

# 7 BARS

# 8 BARS

33"

39"

45"

52"

SIMILAR AT WALLS WHERE
REINFOREMENT IS PLACED
EACH FACE.

SEE SCHEDULE FOR
MINIMUM LAP REQUIRED

4'-0" TYP.4'
-0
" 
TY

P.

OPENING

NOTES:

1.  VERIFY SIZE AND LOCATION OF
     OPENING WITH TRADE OR SUB-
     CONTRACTOR REQUIRING OPENING

2.  SEE FOUNDATION DETAILS FOR
     VERTICAL AND HORIZONTAL WALL
     REINFORCEMENTS

DIAGONAL BARS:

(4) #5 BARS EACH FACE

Sb-C

(06 10 00) (07 46 33) VINYL
SIDING OVER 15/32" APA RATED
PANEL w/ TYKEK BUILDING
PAPER & 2x6 WOOD STUDS @ 16"
O.C. - EXPOSED STRUCTURE
INSIDE (NORTH & SOUTH WALLS)

(06 10 00) 2x4 BLOCKING

TOP OF CONCRETE WALL = 12'-0"

TRUSS BEARING = 12'-3"

(06 10 00) WOOD EDGE TRIM

GALVANIZED SIMPSON DTC
INSTALLED SO LONG SLOTTED
HOLES ARE NAILED TO TOP
PLATE

SIMPSON TRUSS CLIP TC28

1'-
0
"

(06 10 00) SILL SEALER

(06 10 00) 2x8 DOUBLE SILL
PLATES. BOTTOM PLATES
TREATED

(07 60 00) SHEET METAL COVER

(06 17 53) ENGINEERED WOOD
TRUSSES BY TRUSS MANUF.

(06 10 00) 5/8" DIAM. ANCHOR BOLTS @ 32"
O.C. - ASTM F-1445-36 12" LONG, 3" HOOK W/
OVERSIZED WASHERS. COVER WITH TAR
AFTER BOTTOM PLATE INSTALLATION

3"

TY
P
IC

A
L

2'
- 
0
" 
B
A
R
 L

A
P

-

TYPICAL

2'- 0" BAR LAP
-

TYPICAL

2'- 0" BAR LAP
-

"W" "W"

"W
"

"W
"

CORNER BARS TO MATCH WALL
REINFORCING

OPTIONAL WALL CONSTRUCTION
JOINT

HORIZONTALL WALL REINFORCING

NOTES:
1. VERTICAL REINFORCING NOT SHOWN FOR CLARITY
2. FOUNDATION WALL LEDGE NOT SHOWN FOR CLARITY
3. "W" = FOUNDATION WALL WIDTH

Sb-2

(06 10 00) (07 46 33) VINYL
SIDING OVER 2x8 WOOD STUDS @
16" O.C. w/ 15/32" APA RATED
PANEL ON BOTH SIDES. INSTALL
TYKEK BUILDING PAPER ON THE
EXTERIOR FACE

(07 60 00) VENTILATED
ALUMINUM SOFFIT

(06 10 00) A35 @ EACH
BLOCK

(06 10 00) 2x4 WOOD BLOCKING

(06 10 00) 2x4
OUTLOOKERS @
24" O.C.

(07 60 00) CONTINUOUS SHEET
METAL DRIP

(06 10 00) (07 60 00) ALUMINUM
FASCIA OVER 2x12 FASCIA BOARD

(06 10 00) 2x4 WOOD BLOCKING

(06 17 53)
ENGINEERED
WOOD TRUSSES

(07 60 00) CONTINUOUS DRIP

(07 31 00) ARCHITECTURAL
ROOF SHINGLES OVER 15/32" APA
RATED PANEL w/ 30# ROOFING
PAPER & 2 ROWS OF ICE & WATER
SHIELD

14.8

LIVE LOAD (SNOW)

TOP CHORD

DEAD LOAD

BOTTOM CHORD

LOAD SYSTEM @ SALT BUILDING

2.0
10.0

12.0 P.S.F.

25.2 P.S.F.

DESIGN LOAD 36 P.S.F.

BASIC WIND SPEED
IMPORTANCE FACTOR 1.0

90

WIND LOAD

MPH

EXPOSURE CATEGORY
PARTIALLY ENCLOSED

C

SITE CLASS
SDS 0.116

D

SEISMIC LOAD

B
SD1
SEISMIC DESIGN CATEGORY

0.072

ROOF - NAIL PATTERN 'A'
UNBLOCKED DIAPHRAGM
15/32" APA RATED SHEATHING
8d NAILS - 1 1/2" PENETRATION
6" O.C. @ PANEL EDGES
12" O.C. @ PANEL FIELD

ROOF - NAIL PATERN 'B'
BLOCKED DIAPHRAGM
15/32" APA RATED SHEATHING
8d NAILS - 1 1/2" PENETRATION
6" O.C. @ PANEL EDGES
12" O.C. @ PANEL FIELD
4" O.C. @ PERIMETER

WALL - NAILING @ ENDS
7/16" APA RATED SHEATHING
8d NAILS - 1 1/2" PENETRATION
BLOCKING OR FRAMING @
PANEL EDGES
12" O.C. @ PANEL FIELD
6" O.C. @ PANEL EDGES

WALL - NAILING @ ENDS
7/16" APA RATED SHEATHING
8d NAILS - 1 1/2" PENETRATION
BLOCKING OR FRAMING @
PANEL EDGES
12" O.C. @ PANEL FIELD
6" O.C. @ PANEL EDGES
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PLAN NORTH
SCALE: As indicated

A-411Dane County - Dane County Highway Facility

January 12, 2015

Salt Building Details
3562 County Highway AB, Cottage Grove, WI 53558

 1/8" = 1'-0"1 OH Door Framing
 1" = 1'-0"3 King Stud Fastening @ Plys

 1" = 1'-0"4 OH Header Fastening @ Plys
 1 1/2" = 1'-0"5 Jamb Detail @ Top of Wall

 1 1/2" = 1'-0"6 Jamb Detailing @ Concrete Wall

 1" = 1'-0"2 Jamb Detail @ OH Door Header

 1" = 1'-0"7 Soffit Fascia Detail

10 Foundation Wall Construction Joint11 Foundation Wall Penetration Reinforcment

 1 1/2" = 1'-0"8 Truss Bearing Detail

12 Foundation Corner Reinforcement

 1" = 1'-0"9 Outlooker Detail

 3/8" = 1'-0"13 Roof/Wall Panel Nailing Pattern



FIRST FLOOR
0'-0"

ROOF BEARING - HIGH
25'-0"

D

T.O. FOOTING
-3'-4"

A-501
3 SIM

A-501
6 TYP

A-501
5 TYP

A-501
4 TYP

(03 30 00) FOOTING PER FOUNDATION PLAN

(03 30 00) 10" CONCRETE WALL

(03 30 00) 8" CONCRETE FLOOR
W/ 0.006 MIL VAPOR BARRIER
OVER 6" CRUSHED STONE

(03 30 00) 15# FELT PAPER BOND BREAKER
TYP AT ALL WALLS

(03 41 00) 10" INSULATED PRECAST PANEL

(05 21 00) METAL JOISTS PER FRAMING PLAN

(05 12 00) BEARING ANGLE PER FRAMING PLAN

(03 41 00) BEARING PLATE
BY PRECAST WALL CONTRACTOR

(05 60 00) 1 1/2" METAL DECK

(08 80 00)(08 41 13) ALUMINUM FRAME W/ 1"
LOW-E INSULATED GLAZING

5
"

10
"

1'-
5
 1
/2
"

7'
-6

 1
/2
"

4
'-
0
"

12
'-
0
"

8
"

2'
-8

"

(07 21 00) 2 LAYERS RIGID INSULATION
STAGGER JOINTS, MIN R-33

(07 53 00) FULLY ADHERED EPDM ROOFING
SYSTEM

(07 60 00) CONT. SHEET METAL WALL CAP

ROOF BEARING - LOW
23'-11 1/2"

(07 21 00) CONTINUOUS 4" RIGID INSULATION

2"

FIRST FLOOR
0'-0"

ROOF BEARING - HIGH
25'-0"

D

T.O. FOOTING
-3'-4"

A-501
3 SIM

A-501
4 TYP

(05 21 00) METAL JOISTS PER FRAMING PLAN

(03 41 00) BEARING PLATE
BY PRECAST WALL CONTRACTOR

(05 60 00) 1 1/2" METAL DECK

(03 41 00) 10" INSULATED PRECAST PANEL

(03 30 00) 8" CONCRETE FLOOR
W/ 0.006 MIL VAPOR BARRIER
OVER 6" CRUSHED STONE

(03 30 00) 10" CONCRETE WALL

(03 30 00) FOOTING PER FOUNDATION PLAN

(03 30 00) 15# FELT PAPER BOND BREAKER
TYP AT ALL WALLS

5
"

10
"

1'-
5
 1
/2
"

23
'-
6
 1
/2
"

8
"

(07 21 00) 2 LAYERS RIGID INSULATION
STAGGER JOINTS, MIN R-33

(07 53 00) FULLY ADHERED EPDM ROOFING
SYSTEM

(07 60 00) CONT. SHEET METAL WALL CAP

(05 12 00) BEARING ANGLE PER FRAMING PLAN

ROOF BEARING - LOW
23'-11 1/2"

(07 21 00) CONTINUOUS 4" RIGID INSULATION

FIRST FLOOR
0'-0"

ROOF BEARING - HIGH
25'-0"

A

T.O. FOOTING
-3'-4"

A-502
2 TYP

A-501
3 SIM

A-501
1 SIM

(03 30 00) FOOTING PER FOUNDATION PLAN

(03 30 00) 10" CONCRETE WALL

(03 30 00) 8" CONCRETE FLOOR
W/ 0.006 MIL VAPOR BARRIER
OVER 6" CRUSHED STONE

(08 30 00) OVERHEAD DOOR
PER DOOR SCHEDULE

(05 12 00) BEARING ANGLE PER FRAMING PLAN

(03 41 00) BEARING PLATE
BY PRECAST WALL CONTRACTOR

(05 60 00) 1 1/2" METAL DECK

(07 21 00) 2 LAYERS RIGID INSULATION
STAGGER JOINTS, MIN R-33

(07 53 00) FULLY ADHERED EPDM ROOFING
SYSTEM

(07 60 00) CONT. SHEET METAL WALL CAP

5
"

10
"

5
"

6
'-
7"

18
'-
0
"

1"

ROOF BEARING - LOW
23'-11 1/2"

(05 21 00) METAL JOISTS PER FRAMING PLAN

(07 21 00) CONTINUOUS 4" RIGID INSULATION

FIRST FLOOR
0'-0"

ROOF BEARING - HIGH
25'-0"

A

T.O. FOOTING
-3'-4"

A-501
3 SIM

(05 21 00) METAL JOISTS PER FRAMING PLAN

(05 12 00) BEARING ANGLE PER FRAMING PLAN

(03 41 00) 10" INSULATED PRECAST PANEL

DOOR PER SHEDULE

(03 30 00) 8" CONCRETE FLOOR
W/ 0.006 MIL VAPOR BARRIER
OVER 6" CRUSHED STONE

(03 30 00) 10" CONCRETE WALL

(03 30 00) FOOTING PER FOUNDATION PLAN

(03 41 00) BEARING PLATE
BY PRECAST WALL CONTRACTOR

(05 60 00) 1 1/2" METAL DECK

(07 21 00) 2 LAYERS RIGID INSULATION
STAGGER JOINTS, MIN R-33

(07 53 00) FULLY ADHERED EPDM ROOFING
SYSTEM

(07 60 00) CONT. SHEET METAL WALL CAP

5
"

10
"

5
"

17
'-
5
"

7'
-2
"

1"

ROOF BEARING - LOW
23'-11 1/2"

(07 21 00) CONTINUOUS 4" RIGID INSULATION

FIRST FLOOR
0'-0"

ROOF BEARING - HIGH
25'-0"

1

T.O. FOOTING
-3'-4"

A-501
4 TYP

A-501
3 SIM

(03 30 00) FOOTING PER FOUNDATION PLAN

(03 30 00) 10" CONCRETE WALL

(03 30 00) 8" CONCRETE FLOOR
W/ 0.006 MIL VAPOR BARRIER
OVER 6" CRUSHED STONE

(03 41 00) 10" INSULATED PRECAST PANEL

2'
-8

"
26

'-
6
"

5
"

(03 30 00) 15# FELT PAPER BOND BREAKER
TYP AT ALL WALLS

(05 60 00) 1 1/2" METAL DECK

(05 12 00) BEARING ANGLE PER FRAMING PLAN

(03 41 00) BEARING PLATE
BY PRECAST WALL CONTRACTOR

(07 21 00) 2 LAYERS RIGID INSULATION
STAGGER JOINTS, MIN R-33

(07 53 00) FULLY ADHERED EPDM ROOFING
SYSTEM

(07 60 00) CONT. SHEET METAL WALL CAP

ROOF BEARING - LOW
23'-11 1/2"

(07 21 00) CONTINUOUS 4" RIGID
INSULATION

2"
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SCALE:  1/2" = 1'-0"

A-412Dane County - Highway Facility Satellite Building

January 12, 2015

Satellite Building Wall Sections
US 151 and County Highway V

 1/2" = 1'-0"1 Wall Section
 1/2" = 1'-0"2 Wall Section

 1/2" = 1'-0"3 Wall Section
 1/2" = 1'-0"4 Wall Section

 1/2" = 1'-0"5 Wall Section



FIRST FLOOR
0'-0"

ROOF BEARING - HIGH
25'-0"

6

T.O. FOOTING
-3'-4"

A-501
4 TYP

A-501
3 SIM

A-501
5 TYP

A-501
5 TYP

A-501
5 TYP

A-501
5 TYP

ROOF BEARING - LOW
23'-11 1/2"

(03 30 00) FOOTING PER FOUNDATION PLAN

(03 30 00) 10" CONCRETE WALL

(03 30 00) 8" CONCRETE FLOOR
W/ 0.006 MIL VAPOR BARRIER
OVER 6" CRUSHED STONE

(03 41 00) 10" INSULATED PRECAST PANEL

(05 12 00) BEARING ANGLE PER FRAMING PLAN

(03 30 00) 15# FELT PAPER BOND BREAKER
TYP AT ALL WALLS

(03 41 00) BEARING PLATE
BY PRECAST WALL CONTRACTOR

(05 60 00) 1 1/2" METAL DECK

(07 21 00) 2 LAYERS RIGID INSULATION
STAGGER JOINTS, MIN R-33

(07 53 00) FULLY ADHERED EPDM ROOFING
SYSTEM

(07 60 00) CONT. SHEET METAL WALL CAP

5
"

25
'-
10

"
8
"

2'
-8

"

26
'-
6
"

(07 21 00) CONTINUOUS 4" RIGID
INSULATION

2"

FIRST FLOOR
0'-0"

ROOF BEARING - HIGH
25'-0"

6

T.O. FOOTING
-3'-4"

A-501
4 TYP

A-501
6 TYP

A-501
3 SIM

5
"

26
'-
6
"

2'
-8

"

(03 30 00) 8" CONCRETE FLOOR
W/ 0.006 MIL VAPOR BARRIER
OVER 6" CRUSHED STONE

(03 30 00) FOOTING PER FOUNDATION PLAN

(03 30 00) 10" CONCRETE WALL

(03 41 00) 10" INSULATED PRECAST PANEL

(05 12 00) BEARING ANGLE PER FRAMING PLAN

(03 41 00) BEARING PLATE
BY PRECAST WALL CONTRACTOR

(05 60 00) 1 1/2" METAL DECK

(07 21 00) 2 LAYERS RIGID INSULATION
STAGGER JOINTS, MIN R-33

(07 53 00) FULLY ADHERED EPDM ROOFING
SYSTEM

(07 60 00) CONT. SHEET METAL WALL CAP

(03 30 00) 15# FELT PAPER BOND BREAKER
TYP AT ALL WALLS

ROOF BEARING - LOW
23'-11 1/2"

26
'-
6
"

A-501
5 TYP

(07 21 00) CONTINUOUS 4" RIGID
INSULATION

2"

FIRST FLOOR
0'-0"

ROOF BEARING - HIGH
25'-0"

5

ROOF BEARING - LOW
23'-11 1/2"

(03 30 00) FOOTING PER FOUNDATION PLAN

(03 30 00) 8" CONCRETE FLOOR
W/ 0.006 MIL VAPOR BARRIER
OVER 6" CRUSHED STONE

(03 30 00) 15# FELT PAPER BOND BREAKER
TYP AT ALL WALLS

(04 20 00) 8" CMU BLOCK WALL

(04 20 00) #5 VERT BARS 4'-0" O.C.
GROUT SOLID INTO FOOTING

22
'-
8
"

(04 20 00) CONTINUOUS BOND BEAM
W/ 2 #5 BARS

(05 21 00) METAL JOISTS PER FRAMING PLAN

(05 60 00) 1 1/2" METAL DECK

(07 21 00) 2 LAYERS RIGID INSULATION
STAGGER JOINTS, MIN R-33

(07 53 00) FULLY ADHERED EPDM ROOFING
SYSTEM

6

A-904

TYP

FIRST FLOOR
0'-0"

ROOF BEARING - HIGH
25'-0"

CEILING - LOW
10'-0"

5

ROOF BEARING - LOW
23'-11 1/2"

8
"

1'-
4
"

8
'-
0
"

(03 30 00) FOOTING PER FOUNDATION PLAN

DOOR PER SHEDULE

(04 20 00) 8" CMU BLOCK WALL

(05 21 00) METAL JOISTS PER FRAMING PLAN

(04 20 00) CONTINUOUS BOND BEAM
W/ 2 #5 BARS

(09 53 00) CEILING PER
ROOM FINISH SCHEDULE

22
'-
8
"

(03 30 00) 8" CONCRETE FLOOR
W/ 0.006 MIL VAPOR BARRIER
OVER 6" CRUSHED STONE

(03 30 00) 15# FELT PAPER BOND BREAKER
TYP AT ALL WALLS

(04 20 00) #5 VERT BARS 4'-0" O.C.
GROUT SOLID INTO FOOTING

(05 60 00) 1 1/2" METAL DECK

(07 21 00) 2 LAYERS RIGID INSULATION
STAGGER JOINTS, MIN R-33

(07 53 00) FULLY ADHERED EPDM ROOFING
SYSTEM

6

A-904

TYP

6

A-904

TYP

(04 20 00) #4 VERT BARS 4'-0" O.C.
GROUT SOLID INTO FOOTING
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SCALE:  1/2" = 1'-0"

A-413Dane County - Highway Facility Satellite Building

January 12, 2015

Satellite Building Wall Sections
US 151 and County Highway V

 1/2" = 1'-0"2 Wall Section
 1/2" = 1'-0"1 Wall Section

 1/2" = 1'-0"3 Wall Section
 1/2" = 1'-0"4 Wall Section



(08 30 00) OVERHEAD DOOR
PER DOOR SCHEDULE

(03 41 00) 10" X 12' INSULATED
PRECAST CONCRETE PANEL MIN R-22 HOR.

REVEALS PER ELEVATIONS

(03 41 00) CONT. DRIP GROOVE
TYP. AT PRECAST OPENINGS

O
V
E
R
LA

P

2"

(08 30 00) WEATHER STRIP
AT JAMBS & HEADERS

(07 92 13) CONT. SEALANT
AT WEATHERSTRIPPING

(07 21 00) 4" EXTERIOR INSULATION
TYP. AT BUILDING PERIMETER

(03 30 00) #5 BARS CONTINUOUS

(03 30 00) 8" CONCRETE w/#3 EPOXY COATED
REINF. 16" O.C. EACH WAY "or" 6x6 6/6 EPOXY
COATED HIGHWAY MESH w/ 6 MIL POLYETHYLYNE
VAPOR BARRIER OVER  8" COMPACTED
LIMESTONE.
#5 EPOXY COATED BARS REQ @ EXPANSION
JOINTS  OR END OF CONSTRUCTION JOINTS 16"
O.C. 2'-0" LONG10"

(08 30 00) OVERHEAD DOOR
PER DOOR SCHEDULE

PAVING PER CIVIL PLANS

TH
IC

K
N
E
S
S
 P

E
R

C
IV

IL
 P

LA
N
S

CONT. DRIP EDGE

(03 30 00) 1/2" EXPANSION FELT

(03 30 00) CONCRETE FOUNDATION WALL
PER FOUNDATION PLAN

1 1/2"

1/
2"

(05 50 00) 1x1x1/4" HOT-DIPPED
GALVANIZED ANGLE W/STUDS @
18" O.C. (TYPICAL ON ALL
EXTERIOR OVERHEAD DOORS)

1/
2"
.

(06 10 00) PREASURE TREATED WOOD
BLOCKING.  STAINLESS STEEL FASTENERS

(07 21 00) TWO LAYERS STAGGERED
INSULATION MIN R-33

(07 53 00) FULLY ADHERED EPDM ROOFING
SYSTEM

(03 41 00) 10" X 12' INSULATED
PRECAST CONCRETE PANEL MIN R-22 HOR.
REVEALS PER ELEVATIONS

(05 60 00) CONT. METAL WALL CAP

V
A
R
IE
S
 W

/
R
O
O
F 

W
A
R
P

2"

(07 53 00) ROOF VAPOR AND AIR
BARRIER COMPLETE DECK AND
ADHER UP WALL MINIMUM OF 4"

2"

(06 10 00) SEAT BLOCKING IN (2) CONST. ADHESIVE BEADS

(03 30 00) 15# FELT PAPER
BOND BREAKER
TYP AT ALL WALLS

(03 41 00) 10" X 12' INSULATED
PRECAST CONCRETE PANEL MIN
R-22 HOR. REVEALS PER
ELEVATIONS

(07 21 00) 4" RIGID INSULATION
TYP. AT BUILDING PERIMETER

4
"

1" (03 30 00) 1" NON-SHRINK GROUT-0'-8"

(03 30 00) CONCRETE FOUNDATION WALL
PER FOUNDATION PLAN

(03 30 00) #5 BARS CONTINUOUS

(03 30 00) 8" CONCRETE w/#3 EPOXY COATED
REINF. 16" O.C. EACH WAY "or" 6x6 6/6 EPOXY
COATED HIGHWAY MESH w/ 6 MIL POLYETHYLYNE
VAPOR BARRIER OVER  8" COMPACTED
LIMESTONE.
#5 EPOXY COATED BARS REQ @ EXPANSION
JOINTS  OR END OF CONSTRUCTION JOINTS 16"
O.C. 2'-0" LONG

(03 41 00) PANEL CONNECTION TO
FOUNDATION WALL ON OUTSIDE AT EAST
WALL OF LARGE VEHICLE STORAGE

(03 41 00) PANEL CONNECTION
BY PRE-CAST CONTRACTOR

(03 41 00) CONNECTIONS ON OUTSIDE
OF PANEL AT WALLS ABUTTING PHASE 2
APPLY GLAVANIZED SPRAY-ON COATING.
GRADE LINE TO COVER CONNECTION.

(03 41 00) 10" X 12' INSULATED
PRECAST CONCRETE PANEL MIN R-22 HOR.
REVEALS PER ELEVATIONS

(08 41 13) CONTINUOUS SEALANT1/2"

(08 41 13) PROFILE @ CURTAINWALL FRAME

(08 41 13)(08 80 00) ALUMINUM STOREFRONT
THERMALLY BROKEN FRAME
W/ 1" LOW-E INSULATED GLASS

(08 41 13) SHIM / INSULATION

(08 41 13) SILL FLASHING

(08 41 13) ALUM FLASHING
WITH END DAM

3/4" 4 1/4"

3 3/4"

1/
4
"

Typ. Window Sill Flashing

(08 41 13) ALUM FLASHING
WITH END DAM
(07 60 00) AT HOLLOW METAL
FRAMES

(03 41 00) 10" X 12' INSULATED
PRECAST CONCRETE PANEL MIN R-22 HOR.
REVEALS PER ELEVATIONS

(03 41 00) CONT. DRIP GROOVE
TYP. AT PRECAST OPENINGS

1"

1/2"

(08 41 13) PROFILE @ CURTAINWALL FRAME

(08 71 00) DRIP FLASHING @ ALL
EXTERIOR DOORS

(08 41 13) SHIM / INSULATION

(08 41 13) ALUM. FLASHING WITH END DAM
INSULATE VOID

(08 41 13) ALUM. FLASHING WITH END DAM
(07 60 00) AT HOLLOW METAL FRAMES

1/
4
"

4 1/4"

4 3/4"

1/
2"

Typ. Window / Head
Flashing

1/2"

(03 41 00) COLOR TYPE 1

(03 41 00) REVEAL - COLOR TYPE 2

2"

(07 92 13) TYPICAL HORZ OR VERTICAL
 CONTROL JOINT CAULK AND BACKER
ROD AND FOAM INJECTED CAVITY
INSTALL EXTERIOR CAULKING FIRST,
THEN INSTALL FOAM INSULATION

(07 21 00) TAPERED RIGID INSULATION

(07 53 00) FULLY ADHERED
EPDM ROOFING SYSTEM

(07 92 13) CONT. SEALANT

(05 60 00) CONT. SHEET METAL FLASHING

8
" 
M
IN

.

(07 53 00) ROOF VAPOR AND AIR
BARRIER COMPLETE DECK AND
ADHERE UP WALL MINIMUM OF 4"

1"

(04 20 00) 8" MASONRY BLOCK WALL W/ #4
BARS 4'-0" O.C. GROUT SOLID 8" INTO FOOTING

(08 41 13) CONTINUOUS SEALANT

(04 20 00) BLOCK SOLID
AT WINDOW SILLS

(08 11 00)(08 80 00) HOLLOW
METAL WINDOW FRAME W/4"
HEADER. GLASS TYPE PER
ROOM FINISH SCHEDULE

(08 80 00) GLASS TYPE
PER ROOM FINISH SCHEDULE

(04 20 00) 8" MASONRY BLOCK WALL W/ #4
BARS 4'-0" O.C. GROUT SOLID 8" INTO FOOTING

(08 41 13) CONTINUOUS SEALANT

(05 12 00) LINTEL PER FRAMING PLAN

2"

(08 80 00) GLASS TYPE PER ELEVATIONS
AND ROOM FINISH SCHEDULE

(08 11 00)(08 80 00) HOLLOW
METAL WINDOW FRAME W/4"
HEADER. GLASS TYPE PER
ROOM FINISH SCHEDULE

4 1/2" BEARING

8
"

8
"

8
"

12'-0"

(04 20 00) CONT. BOND BEAM W/ 2 #5 BARS

(04 20 00) 8" MASONRY BLOCK WALL W/ #4
BARS 4'-0" O.C. GROUT SOLID 8" INTO FOOTING

(03 30 00) 3" CONCRETE TOPPING

(04 20 00) 8" MASONRY BLOCK WALL W/ #4
BARS 4'-0" O.C. GROUT SOLID 8" INTO FOOTING

(03 30 00) 15# FELT PAPER BOND BREAKER
TYP AT ALL WALLS

(04 20 00) VERTICAL #4 BARS 4'-0" O.C.
GROUT SOLID 8" INTO FOOTING

12'-8"

 (03 41 00) #4 BAR DRILLED INTO BOND BEAM

(03 41 00) BEARING PLATE
BY PRECAST WALL CONTRACTOR

(03 41 00) BEARING ANGLE
BY PRECAST WALL CONTRACTOR

(03 41 00) 10" X 12' INSULATED
PRECAST CONCRETE PANEL MIN R-22 HOR.
REVEALS PER ELEVATIONS

(05 30 00) (07 21 00) 1 1/2" ROOF DECK w/
VAPOR BARRIER BETWEEN DECK & RIGID
INSULATION

(07 21 00) TWO LAYERS STAGGERED
INSULATION MIN R-33

(07 53 00) FULLY ADHERED EPDM ROOFING
SYSTEM

(07 21 00) TAPERED RIGID INSULATION

(07 53 00) FULLY ADHERED EPDM ROOFING
SYSTEM

(08 41 13) CONTINUOUS SEALANT

(07 21 00) MECHANICALLY FASTENED
INSULATION/APPROVED SUB BOARD
1" ON VERTICAL SURFACES R7.4 AND 1"TO 1 1/2"
SLOPPED SECTION ON TOP OF PANEL

1"1"

1"1 
1/
2"

(07 53 00) ROOF VAPOR AND AIR
BARRIER COMPLETE DECK AND
ADHER UP WALL MINIMUM OF 4"

NOTE: COMPLETED DECK FASTENING REQUIRED
FOR LATERAL SUPPORT OF WALL PANELS.
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SCALE:  3" = 1'-0"

A-501Dane County - Dane County Highway Facility

January 12, 2015

Building Details
3562 County Highway AB, Cottage Grove, WI 53558

 3" = 1'-0"2 OH Door Head

 3" = 1'-0"1 OH Door Threshold

 3" = 1'-0"3 Wall Cap

 3" = 1'-0"4 Precast Base

 3" = 1'-0"5 Window Sill - Precast

 3" = 1'-0"6 Window Head - Precast

 3" = 1'-0"7 Reveal / Panel Joint

 3" = 1'-0"8 Roof Flashing

 3" = 1'-0"11 Window Sill - CMU

 3" = 1'-0"12 Window Head - CMU

 3" = 1'-0"10 Mezzanine Bearing @ CMU

 3" = 1'-0"9 Callout of Offices - east wall



PROVIDE 2 or 4 POSTS @ EA.
O.H. DOOR, ELETRICAL PANELS AND
FIRE RISER OR PER PLANS

WALL LINE

3/4" CUBIC YARD
OF CONCRETE PER

(03 30 00)

6" DIA STEEL TUBE
CONCRETE FILLED

SMOOTH FLAT FINISH TOP

VERIFY DISTANCE
W/ O.H. CONTRACTOR

1'-0"

3'
-6

"

3'
-4

"

3'
-4

"

3'
-0

"

VERIFY FOOTING
LOCATION

(10 80 00) SLEEVE.

1/2" OVERHANG VERIFY
W/LOCKER
SUPPLIER

CERAMIC TILE
FLAT
BASE

CONT. 2x4 BLOCKING

(03 30 00) CONCRETE BASE BY G.C.

1'-9"

4
"

1/2"

4"x4" ANGLE

ROOF CLAMP

PRIMARY OUTLET

RIGID ROOF INSULATION

EPDM ROOF MEMBRANE

STRAINER

1 1/2" ROOF DECK

(07 53 00) ROOF VAPOR AND AIR
BARRIER COMPLETE DECK AND
AROUND ALL PENATRATIONS"

TYP RAIL TO WALL
4" ANCHOR REQ

WALL

1 1/2" DIA TUBE RAIL ADA
PROFILE 3/8" SUPPORT

1 1/2" DIA VERTICAL RAIL
4'-0" O.C. MIN

T.S. 12" X 2" X 1/4" STRINGER

CLOSED RISER METAL PAN

1 1/2"  DIA TUBE RAIL
ADA PROFILE AND EXTENSION
RETURN TO WALL/RAIL

1"  DIA RAIL
5" O.C. MAX

PER PLAN

1 1/2"
1 1/2"

1 1/2"

2'
-1
0
"

3'
-6

"

13

A-502

T.S. 12" x 2" x 1/4" STRINGER

2" METAL PAN FILLED
W/ 2" CONCRETE
(03 30 00)
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SCALE: As indicated

A-502Dane County - Dane County Highway Facility

January 12, 2015

Building Details
3562 County Highway AB, Cottage Grove, WI 53558

 1/2" = 1'-0"14 Bollard Detail

 1" = 1'-0"9 Locker Base

 1 1/2" = 1'-0"4 Roof Drain

 1 1/2" = 1'-0"18 Pipe Rail Stair - Egress

 1 1/2" = 1'-0"13 Stair Typ.

 1/2" = 1'-0"8 Electric Hand Dryer Elev

 1" = 1'-0"17 Mezzanine Gate Section

 1 1/2" = 1'-0"7 Detail @ Shower Floor

 3" = 1'-0"12 Sliding Gate Detail

 1" = 1'-0"2 Scupper Detail - Section

 1 1/2" = 1'-0"19 Fire Barrier Joint @ Window

 1/2" = 1'-0"11 Trench Drain - Large

 1/4" = 1'-0"6 Large Trench Drain Plan

 1/2" = 1'-0"3 Mezzanine Sliding Gate - Typ. Elevation

 1/2" = 1'-0"15 Scupper Detail - Elev

 1 1/2" = 1'-0"1 Scupper Drain Box Detail

 1/2" = 1'-0"5 Stoop Frost Wall

 1 1/2" = 1'-0"10 Masonry Wall Closure @ Window

 3" = 1'-0"16 Sliding Gate Detail
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SCALE: As indicated

A-601Dane County - Dane County Highway Facility

January 12, 2015

Door Schedule
3562 County Highway AB, Cottage Grove, WI 53558

DOOR SCHEDULE

MARK

FROM ROOM TO ROOM DOOR FRAME

REMARKSNUM NAME NUM NAME TYPE
MATERI

AL
SWIN

G
LAB
EL WIDTH

HEIG
HT

THICKN
ESS

LOUVE
R GLASS TYPE MATERIAL LABEL GLASS

1201 146-A hall 120 office HG METAL RH - 3' - 0" 7' - 0" 1 3/4" - GL-1 B METAL - GL-1 4 in Header in block walls (typ.)
1202 138 large vehicle storage 120 office HG METAL RH - 3' - 0" 7' - 0" 1 3/4" - GL-2 A METAL - - Door W/ Door drop sound seal / 4 in Header
1203 151 large vehicle storage 120 office HG METAL LH - 3' - 0" 7' - 0" 1 3/4" - GL-2 E METAL - - -
1211 138 large vehicle storage 121 office HG METAL RH - 3' - 0" 7' - 0" 1 3/4" - GL-2 C METAL - GL-2 Door W/ Door drop sound seal / 4 in Header
1212 146-A hall 121 office HG METAL LH - 3' - 0" 7' - 0" 1 3/4" - GL-1 B METAL - GL-1 4 in Header in block walls (typ.)
1221 138 large vehicle storage 122 office HG METAL LH - 3' - 0" 7' - 0" 1 3/4" - GL-2 C METAL - GL-2 Door W/ Door drop sound seal / 4 in Header
1222 146-A hall 122 office HG METAL RH - 3' - 0" 7' - 0" 1 3/4" - GL-1 B METAL - GL-1 4 in Header in block walls (typ.)
1231 138 large vehicle storage 123 office HG METAL RH - 3' - 0" 7' - 0" 1 3/4" - GL-2 C METAL - GL-2 Door W/ Door drop sound seal / 4 in Header
1232 146-A hall 123 office HG METAL LH - 3' - 0" 7' - 0" 1 3/4" - GL-1 B METAL - GL-1 4 in Header in block walls (typ.)
1241 137 parts 124 office HG METAL RH - 3' - 0" 7' - 0" 1 3/4" - GL-1 B METAL - GL-1 4 in Header in block walls (typ.)
1251 138 large vehicle storage 125 counter HGD METAL RH - 3' - 0" 7' - 0" 1 3/4" - GL-2 A METAL - - Dutch Door w/ Stainless Steel Shelf / 4in Header
1261 138 large vehicle storage 126 tool F (2) METAL L/RH - 3' - 0" 7' - 0" 1 3/4" - - E METAL - - -
1271 138 large vehicle storage 127 oil F METAL LH B 3' - 0" 7' - 0" 1 3/4" - - E METAL B - -
1272 140 small vehicle storage 127 oil F (2) METAL L/RHR B 4' - 0" 7' - 0" 1 3/4" - - A METAL B - 4 in Header in block walls (typ.)
1281 140 small vehicle storage 128 stair NV METAL RHR B 3' - 0" 7' - 0" 1 3/4" - GL-3 A METAL B - 4 in Header in block walls (typ.)
1291 140 small vehicle storage 129 entry HG METAL RHR - 3' - 0" 7' - 0" 1 3/4" - GL-2 A METAL - - 4 in Header in block walls (typ.)
1292 129 entry 137 parts HG METAL RHR - 3' - 0" 7' - 0" 1 3/4" - GL-1 A METAL - - 4 in Header in block walls (typ.)
1301 146-B hall 130-A womens locker F METAL LH - 3' - 0" 7' - 0" 1 3/4" - - A METAL - - 4 in Header in block walls (typ.)
1311 146-B hall 131 store F METAL RH - 3' - 0" 7' - 0" 1 3/4" - - A METAL - - 4 in Header in block walls (typ.)
1321 146-B hall 132 breakroom HG METAL RH - 3' - 0" 7' - 0" 1 3/4" - GL-1 A METAL - - 4 in Header in block walls (typ.)
1322 151 large vehicle storage 132 breakroom HG METAL LHR - 3' - 0" 7' - 0" 1 3/4" - GL-2 E METAL - - -
1331 134 entry 133 stair NV METAL RHR B 3' - 0" 7' - 0" 1 3/4" - GL-3 A METAL B - 4 in Header in block walls (typ.)
1342 134 entry 146-B hall NV METAL LHR B 3' - 0" 7' - 0" 1 3/4" - GL-3 A METAL B - 4 in Header in block walls (typ.)
1343 - exterior 134 entry FG ALUMINUM LHR - 3' - 0" 7' - 0" 1 3/4" - GL-2 D ALUMINUM - - -
1351 146-B hall 135-A mens locker F METAL RH - 3' - 0" 7' - 0" 1 3/4" - - A METAL - - 4 in Header in block walls (typ.)
1352 146-A hall 135-A mens locker F METAL LH - 3' - 0" 7' - 0" 1 3/4" - - A METAL - - 4 in Header in block walls (typ.)
1361 136 kit 137 parts HGD METAL RHR - 3' - 0" 7' - 0" 1 3/4" - GL-1 A METAL - - Stainless Steel shelve / 4 in Header
1371 146-A hall 137 parts HG METAL LHR - 3' - 0" 7' - 0" 1 3/4" - GL-1 A METAL - - 4 in Header in block walls (typ.)
1381 - exterior 138 large vehicle storage HG METAL LHR - 3' - 0" 7' - 0" 1 3/4" - GL-2 E METAL - - -
1383 - exterior 138 large vehicle storage HG METAL LHR - 3' - 0" 7' - 0" 1 3/4" - GL-2 E METAL - - -
1384 - exterior 138 large vehicle storage HG METAL LHR - 3' - 0" 7' - 0" 1 3/4" - GL-2 E METAL - - -
1385 - exterior 138 large vehicle storage HG METAL RHR - 3' - 0" 7' - 0" 1 3/4" - GL-2 E METAL - - -
1386 151 large vehicle storage 138 large vehicle storage HG METAL RH - 3' - 0" 7' - 0" 1 3/4" - GL-1 E METAL - - -
1387 151 large vehicle storage 138 large vehicle storage HG METAL RH - 3' - 0" 7' - 0" 1 3/4" - GL-1 E METAL - - -
1401 - exterior 140 small vehicle storage HG METAL LHR - 3' - 0" 7' - 0" 1 3/4" - GL-2 E METAL - - -
1402 140 small vehicle storage 138 large vehicle storage HG METAL RH - 3' - 0" 7' - 0" 1 3/4" - - E METAL - - -
1403 - exterior 140 small vehicle storage HG METAL LHR - 3' - 0" 7' - 0" 1 3/4" - GL-2 G METAL - GL-2 -
1411 137 parts 141 support F METAL RH - 3' - 0" 7' - 0" 1 3/4" - - A METAL - - 4 in Header in block walls (typ.)
1421 146-A hall 142 data F METAL RH - 3' - 0" 7' - 0" 1 3/4" - - A METAL - - 4 in Header in block walls (typ.)
1451 - exterior 145 weld bay HG METAL RHR - 3' - 0" 7' - 0" 1 3/4" - GL-2 E METAL - - -
1452 138 large vehicle storage 145 weld bay HG METAL LHR - 3' - 0" 7' - 0" 1 3/4" - GL-1 E METAL - - -
1453 138 large vehicle storage 145 weld bay HG (2) METAL L/RHR - 3' - 0" 7' - 0" 1 3/4" - GL-1 E METAL - - -
1461 151 large vehicle storage 146-A hall HG METAL LHR - 3' - 0" 7' - 0" 1 3/4" - GL-2 E METAL - - -
1471 140 small vehicle storage 147 electric F METAL RHR - 3' - 0" 7' - 0" 1 3/4" - - A METAL - - -
1481 140 small vehicle storage 148 electric F METAL LHR - 3' - 0" 7' - 0" 1 3/4" - - A METAL - - -
1491 140 small vehicle storage 149 electric F METAL RH B 3' - 0" 7' - 0" 1 3/4" - - A METAL B - -
1501 146-A hall 150 mud HG METAL LH - 3' - 0" 7' - 0" 1 3/4" - - A METAL - - 4 in Header in block walls (typ.)
1511 - exterior 151 large vehicle storage HG (2) METAL L/RHR - 3' - 0" 7' - 0" 1 3/4" - GL-2 E METAL - - -
1512 - exterior 152 wash area HG FRP LHR - 3' - 0" 7' - 0" 1 3/4" - GL-2 E ALUMINUM - - -
1513 - exterior 151 large vehicle storage HG METAL RHR - 3' - 0" 7' - 0" 1 3/4" - GL-2 E METAL - - -
1514 - exterior 151 large vehicle storage HG METAL RHR - 3' - 0" 7' - 0" 1 3/4" - GL-2 E METAL - - -
1561 - exterior 156 fire pump F METAL LHR - 3' - 0" 7' - 0" 1 3/4" - - F METAL - GL-2 -
2011 133-A stair 201 mezzanine NV METAL LHR B 3' - 0" 7' - 0" 1 3/4" - GL-3 E METAL B - -
2012 128-A stair 201 mezzanine NV METAL RHR B 3' - 0" 7' - 0" 1 3/4" - GL-3 E METAL B - -
2021 201 mezzanine 202 elev room F METAL LHR - 3' - 0" 7' - 0" 1 3/4" - - E B - -

Door Panel Types

Lockset Types

HARDWARE SCHEDULE

MARK LOCKSET
PUSH-
PULL

HOLD
OPEN CLOSER HINGE

DOOR
STOP THRESHOLD

WEATHER
STRIP

KICK
PLATE

SOUND
STOP NAMEPLATE NOTES

1201 Office - - - X X - - - X OFFICE 120 -
1202 Entrance - - X B.B. X - X X - OFFICE 120 (1) Kick plate on path of direction side / (2) Door W/ Door sweep /

(5) Drop Down Sound Seal
1203 Entrance - - X B.B. X - - X X OFFICE 120 (1) / (2) / (5) Drop Down Sound Seal
1211 Entrance - - X B.B. X - X X - OFFICE 121 (1) / (2) / (5)
1212 Office - - - X X - - - X - -
1221 Entrance - - X B.B. X - X X - OFFICE 122 (1) / (2) / (5)
1222 Office - - - X X - - - X OFFICE 122 -
1231 Entrance - - X B.B. X - X X - OFFICE 123 (1) / (2) / (5)
1232 Office - - - X X - - - X OFFICE 123 -
1241 Office - - - X X - - - X OFFICE 124 -
1251 Entrance - - X B.B. X - X X - - (1) / (2)
1261 Entrance - - - X X - - X X TOOLS (1) / (3) Left hand inactive with flush bolts
1271 Entrance - - X B.B. X - - X X OIL (1)
1272 Entrance - - X B.B. X - - X X OIL (1) / (3)
1281 Entrance - - X B.B. - - - X X STAIR (1)
1291 Entrance - - X B.B. - - X X - PARTS (1) / (2)
1292 Entrance - - X B.B. X - - X X PARTS (1)
1301 Cylinder X - X B.B. X - - X X WOMEN LOCKER (1)
1311 Entrance - - - X - - - X X STORAGE (1)
1321 Office - X - X X - - X X BREAKROOM (1)
1322 Entrance - - X B.B. X - X X - BREAKROOM (1) / (2) / (5)
1331 Entrance - - X B.B. X - - X X STAIR (1)
1342 Panic - L / Cylinder X - X B.B. X - - - - - (6) Entrance Function
1343 Panic - NL / Cylinder X - X PIANO - X X - X ENTRANCE (4) Hardware by aluminum door contractor / (7) Electric Strike
1351 Cylinder X - X B.B. X - - X X MEN (1)
1352 Cylinder X - X B.B. X - - X X MEN (1)
1361 Entrance - - X B.B. X - X X - PARTS (1) / (2)
1371 Entrance - - X B.B. X - - X X PARTS (1)
1381 Entrance - - X B.B. - X X X - - (1) / (2) / (7)
1383 Entrance - - X B.B. - X X X - - (1) / (2)
1384 Entrance - - X B.B. - X X X - - (1) / (2)
1385 Entrance - - X B.B. - X X X - - (1) / (2)
1386 Entrance - - X B.B. - - - X X - (1)
1387 Entrance - - X B.B. - - - X X - (1)
1401 Entrance - - X B.B. - X X X - - (1) / (7)
1402 Entrance - - X B.B. - - - X X - (1)
1403 Entrance - - X B.B. - X X X - - (1)
1411 Storage - - - X X - - X - - (1)
1421 Storage - - - X X - - - X DATA ROOM -
1451 Entrance - - X B.B. - X X X - - (1) / (7)
1452 Entrance - - X B.B. - - - X - WELD (1)
1453 Entrance - X X B.B. - - - X - WELD (1) / (3)
1461 Entrance - - X B.B. X - X X - OFFICES (1) / (2) / (5)
1471 Panic - NL / Cylinder - X - X X - - - - ELECTRIC ROOM (8) Storeroom Function
1481 Storage - X - X X - - - - ELECTRIC ROOM -
1491 Storage - - X B.B. X - - - - EQUIPMENT -
1501 Office - - X B.B. X - - X X MUD ROOM (1)
1511 Entrance - - X B.B. - X X X - - (1) / (3)
1512 Entrance - - X PIANO - X X X - - (1) / (4)
1513 Entrance - - X B.B. - X X X - - (1) / (7)
1514 Entrance - - X B.B. - X X X - - (1) / (7)
1561 Entrance - - - X - X X - - FIRE PUMP -
2011 Entrance - - X B.B. X - - X - STAIR (1)
2012 Entrance - - X B.B. X - - X - STAIR (1)
2021 Entrance - X - X X - - X - ELEVATOR ROOM (1)

Door Frame TypesTyp. OH Door

SPECIAL DOOR SCHEDULE

MARK
FROM ROOM TO ROOM DOOR

REMARKSNUM NAME NUM NAME TYPE MATERIAL LABEL WIDTH HEIGHT R-Value
100A - exterior S100 salt building OH 20' - 0" 20' - 0" R-17 Hardware by (08 30 00)
137A 137 parts 140 small vehicle storage OH 12' - 0" 10' - 0" R-17 Hardware by (08 30 00)
138A - exterior 138 large vehicle storage OH 20' - 0" 18' - 0" R-17 Hardware by (08 30 00)
138B 138 large vehicle storage 151 large vehicle storage OH 20' - 0" 16' - 0" R-17 Hardware by (08 30 00)
140A - exterior 140 small vehicle storage OH 18' - 0" 18' - 0" R-17 Hardware by (08 30 00)
145A - exterior 145 weld bay OH 20' - 0" 18' - 0" R-17 Hardware by (08 30 00)
145B 145 weld bay 138 large vehicle storage OH 20' - 0" 18' - 0" R-17 Hardware by (08 30 00)
151A - exterior 151 large vehicle storage OH 20' - 0" 16' - 0" R-17 Hardware by (08 30 00)
151B - exterior 151 large vehicle storage OH 20' - 0" 18' - 0" R-17 Hardware by (08 30 00)
301A - exterior 301 vehicle storage OH 18' - 0" 18' - 0" R-17 OUTBUIILDING - Hardware by (08 30 00)
301B - exterior 301 vehicle storage OH 18' - 0" 18' - 0" R-17 OUTBUIILDING - Hardware by (08 30 00)
301C - exterior 301 vehicle storage OH 18' - 0" 18' - 0" R-17 OUTBUIILDING - Hardware by (08 30 00)
301D - exterior 301 vehicle storage OH 18' - 0" 18' - 0" R-17 OUTBUIILDING - Hardware by (08 30 00)
305A - exterior 305 vehicle storage OH 18' - 0" 18' - 0" R-17 OUTBUIILDING - Hardware by (08 30 00) Door Threshold Detail

Door Bottom Sweep Detail

Drop Down Sound Seal
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Room Finish Schedule
3562 County Highway AB, Cottage Grove, WI 53558

PAINT  SCHEDULE
ROOM

FLOOR
WALLS

CEILING METAL WOOD REMARKSNUM NAME NORTH SOUTH EAST WEST
120 office Stained Polished Concrete Latex-S Latex-S Latex-S Latex-S - Enamel Varnish
121 office Stained Polished Concrete Latex-S Latex-S Latex-S Latex-S - Enamel Varnish
122 office Stained Polished Concrete Latex-S Latex-S Latex-S Latex-S - Enamel Varnish
123 office Stained Polished Concrete Latex-S Latex-S Latex-S Latex-S - Enamel Varnish
124 office Stained Polished Concrete Latex-S Latex-S Latex-S Latex-S - Enamel Varnish
125 counter Sealer Latex-S Latex-S Latex-S Latex-S Dryfall Enamel Varnish
126 tool Sealer Epoxy Epoxy Epoxy Epoxy Dryfall Enamel Varnish
127 oil Sealer Epoxy Epoxy Epoxy Epoxy - Enamel Varnish
128 stair Sealer Latex-S Latex-S Latex-S Latex-S Dryfall Enamel Varnish

128-A stair Sealer Latex-S Latex-S Latex-S Latex-S Dryfall Enamel Varnish
129 entry Sealer Epoxy Epoxy Epoxy Epoxy - Enamel Varnish

130-A womens locker Stained Polished Concrete Latex-SG Latex-SG Latex-SG Latex-SG - Enamel Varnish
130-B womens toilets Stained Polished Concrete 4" Tile 4" Tile 4" Tile 4" Tile - Enamel Varnish
130-C womens showers Stained Polished Concrete / 2x2 Tile 4" Tile 4" Tile 4" Tile 4" Tile - Enamel Varnish
131 store Sealer Latex-S Latex-S Latex-S Latex-S Dryfall Enamel Varnish
132 breakroom Stained Polished Concrete Latex-S Latex-S Latex-S Latex-S - Enamel Varnish
133 stair Sealer Epoxy Epoxy Epoxy Epoxy - Enamel Varnish

133-A stair Sealer Epoxy Epoxy Epoxy Epoxy Dryfall Enamel Varnish
134 entry Stained Polished Concrete Epoxy Epoxy Epoxy Epoxy - Enamel Varnish

135-A mens locker Stained Polished Concrete Latex-S Latex-S Latex-S Latex-S - Enamel Varnish
135-B men showers Stained Polished Concrete / 2x2 Tile 4" Tile 4" Tile 4" Tile 4" Tile Latex-SG Enamel Varnish
135-C men toilets Stained Polished Concrete 4" Tile 4" Tile 4" Tile 4" Tile - Enamel Varnish
136 kit Sealer Epoxy Epoxy Epoxy Epoxy Dryfall Enamel Varnish
137 parts Sealer Epoxy Epoxy Epoxy Epoxy Dryfall Enamel Varnish
138 large vehicle storage Ashford Epoxy Epoxy Epoxy Epoxy Dryfall Enamel Varnish
140 small vehicle storage Ashford Epoxy Epoxy Epoxy Epoxy Dryfall Enamel Varnish
141 support Sealer Epoxy Latex-S Latex-S Latex-S Dryfall Enamel Varnish
142 data Stained Polished Concrete Latex-S Latex-S Latex-S Latex-S Dryfall Enamel Varnish
144 elevator - - - - - - - -
144 elevator - - - - - - - -
145 weld bay Ashford Epoxy Epoxy Epoxy Epoxy Dryfall Enamel Varnish

146-A hall Stained Polished Concrete Latex-S Latex-S Latex-S Latex-S - Enamel Varnish
146-B hall Stained Polished Concrete Latex-S Latex-S Latex-S Latex-S - Enamel Varnish
147 electric Sealer Epoxy Epoxy Epoxy Epoxy Dryfall Enamel Varnish
148 electric Sealer Epoxy Epoxy Epoxy Epoxy Dryfall Enamel Varnish
149 electric Sealer Epoxy Epoxy Epoxy Epoxy Dryfall Enamel Varnish
150 mud Stained Polished Concrete Latex-S Latex-S Latex-S Latex-S - Enamel Varnish
151 large vehicle storage Ashford Epoxy Epoxy Epoxy Epoxy Dryfall Enamel Varnish
152 wash area
156 fire pump Sealer Epoxy Epoxy Epoxy Epoxy Dryfall Enamel Varnish
201 mezzanine Sealer Epoxy Epoxy Epoxy Epoxy Dryfall Enamel Varnish
202 elev room Sealer - - - - - Enamel Varnish

ROOM SCHEDULE

NUMBER NAME FLOOR TYPE BASE
WALL FINISH CEILING

REMARKSNORTH SOUTH EAST WEST TYPE HEIGHT
120 office Stained Polished Concrete VB CMU-1 PC-1 PC-1 CMU-1 ACT-1 9'-0"
121 office Stained Polished Concrete VB CMU-1 CMU-1 CMU-1 CMU-1 ACT-1 9'-0"
122 office Stained Polished Concrete VB CMU-1 CMU-1 CMU-1 CMU-1 ACT-1 9'-0"
123 office Stained Polished Concrete VB CMU-1 CMU-1 / GL-2 CMU-1 CMU-1 ACT-1 9'-0"
124 office Stained Polished Concrete VB CMU-1 CMU-1 / GL-2 CMU-1 CMU-1 ACT-1 9'-0"
125 counter Concrete 4" Vinyl Base CMU-1 CMU-1 CMU-1 CMU-1 ACT-1 9'-0"
126 tool Concrete - CMU-1 PC-1 CMU-1 CMU-1 PC PLANK 12'-8"
127 oil Concrete - CMU-1 PC-1 CMU-1 CMU-1 PC PLANK 12'-8"
128 stair Concrete VB CMU-1 CMU-1 CMU-1 CMU-1 STEEL DECK 26'-0"

128-A stair Concrete VB CMU-1 CMU-1 CMU-1 CMU-1 STEEL DECK 26'-0"
129 entry Concrete VB CMU-1 CMU-1 CMU-1 CMU-1 ACT-1 9'-0"

130-A womens locker Stained Polished Concrete 6" CWT CMU-1 CMU-1 CMU-1 CMU-1 ACT-2 9'-0" 2x2 Tile in Floor & 2x2 Wall base 6" High inside the showers
130-B womens toilets Stained Polished Concrete 6" CWT CMU-1 CMU-1 CMU-1 CMU-1 ACT-2 9'-0"
130-C womens showers Tile 2x2 6" CWT CMU-1 CMU-1 CMU-1 CMU-1 ACT-2 / GWB-W2 9'-0"
131 store Stained Polished Concrete VB CMU-1 CMU-1 CMU-1 CMU-1 PC PLANK 9'-0"
132 breakroom Stained Polished Concrete VB CMU-1 CMU-1 CMU-1 CMU-1 ACT-1 9'-0"
133 stair Concrete VB PC-1 / GL-2 CMU-1 CMU-1 CMU-1 STEEL DECK 26'-0"

133-A stair Concrete VB PC-1 / GL-2 CMU-1 CMU-1 CMU-1 STEEL DECK 26'-0"
134 entry Stained Polished Concrete VB PC-1 / GL-2 CMU-1 CMU-1 CMU-1 ACT-1 9'-0"

135-A mens locker Stained Polished Concrete 6" CWT CMU-1 CMU-1 CMU-1 CMU-1 ACT-2 9'-0"
135-B men showers Tile 2x2 6" CWT CMU-1 CMU-1 CMU-1 CMU-1 ACT-2 / GWB-W2 9'-0" 2x2 Tile in Floor & 2x2 Wall base 6" High inside the showers
135-C men toilets Stained Polished Concrete 6" CWT CMU-1 CMU-1 CMU-1 CMU-1 ACT-2 9'-0"
136 kit Concrete - CMU-1 CMU-1 CMU-1 CMU-1 PC PLANK 12'-8"
137 parts Concrete - PC-1 / GL-2 CMU-1 CMU-1 CMU-1 PC PLANK 12'-8"
138 large vehicle storage Concrete - PC-1 / GL-2 CMU-1 / GL-2 PC-1 PC-1 / GL-2 ACOUSTICAL STEEL DECK 35'-0" Height Varies - 35 ft @ High Point
140 small vehicle storage Concrete - PC-1 / GL-2 PC-1 CMU-1 PC-1 / GL-2 STEEL DECK 27'-0" Height Varies - 27 ft @ High Point
141 support Concrete VB CMU-1 CMU-1 CMU-1 CMU-1 PC PLANK 12'-8"
142 data Stained Polished Concrete VB CMU-1 CMU-1 CMU-1 CMU-1 PC PLANK 12'-8"
144 elevator VCT VB CMU-1 CMU-1 CMU-1 CMU-1 STEEL DECK 27'-11"
144 elevator VCT VB CMU-1 CMU-1 CMU-1 CMU-1 STEEL DECK 26'-1" Height Varies - 26'-1" ft @ High Point
145 weld bay Ashford - PC-1 PC-1 PC-1 PC-1 ACOUSTICAL STEEL DECK 35'-0" Height Varies - 35 ft @ High Point

146-A hall Stained Polished Concrete VB CMU-1 CMU-1 PC-1 CMU-1 ACT-1 9'-0"
146-B hall Stained Polished Concrete VB CMU-1 - CMU-1 CMU-1 ACT-1 9'-0"
147 electric Concrete - CMU-1 PC-1 CMU-1 PC-1 STEEL DECK 11'-0"
148 electric Concrete - CMU-1 PC-1 CMU-1 CMU-1 STEEL DECK 11'-0"
149 electric Concrete - PC-1 CMU-1 CMU-1 PC-1 STEEL DECK 11'-0"
150 mud Stained Polished Concrete VB CMU-1 CMU-1 PC-1 CMU-1 ACT-1 9'-0"
151 large vehicle storage Concrete - PC-1 / GL-2 PC-1 PC-1 / GL-2 PC-1 STEEL DECK 27'-0" Height Varies - 27 ft @ High Point
152 wash area Ashford - PC-1 / GL-2 PC-1 - PC-1 / GL-2 STEEL DECK 27'-0" Height Varies - 27 ft @ High Point
156 fire pump Concrete - PC-1 PC-1 PC-1 PC-1 STEEL DECK 15'-2"
201 mezzanine Concrete - PC-1 / GL-2 PC-1 PC-1 CMU-1 STEEL DECK 13'-0" Height Varies - 13 ft @ High Point
202 elev room Concrete - CMU-1 CMU-1 CMU-1 CMU-1 STEEL DECK 13'-0"

MATERIAL KEY
CODE ITEM DESCRIPTION

CEILING TYPE
ACT-1 Acoustical Ceiling

Tile
2x2 Acoustical Ceiling Panels (or 2x4 panels with 2x2
appearance)

ACT-2 Acoustical Ceiling
Tile

2x2 Vinyl Faced Gypsum Panels

FLOOR TYPE
CONC Concrete Sealed Concrete
CPT-1 Carpet Carpet Tile
ECB Epoxy 6" Epoxy Cove Base

EPOXY Epoxy Epoxy Resin Flooring
VB Vinyl Base 4" Vinyl Base

PAINT SCHEDULE KEY
EPOXY PAINT Epoxy Paint

LATEX-E PAINT Latex Wall Paint - Enamel
LATEX-S PAINT Latex Wall Paint - Satin Finish

WALL TYPE
6" CWT Ceramic Tile 6x6 Ceramic Wall Tile
CMU-1 Concrete Masonry Painted Concrete Masonry Unit
GL-1 Glass 1/4" or 3/8" Glass per Specification
GL-2 Glass 1" Insulated Glass
GL-3 Glass Fire Rated Glass per Specification

GWB1 Gypsum Wallboard 5/8" G.W.B. Taped and Finished on Stud Framing per Wall
Type

GWB2 Gypsum Wallboard 5/8" Moisture & Mold Resistant Gypsum Wallboard
Taped & Finished on Stud Framing per Wall Type

PC-1 Precast Concrete Painted Precast Concrete

SPECIAL DOOR SCHEDULE

MARK
FROM ROOM TO ROOM DOOR

REMARKSNUM NAME NUM NAME TYPE MATERIAL LABEL WIDTH HEIGHT R-Value
100A - exterior S100 salt building OH 20' - 0" 20' - 0" R-17 Hardware by (08 30 00)
137A 137 parts 140 small vehicle storage OH 12' - 0" 10' - 0" R-17 Hardware by (08 30 00)
138A - exterior 138 large vehicle storage OH 20' - 0" 18' - 0" R-17 Hardware by (08 30 00)
138B 138 large vehicle storage 151 large vehicle storage OH 20' - 0" 16' - 0" R-17 Hardware by (08 30 00)
140A - exterior 140 small vehicle storage OH 18' - 0" 18' - 0" R-17 Hardware by (08 30 00)
145A - exterior 145 weld bay OH 20' - 0" 18' - 0" R-17 Hardware by (08 30 00)
145B 145 weld bay 138 large vehicle storage OH 20' - 0" 18' - 0" R-17 Hardware by (08 30 00)
151A - exterior 151 large vehicle storage OH 20' - 0" 16' - 0" R-17 Hardware by (08 30 00)
151B - exterior 151 large vehicle storage OH 20' - 0" 18' - 0" R-17 Hardware by (08 30 00)
301A - exterior 301 vehicle storage OH 18' - 0" 18' - 0" R-17 OUTBUIILDING - Hardware by (08 30 00)
301B - exterior 301 vehicle storage OH 18' - 0" 18' - 0" R-17 OUTBUIILDING - Hardware by (08 30 00)
301C - exterior 301 vehicle storage OH 18' - 0" 18' - 0" R-17 OUTBUIILDING - Hardware by (08 30 00)
301D - exterior 301 vehicle storage OH 18' - 0" 18' - 0" R-17 OUTBUIILDING - Hardware by (08 30 00)
305A - exterior 305 vehicle storage OH 18' - 0" 18' - 0" R-17 OUTBUIILDING - Hardware by (08 30 00)
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SCALE: As indicated

A-701Dane County - Dane County Highway Facility

January 12, 2015

Interior Elevations
3562 County Highway AB, Cottage Grove, WI 53558

 1/4" = 1'-0"2 Men's Toilets 135-C - ADA Stall North Wall
 1/4" = 1'-0"3 Men's Toilets 135-C - north wall

 1/4" = 1'-0"4 Men's Toilets 135-C - South Wall
 1/4" = 1'-0"1 Men's Toilets 135-C - ADA stall West Wall

 1/4" = 1'-0"6 Men's Locker 135 - East Wall

 1/4" = 1'-0"5 Women's Locker 130-B - Elevation 1

 1/4" = 1'-0"7 Women's Locker 130-B - Elevation 2
 1/4" = 1'-0"8 Women's shower 130-C - Elevation 1

 1/4" = 1'-0"9 Women's Toilet 130-B - Elevation 1
 1/4" = 1'-0"10 Women's Toilet 130-B - Elevation 2

 1/4" = 1'-0"11 Men's Showers 135-B
 1/4" = 1'-0"12 Men's Locker 135-A - Elevation

 1/4" = 1'-0"13 Breakroom 132 - west
 1/8" = 1'-0"14 Large Vehicle Storage 138 - Elevation

 1/8" = 1'-0"15 Hall 146-A - South Wall Elevation
 1/4" = 1'-0"16 Parts 137 - South Wall Elevation

 1/4" = 1'-0"19 Typ. Locker Elevation
 1/4" = 1'-0"17 ADA Shower Elevation (Typ.)
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PLAN NORTH
SCALE: As indicated

A-702Dane County - Dane County Highway Facility

January 12, 2015

Interior Elevations, Floor Finish & Details
3562 County Highway AB, Cottage Grove, WI 53558

 1/4" = 1'-0"1 Counter @ Break Room 132

TOILET ROOM & SHOWERS ACCESSORIES
Type Mark Description Comments Option 1 Option 2

T1 Electric Hand Dryer Per Electric Specs
T2 Heavy Duty Shower Grab Bars Spec Section 10 28 13
T3 Heavy Duty Grab Bar - 18" Spec Section 10 28 13
T4 Heavy Duty Grab Bar - 36" Spec Section 10 28 13
T5 Heavy Duty Grab Bar - 42" Spec Section 10 28 13
T6 Wall Mounted Soap Dispenser Spec Section 10 28 13 Bay West # 91210 Kimberly Clark # 92145
T7 Toilet Paper Dispenser Spec Section 10 28 13 Bay West # 80200

Dubl-Serv
Kimberly Clark # 09604

T8 Paper Towel Dispenser w/ Waste
Receptacle

Spec Section 10 28 13 Bobrick # B-3944 Bradley #234

T9 Sanitary Napkin Disposal Spec Section 10 28 13 Bobrick # B-353 Bradley #4737
T10 Shower Rod w/Curtain Spec Section 10 28 13 Bobrick # B-207 Bradley #9538
T11 Folding Shower Seat Spec Section 10 28 13 Bobrick # B-5181 Bradley # 956
T12 Shower Hook Spec Section 10 28 13 Bobrick # B-672 Bradley # 9124
T13 Soap Dish - Wall Mounted Spec Section 10 28 13 Bobrick # B-680 Bradley # 901
T14 Tempered Glass Mirror w/

Channel Frame
Spec Section 10 28 13 Bobrick # B-2436 Bradley # 781

 1/4" = 1'-0"3 ADA Shower Elevation
 1/2" = 1'-0"4 ADA Bench - Detail 1

 1/2" = 1'-0"5 ADA Bench - Detail 2

 1/8" = 1'-0"6 Floor Finish Plan - Offices

Threshold Details
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PLAN NORTH
SCALE: As indicated

S-901Dane County - Dane County Highway Facility

January 12, 2015

Foundation Plan
3562 County Highway AB, Cottage Grove, WI 53558 3/64" = 1'-0"1 Foundation Plan

PIER SCHEDULE
MARK SIZE REINFORCING TIES

P-1 16 X 16 4 - #8 BARS VERT #3 BARS @ 16" O.C.
P-2 18 x 18 4 - #9 BARS VERT #3 BARS @ 18" O.C.

COLUMN SCHEDULE
MARK TYPE BEARING BASE PLATE

C-1 HSS6X6X1/4 12" X 1" X 1'-0"
C-2 HSS6X6X1/2 -0' - 8" 12" X 1-1/4" X 1'-0"
C-4 W10X39 -0' - 8" 14" X 1/2" X 1'-2"
C-5 W10X49 -0' - 8" 14" X 5/8" X 1'-2"
C-6 W12X65 -0' - 8" 16" X 1" X 1'-4"

NOTE: ALL STRIP FOOTINGS ARE "ST-1" UNLESS NOTED OTHERWISE

FOOTING SCHEDULE

MARK SIZE REINFORCING
F-1 3'-3" x 3'-3" x 12" 4 - #5 BARS EACH WAY
F-2 4'-3" x 4'-3" x 12" 5 - #5 BARS EACH WAY
F-3 5'-0" x 5'-0" x 12" 6 - #5 BARS EACH WAY
F-4 6'-3" x 6'-3" x 12" 7 - #5 BARS EACH WAY
F-5 7'-5" x 7'-5" x 13" 7 - #6 BARS EACH WAY
F-6 7'-8" x 7'-8" x 13" 7 - #6 BARS EACH WAY
F-7 8'-3" x 8'-3" x 14" 8 - #6 BARS EACH WAY

ST-1 2'-0" x 1'-0" 3 - #5 BARS CONT.
ST-2 3'-0" x 1'-0" 4 - #5 BARS CONT.
ST-3 3'-6" x 1'-0" 4 - #5 BARS CONT.
ST-4 4'-10" x 1'-0" 5 - #5 BARS CONT. w. #5 BARS @ 18" O.C. PERPENDICULAR
ST-5 6'-0" x 1'-4" 6 - #5 BARS CONT. w/ #5 BARS @ 12" O.C. PERPENDICULAR

 1 1/2" = 1'-0"2 Concrete Slab - Type A

 1 1/2" = 1'-0"6 Concrete Slab - Type B
 1 1/2" = 1'-0"3 Concrete Slab - Type C

 3/4" = 1'-0"4 Footing Step - Typ.
 1/4" = 1'-0"7 Combined Footing

 1/2" = 1'-0"5 Typ. Masonry Wall @ Precast
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S-902Dane County - Dane County Highway Facility
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Mezzanine Framing Plan
3562 County Highway AB, Cottage Grove, WI 53558

 1/8" = 1'-0"1 Mezzanine Framing Plan

  ALL LINTELS & JOISTS BEARING ON MASONRY WALLS TO HAVE A BASE PLATE TYPE BP- 1 GROUTED SOLID INTO FOOTING U.N.O.

  NOTE: ALL OPENINGS ON MASONRY WALLS TO HAVE A TYPE L-1 LINTEL UNLESS NOTED OTHERWISE AND AT ALL HVAC
OPENIINGS

LINTEL SCHEDULE

MARK TYPE PLATE SIZE REINFORCING AND END BEARING
BP-1 7" X 8" X 1/4" - (1) 4" STUD, GROUT (1) CORE TO FOOTING
L-1 2L3-1/2X3-1/2X1/4 7" X 1/4" 8", GROUT SOLID 3 COURSES
L-2 W16X26 7" X 1/4" BP-1, GROUT CORE TO FOOTING W/ #5 BAR

 3/64" = 1'-0"2 Crane Rail Framing Plan

= STRUCTURAL LOAD TAG#

 1 1/2" = 1'-0"3 Typ. Cross Bracing Plate Detail

 1/4" = 1'-0"4 Bracing Detail
 1" = 1'-0"5 Cross Bracing Floor Attachment Detail

6 3D View of Typical Tall Wall Panel Haunch

7 Tall Precast Wall Haunch Details

(03 41 00) PRECAST WALL
PANEL

(03 41 00) WALL
CONNECTION BY PRECAST
CONTRACTOR

(05 12 00) 1/2" PLATE HAUNCH
BY STEEL CONTRACTOR
WELDED TO COLUMN
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Roof Framing Plan
3562 County Highway AB, Cottage Grove, WI 53558

 3/64" = 1'-0"1 Roof Framing Plan

MARK
CONCENTRATED LOAD UNIFORM LOAD

LL (k) DL (k) TL (k) LL (plf) DL (plf) TL (plf)
1 0.0 0.0 0.0 63 45 108
2 4.9 4.3 9.2 0 0 0
3 4.9 4.4 9.3 0 0 0
4 4.9 4.6 9.5 0 0 0
5 4.9 4.6 9.5 0 0 0
6 2.8 2.4 5.2 0 0 0
7 6.0 4.3 10.3 0 0 0
8 6.0 5.7 11.7 0 0 0
9 6.0 4.4 10.4 0 0 0
10 4.0 3.6 7.6 0 0 0
11 7.1 5.7 12.8 0 0 0
12 7.1 6.0 13.1 0 0 0
13 6.3 6.6 12.9 0 0 0
14 6.3 5.7 12.0 0 0 0
15 6.3 5.7 12.0 0 0 0
16 6.0 5.7 11.7 0 0 0
17 0.9 1.0 1.9 0 0 0
18 1.5 1.2 2.7 0 0 0
19 37.0 36.7 73.7 0 0 0
20 0.0 0.0 0.0 2,188 2,126 4314
21 0.0 0.0 0.0 1,458 1,418 2876
22 0.0 0.0 0.0 563 170 733
23 0.0 0.0 0.0 750 232 982
24 1.0 0.5 1.5 0 0 0
25 3.1 1.0 4.1 0 0 0

= STRUCTURAL LOAD TAG#

 3/32" = 1'-0"3 Girder Framing Above Mezz. Opening
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HILTI - X-HSN 24 POWDER DRIVEN FASTENER. (OR AS APPROPRIATE FOR BASE MATERIAL
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SCALE: As indicated

S-904Dane County - Dane County Highway Facility

January 12, 2015

Structural Details
3562 County Highway AB, Cottage Grove, WI 53558

 1 1/2" = 1'-0"7 Anchor Rods

 1 1/2" = 1'-0"12 Base Plate - 6" HSS
 1 1/2" = 1'-0"4 Base Plate - 10" Wide Flange

 1" = 1'-0"1 Pad Footing - Typ.
 1" = 1'-0"5 Crane Beam Haunch

 1 1/2" = 1'-0"6 Masonry Control Joint

 1/2" = 1'-0"10 Framing @ All Roof Opening

Metal Deck Fastening - Hilti FastenersMetal Deck Fastening - Puddle Welds

 1 1/2" = 1'-0"14 Trench Drain - Small

 1 1/2" = 1'-0"8 Base Plate - 8" Wide Flange

 1 1/2" = 1'-0"2 Pier Reinforcing Detail

 1/2" = 1'-0"3 Column Control Joint

 1" = 1'-0"9 Plank Bearing
 3/4" = 1'-0"13 Toilet Partition Support

 1 1/2" = 1'-0"11 Base Plate - 12" Wide Flange



R R

1.1 26
.4
k 

(L
.L
)

5.
7k

 (
D
.L
.)

6
.4
k 

(L
.L
)

5.
6
k 

(D
.L
.)

6
.4
k 

(L
.L
)

5.
7k

 (
D
.L
.)

6
.4
k 

(L
.L
)

5.
6
k 

(D
.L
.)

R R

7 6.5

6
.4
k 

(L
.L
)

5.
6
k 

(D
.L
.)

7.5

6 6.56
.4
k 

(L
.L
)

5.
6
k 

(D
.L
.)

7

R R

8 8.96
.0

k 
(L
.L
)

4.
3k

 (
D
.L
.)

R R

7 7.56
.1k

 (
L.
L)

5.
8
k 

(D
.L
.)

6
.1k

 (
L.
L)

5.
8
k 

(D
.L
.)

R R

K K.911.
7k

 (
L.
L)

11.
1k
 (
D
.L
.)

11.
7k

 (
L.
L)

10
.9
k 

(D
.L
.)

11.
7k

 (
L.
L)

11.
1k
 (
D
.L
.)

11.
7k

 (
L.
L)

10
.9
k 

(D
.L
.)

R R

H I11.
7k

 (
L.
L)

11.
7k

 (
D
.L
.)

11.
7k

 (
L.
L)

10
.9
k 

(D
.L
.)

11.
7k

 (
L.
L)

10
.9
k 

(D
.L
.)

11.
7k

 (
L.
L)

10
.9
k 

(D
.L
.)

R R

G H11.
7k

 (
L.
L)

11.
7k

 (
D
.L
.)

11.
7k

 (
L.
L)

10
.9
k 

(D
.L
.)

11.
7k

 (
L.
L)

10
.9
k 

(D
.L
.)

11.
7k

 (
L.
L)

11.
7k

 (
D
.L
.)

R R

1.1 26
.4
k 

(L
.L
)

5.
7k

 (
D
.L
.)

6
.4
k 

(L
.L
)

5.
6
k 

(D
.L
.)

6
.4
k 

(L
.L
)

5.
7k

 (
D
.L
.)

6
.4
k 

(L
.L
)

5.
6
k 

(D
.L
.)

R R

7 86
.4
k 

(L
.L
)

5.
6
k 

(D
.L
.)

4.
3k

 (
L.
L)

3.
6
k 

(D
.L
.)

6
.4
k 

(L
.L
)

5.
6
k 

(D
.L
.)

4.
3k

 (
L.
L)

3.
6
k 

(D
.L
.)

R R

7 86
.0

k 
(L
.L
)

4.
8
k 

(D
.L
.)

6
.0

k 
(L
.L
)

4.
3k

 (
D
.L
.)

1.8
k 

(L
.L
)

1.3
k 

(D
.L
.)

6
.0

k 
(L
.L
)

4.
3k

 (
D
.L
.)

R R

7 7.56
.1k

 (
L.
L)

5.
8
k 

(D
.L
.)

6
.1k

 (
L.
L)

5.
8
k 

(D
.L
.)

R R

K L.313
.9
k 

(L
.L
)

13
.6

k 
(D

.L
.)

13
.9
k 

(L
.L
)

13
.5
k 

(D
.L
.)

13
.9
k 

(L
.L
)

13
.6

k 
(D

.L
.)

13
.9
k 

(L
.L
)

13
.5
k 

(D
.L
.)

R R

H I13
.9
k 

(L
.L
)

14
.4
k 

(D
.L
.)

13
.9
k 

(L
.L
)

13
.5
k 

(D
.L
.)

13
.9
k 

(L
.L
)

13
.5
k 

(D
.L
.)

13
.9
k 

(L
.L
)

13
.5
k 

(D
.L
.)

R R

G H13
.9
k 

(L
.L
)

14
.4
k 

(D
.L
.)

13
.9
k 

(L
.L
)

13
.5
k 

(D
.L
.)

13
.9
k 

(L
.L
)

13
.5
k 

(D
.L
.)

13
.9
k 

(L
.L
)

14
.4
k 

(D
.L
.)

R R

L.L. = 129 P.L.F.
T.L. = 241 P.L.F.

H.6 FSNOW DRIFT:
Pd = 252 #
w = 9'-4"

R R

L.L. = 129 P.L.F.
T.L. = 241 P.L.F.

H.6 FSNOW DRIFT:
Pd = 252 #
w = 9'-4"

4
0
#

4
0
#

R R

L.L. = 129 P.L.F.
T.L. = 241 P.L.F.

H.6 FSNOW DRIFT:
Pd = 252 #
w = 9'-4"

8
5
0
#

8
5
0
#

R R

L.L. = 129 P.L.F.
T.L. = 241 P.L.F.

H.6 FSNOW DRIFT:
Pd = 252 #
w = 9'-4"

4
0
#

4
0
#

17
#

17
#

R R

L.L. = 129 P.L.F.
T.L. = 241 P.L.F.

H.6 FSNOW DRIFT:
Pd = 252 #
w = 9'-4"

4
0
#

4
0
#

R R

7.5 8

4.
3k

 (
L.
L)

3.
6
k 

(D
.L
.)

4.
3k

 (
L.
L)

3.
6
k 

(D
.L
.)

R R

7 6.5

6
.0

k 
(L
.L
)

4.
3k

 (
D
.L
.)

7.5

6 6.56
.0

k 
(L
.L
)

4.
3k

 (
D
.L
.)

8

R R

7 7.5

6
.0

k 
(L
.L
)

4.
3k

 (
D
.L
.)

1.8
k 

(L
.L
)

1.3
k 

(D
.L
.)

kuenyarch.com ©2015 Kueny Architects L.L.C. - All Rights Reserved

SCALE:  1/8" = 1'-0"

S-905Dane County - Dane County Highway Facility

January 12, 2015

Special Joists and Girders
3562 County Highway AB, Cottage Grove, WI 53558

 1/8" = 1'-0"1 SP-G1

 1/8" = 1'-0"2 SP-G2

 1/8" = 1'-0"6 SP-G3B
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 1/8" = 1'-0"5 SP-G3A
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SCALE:  1/8" = 1'-0"

S-906Dane County - Dane County Highway Facility

January 12, 2015

Special Joists
3562 County Highway AB, Cottage Grove, WI 53558

 1/8" = 1'-0"1 SP-J6

 1/8" = 1'-0"2 SP-J6A

 1/8" = 1'-0"3 SP-J6B

 1/8" = 1'-0"4 SP-J6C

 1/8" = 1'-0"5 SP-J7
 1/8" = 1'-0"6 SP-J8

 1/8" = 1'-0"7 SP-J9

 1/8" = 1'-0"8 SP-J10

 1/8" = 1'-0"9 SP-J11

 1/8" = 1'-0"10 SP-J12

 1/8" = 1'-0"11 SP-J13
 1/8" = 1'-0"12 SP-J14

 1/8" = 1'-0"13 SP-J15

 1/8" = 1'-0"14 SP-J16
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PLAN NORTH
SCALE:  1/8" = 1'-0"

S-910Dane County - Highway Facility Satellite Building

January 12, 2015

Satellite Building - Foundation and Framing Plan
US 151 and County Highway V

 1/8" = 1'-0"1 Foundation Plan

 1/8" = 1'-0"2 Framing Plan

MARK
CONCENTRATED LOAD UNIFORM LOAD

LL (k) DL (k) TL (k) LL (plf) DL (plf) TL (plf)
30 0.0 0.0 0.0 42 30 72
31 3.2 2.7 5.9 0 0 0

SEE SHEET A-904 FOR METAL DECK TYPES
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