
 
  

 

 

 

1919 Alliant Energy Center Way 
Madison, Wisconsin  53713 

Office: 608/266-4018   ◊   Fax: 608/267-1533 
Public Works Engineering Division 
Public Works Solid Waste Division 

DANE COUNTY DEPT. OF 
PUBLIC WORKS, HIGHWAY & 
TRANSPORTATION ADDENDUM 

November 22, 2017 

ATTENTION ALL REQUEST FOR BID (RFB) HOLDERS 

RFB NO. 316048 (REBID) - ADDENDUM NO. 1 

NEW RESTROOM FACILITY - HENRY VILAS ZOO 

 
 

BIDS DUE:  TUESDAY, DECEMBER 5, 2017, 2:00 PM.  DUE DATE AND  
TIME ARE NOT CHANGED BY THIS ADDENDUM. 

 
 
This Addendum is issued to modify, explain or clarify the original Request for Bid (RFB) and is 
hereby made a part of the RFB.  Acknowledge this addendum on the Bid Form. 

CHANGES TO BIDDING REQUIREMENTS: 

None 

CHANGES TO SPECIFICATIONS: 

1. 06 18 00 Glued-Laminated Construction 
a. 1.4 Submittals add: E. Two, 6 inch square properly labeled final finish samples 

of each stain color on actual species of wood for project.  Architect will provide 
control sample prior to submittal for range of stain color. 

b. 2.1 Structural Glued-Laminated Timber, revise B. to read: Species and Grades 
for Structural Glued-Laminated Timber: Western Species conforming to 
structural documents.  Other species may be substituted if all structural 
requirements are met. 

c. 2.3 Fabrication, add D: Submit manufacturer’s recommended sealing system 
specific to species. 

d. 2.4 Factory Finishing, revise to read: A. Submit manufacturer’s recommended 
finish systems with stain similar to the requirements of specification 09 90 00. 
 

2. 08 71 00 Hardware 
a. 3.05 Hardware Schedule, A. Manufacturers 

Revise 2. Lockset, a. Approved equals to read:  Provide 7-pin interchangeable 
core cylinders to match existing.  New cylinders shall be coordinated and keyed 
into existing masterkey system.  Best Access Systems to accept core is an 
acceptable equal. 

b. 3.05 Hardware Schedule, A. Manufacturers 
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Add: 7. Reese is an acceptable equal manufacturer for products equivalent to 
NGP specified: weatherstrip 678, sweep 323, threshold S471, rain drip R201, 
seals 797, threshold S483. 

c. Revise Set 05 to: 
3 EA SPRING HINGES LB4390-350 630 BOM  coord w/ steel door/frame dimension 
1 EA DEADBOLT MBT-3-S  626 MARSHALL BEST 
1 EA GATEBOX COORD W/ HARDWARE KEEDEX 
Paint Gate Box to match steel door/frame  

d. Omit Door and Frame Schedule in 08 71 00.  Refer to attached sheet A700. 
 

3. 23 07 00, Page 9, Duct Insulation Schedule:  Revise “Concealed Supply Ducts 
(Downstream of Duct Furnace and All Furnaces)” to say “Supply Ducts (Downstream of 
Duct Furnace and All Furnaces)”. 

 
CHANGES TO DRAWINGS: 

4. G100 Cover Sheet 
a. Add: A700 Details and Door Schedule. 

5. C100 Demo Plan 
a. Revise note on the south side of the building at the 4 trees within the patio and 

the 2 trees at the southeast corner of the patio from “Protect trees during 
contruction” to “Remove trees.  Contractor to coordinate removal with Owner.” 

6. A601 Wall Sections 
a. Detail 5A601: Revise Top of Masonry from 106’-8” to 107’-4”.  Bottom of Fiber 

Cement Board remains 106’-8”.  Where the Furnace Enclosure does not exist, 
Fiber Cement Board is one board high all masonry walls 107’-4” in height. 

7. A700 Details 
a. Add sheet A700 and replace Door and Frame Schedule in section 08 71 00 with 

the schedule on A700. 
8. S100 Foundation Plan and General Structural Notes 

a. Add the following Plan Note “Refer to architectural for CMU wall locations.” 
9. E000 - Symbols, Abbreviations, Riser Diagram & Sheet Index, Revised drawing 

attached. 
a. Changed service on riser to 400 amps resized wire and conduit to fit new 400 

amp service 
b. Added note about reusing existing conduit. 

10. E010 - Site plan Electrical 
a. Revise Key note 1 to read: Provide new 400 amp 120/240-volt single phase 

service to new meter/meter socket. 
11. E200 – Electrical Schedules 

a. Revise panel A from 200 amp service to 400 amp service. 
 
Enclosures: 
A700 
E000 
Pre-Bid Sign Up Sheet 
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DANE COUNTY 

Department of Public Works, 
Highway & Transportation 

 
PRE-BID SITE TOUR 

 
 

       Henry Vilas Zoo                        RFB#316048 (ReBid) 

New Restroom Facility                   11/08/17 

 

Name 

 

Company 

 

Phone No. 
 
 
Alyssa Johnson 

 
 
KSW Construction 

 
608-345-9470 
alyssaj@kswconstruction.com 
  

 
Ken Lusion 

 
 
Ideal Builders 

 
608-271-8111 
klusion@idealbuilders.com 

 
 
Bryan Buenzli 

 
 
National Construction 

 
608-341-9766 
Bryan@nciroberts.com 
  

 
Daniel Kleman 

 
 
Advanced Building Corporation 

 
608-209-3836 
dkleman@abcmadison.com  

 
 
David Bittrick 

 
 
Speedway S&G 

 
608-513-6113 
daveb@speedwaysg.com 

 
 
Kurt Femrite 

 
 
Daniels 

 
608-576-7725 
kfemrite@danielsco.com 

 
 
Vince Laufenberg 

 
 
Mckee Associates 

 
608-271-4900 
vincel@mckeeassocinc.com 

 
 
Derek Burdick 

 
 
Findorff 

 
608-729-2107 
dburdick@findorff.com 
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