


Architecture

Planning

849 E. Washington Ave., Ste 112

Madison, Wisconsin 53703

Dorschner Associates, Inc.

DRAWING

DATE

D O R S C H N E R

ASSOCIATES

ISSUED

PROJECT

5525 NOBEL DRIVE
SUITE 110

MADISON, WI  53711
ph: 608.277.1728  fax: 608.271.7046

JDR Project No. 170007

D

ENGINEERING, INC.
R

J

KEY PLAN

M001

NORTH

SCALE:

1

M001

SECOND LEVEL CONCOURSE AREA PLAN

NONESCALE:

2

M001

MAIN CONCOURSE LEVEL AREA PLAN

NONESCALE:

3

M001

ARENA LEVEL AREA PLAN

NONE

NORTHNORTH

SEE M201-1

SEE M201-2

SEE M202-2

SEE M202-1

SEE M203-1

SEE M203-2

SEE M203-3

SEE M203-4

SEE M203-5

SEE M203-6

SEE M203-7

SEE M203-8

SEE M203-9

ARENA - TOILET

EG(E)

50CFM

EF-14(E)

TOILET/LOCKER

SHOWER AREA

(EF-17(E))

TOILET/LOCKER

SHOWER AREA

(EF-10(E))

MAIN CONCOURSE - TOILET

EG(E)

100 CFM

EF-14(E)

EF-10(E)

EF-13(E)

EF-14(E)

EF-17(E)

KEYED NOTES

APPROXIMATE LOCATION OF EXISTING EXHAUST FAN.

THIS ROOM IS  NOT RENOVATED.  SHOWN FOR AIR REBALANCING PURPOSES ONLY.

THIS AREA IS NOT RENOVATED AND CONTAINS MULTIPLE TOILET ROOMS, SHOWERS AND LCOKER SPACE.  SEE AIR BALANCE

SCHEDULE FOR ADDITIONAL INFORMATION.
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SCALE:

1

M201-1

WOMENS B26 / MENS B25

FIRST LEVEL DEMOLITION PLAN - HVAC

1/4"=1'-0"

NORTH

GENERAL NOTES:

1. HVAC CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO COMMENCING WORK.

REPORT ANY DISCREPANCIES TO THE A/E IMMEDIATELY.

DEMOLITION KEYED NOTES:

CONTRACTOR SHALL DEMOLISH EXISTING WALL MOUNTED EXHAUST GRILLE.1
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SCALE:

2

M201-1

WOMENS B26 / MENS B25

FIRST LEVEL NEW WORK PLAN - HVAC

1/4"=1'-0"

NORTH

GENERAL NOTES:

1. HVAC CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO COMMENCING WORK.

REPORT ANY DISCREPANCIES TO THE A/E IMMEDIATELY.

2. CONTRACTOR SHALL CLEAN TOILET EXHAUST SYSTEM.  REFER TO SPECIFICATIONS FOR FURTHER DETAIL.

3. CONTRACTOR SHALL BALANCE EXHAUST GRILLES TO THE CFM SHOWN.

NEW WORK KEYED NOTES:

CONTRACTOR SHALL PROVIDE NEW EXHAUST GRILLE.  REFER TO SPECIFICATIONS AND SCHEDULE FOR

FURTHER DETAIL.  GRILLE SHALL BE FACTORY PRIMED AND FIELD PAINTED.  COORDINATE WITH

ARCHITECTURAL PLANS FOR FINAL COLOR.

1

1

6

/
1

2

 
(
E

)

2

0

/
1

2

 
(
E

)

1

2

/
6

 
(
E

)

2

2

/
1

2

 
(
E

)

EG (E)

200

U

P

1

EG-1

24x12

600

EG-1

24x12

620

FROM EF-10(E)

DUCT SYSTEM

1

Architecture

Planning

849 E. Washington Ave., Ste 112

Madison, Wisconsin 53703

Dorschner Associates, Inc.

DRAWING

DATE

D O R S C H N E R

ASSOCIATES

ISSUED

PROJECT

5525 NOBEL DRIVE
SUITE 110

MADISON, WI  53711
ph: 608.277.1728  fax: 608.271.7046

JDR Project No. 170007

D

ENGINEERING, INC.
R

J

KEY PLAN

M201-1

AutoCAD SHX Text
WOMENS

AutoCAD SHX Text
TR

AutoCAD SHX Text
B26

AutoCAD SHX Text
MENS

AutoCAD SHX Text
TR

AutoCAD SHX Text
B25

AutoCAD SHX Text
WOMENS

AutoCAD SHX Text
TR

AutoCAD SHX Text
B26

AutoCAD SHX Text
MENS

AutoCAD SHX Text
TR

AutoCAD SHX Text
B25

AutoCAD SHX Text
03.28.17

AutoCAD SHX Text
COLISEUM RESTROOM UPGRADES ALLIANT ENERGY CENTER  1919 ALLIANT ENERGY CENTER WAY MADISON, WISCONSIN

AutoCAD SHX Text
FIRST LEVEL CONCOURSE PLAN - HVAC



SCALE:

1

M201-2

WOMENS B07 / MENS B08

FIRST LEVEL DEMOLITION PLAN - HVAC

1/4"=1'-0"

NORTH

GENERAL NOTES:

1. HVAC CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO COMMENCING WORK.  REPORT

ANY DISCREPANCIES TO THE A/E IMMEDIATELY.

DEMOLITION KEYED NOTES:

CONTRACTOR SHALL DEMOLISH EXISTING WALL MOUNTED EXHAUST GRILLE.1
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SCALE:

2

M201-2

WOMENS B07 / MENS B08

FIRST LEVEL NEW WORK PLAN - HVAC

1/4"=1'-0"

NORTH

GENERAL NOTES:

1. HVAC CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO COMMENCING WORK.

REPORT ANY DISCREPANCIES TO THE A/E IMMEDIATELY.

2. CONTRACTOR SHALL CLEAN TOILET EXHAUST SYSTEM.  REFER TO SPECIFICATIONS FOR FURTHER DETAIL.

3. CONTRACTOR SHALL BALANCE EXHAUST GRILLES TO THE CFM SHOWN

NEW WORK KEYED NOTES:

CONTRACTOR SHALL PROVIDE NEW EXHAUST GRILLE.  REFER TO SPECIFICATIONS AND SCHEDULE FOR

FURTHER DETAIL.  GRILLE SHALL BE FACTORY PRIMED AND FIELD PAINTED.  COORDINATE WITH

ARCHITECTURAL PLANS FOR FINAL COLOR.
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M202-1

SCALE:

1

M202-1

WOMENS 222 / MENS 221

SECOND LEVEL DEMOLITION PLAN - HVAC

1/4"=1'-0"

NORTH

GENERAL NOTES:

1. HVAC CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO

COMMENCING WORK.  REPORT ANY DISCREPANCIES TO THE A/E IMMEDIATELY.

DEMOLITION KEYED NOTES:

CONTRACTOR SHALL DEMOLISH EXISTING WALL MOUNTED EXHAUST GRILLE.1

SCALE:

2

M202-1

WOMENS 222 / MENS 221

SECOND LEVEL NEW WORK PLAN - HVAC

1/4"=1'-0"

NORTH

GENERAL NOTES:

1. HVAC CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO

COMMENCING WORK.  REPORT ANY DISCREPANCIES TO THE A/E IMMEDIATELY.

2. CONTRACTOR SHALL CLEAN TOILET EXHAUST SYSTEM.  REFER TO SPECIFICATIONS FOR

FURTHER DETAIL.

3. CONTRACTOR SHALL BALANCE EXHAUST GRILLES TO THE CFM SHOWN.

NEW WORK KEYED NOTES:

CONTRACTOR SHALL PROVIDE NEW EXHAUST GRILLE.  REFER TO SPECIFICATIONS AND

SCHEDULE FOR FURTHER DETAIL.  GRILLE SHALL BE FACTORY PRIMED AND FIELD

PAINTED.  COORDINATE WITH ARCHITECTURAL PLANS FOR FINAL COLOR.
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M202-2

SCALE:

1

M202-1

WOMENS 202 / MENS 203

SECOND LEVEL DEMOLITION PLAN - HVAC

1/4"=1'-0"

NORTH

GENERAL NOTES:

1. HVAC CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO

COMMENCING WORK.  REPORT ANY DISCREPANCIES TO THE A/E IMMEDIATELY.

DEMOLITION KEYED NOTES:

CONTRACTOR SHALL DEMOLISH EXISTING WALL MOUNTED EXHAUST GRILLE.1

SCALE:

2

M202-1

WOMENS 202 / MENS 203

SECOND LEVEL NEW WORK PLAN - HVAC

1/4"=1'-0"

NORTH

GENERAL NOTES:

1. HVAC CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO

COMMENCING WORK.  REPORT ANY DISCREPANCIES TO THE A/E IMMEDIATELY.

2. CONTRACTOR SHALL CLEAN TOILET EXHAUST SYSTEM.  REFER TO SPECIFICATIONS FOR

FURTHER DETAIL.

3. CONTRACTOR SHALL BALANCE EXHAUST GRILLES TO THE CFM SHOWN.

NEW WORK KEYED NOTES:

CONTRACTOR SHALL PROVIDE NEW EXHAUST GRILLE.  REFER TO SPECIFICATIONS AND

SCHEDULE FOR FURTHER DETAIL.  GRILLE SHALL BE FACTORY PRIMED AND FIELD

PAINTED.  COORDINATE WITH ARCHITECTURAL PLANS FOR FINAL COLOR.
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M203-1

SCALE:

1

M203-1

MENS 304 / WOMENS 303

THIRD LEVEL DEMOLITION PLAN - HVAC

1/4"=1'-0"

NORTH

SCALE:

2

M203-1

MENS 304 / WOMENS 303

THIRD LEVEL NEW WORK PLAN - HVAC

1/4"=1'-0"

NORTH

GENERAL NOTES:

1. HVAC CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO COMMENCING WORK.

REPORT ANY DISCREPANCIES TO THE A/E IMMEDIATELY.

DEMOLITION KEYED NOTES:

CONTRACTOR TO DEMOLISH EXISTING DUCT MOUNTED EXHAUST GRILLE.1

GENERAL NOTES:

1. HVAC CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO COMMENCING WORK.

REPORT ANY DISCREPANCIES TO THE A/E IMMEDIATELY.

2. CONTRACTOR SHALL CLEAN TOILET EXHAUST SYSTEM.  REFER TO SPECIFICATIONS FOR FURTHER DETAIL.

3. CONTRACTOR SHALL BALANCE EXHAUST GRILLES TO THE CFM SHOWN.

NEW WORK KEYED NOTES:

CONTRACTOR SHALL PROVIDE NEW EXHAUST GRILLE.  REFER TO SPECIFICATIONS AND SCHEDULE FOR

FURTHER DETAIL.  GRILLE SHALL BE FACTORY PRIMED AND FIELD PAINTED.  COORDINATE WITH

ARCHITECTURAL PLANS FOR FINAL COLOR.
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M203-2

SCALE:

1

M203-2

MENS 340

THIRD LEVEL DEMOLITION PLAN - HVAC

1/4"=1'-0"

NORTH

SCALE:

2

M203-2

MENS 340

THIRD LEVEL NEW WORK PLAN - HVAC

1/4"=1'-0"

NORTH

GENERAL NOTES:

1. HVAC CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO COMMENCING WORK.

REPORT ANY DISCREPANCIES TO THE A/E IMMEDIATELY.

DEMOLITION KEYED NOTES:

CONTRACTOR TO DEMOLISH EXISTING DUCT MOUNTED EXHAUST GRILLE.1

GENERAL NOTES:

1. HVAC CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO COMMENCING WORK.

REPORT ANY DISCREPANCIES TO THE A/E IMMEDIATELY.

2. CONTRACTOR SHALL CLEAN TOILET EXHAUST SYSTEM.  REFER TO SPECIFICATIONS FOR FURTHER DETAIL.

3. CONTRACTOR SHALL BALANCE EXHAUST GRILLES TO THE CFM SHOWN.

NEW WORK KEYED NOTES:

CONTRACTOR SHALL PROVIDE NEW EXHAUST GRILLE.  REFER TO SPECIFICATIONS AND SCHEDULE FOR

FURTHER DETAIL.  GRILLE SHALL BE FACTORY PRIMED AND FIELD PAINTED.  COORDINATE WITH

ARCHITECTURAL PLANS FOR FINAL COLOR.

CONTRACTOR SHALL RE-BALANCE EXISTING TOILET EXHAUST FAN.  REFER TO SCHEDULE AND

SPECIFICATIONS FOR FURTHER DETAIL.
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M203-3

SCALE:

1

M203-3

WOMENS 337

THIRD LEVEL DEMOLITION PLAN - HVAC

1/4"=1'-0"

NORTH

GENERAL NOTES:

1. HVAC CONTRACTOR SHALL FIELD VERIFY ALL EXISTING

CONDITIONS PRIOR TO COMMENCING WORK.  REPORT ANY

DISCREPANCIES TO THE A/E IMMEDIATELY.

DEMOLITION KEYED NOTES:

CONTRACTOR TO DEMOLISH EXISTING DUCT MOUNTED

EXHAUST GRILLE.
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SCALE:

2

M203-3

WOMENS 337

THIRD LEVEL NEW WORK PLAN - HVAC

1/4"=1'-0"

NORTH

GENERAL NOTES:

1. HVAC CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO COMMENCING

WORK.  REPORT ANY DISCREPANCIES TO THE A/E IMMEDIATELY.

2. CONTRACTOR SHALL CLEAN TOILET EXHAUST SYSTEM.  REFER TO SPECIFICATIONS FOR

FURTHER DETAIL.

3. CONTRACTOR SHALL BALANCE EXHAUST GRILLES TO THE CFM SHOWN.

NEW WORK KEYED NOTES:

CONTRACTOR SHALL PROVIDE NEW EXHAUST GRILLE.  REFER TO SPECIFICATIONS AND

SCHEDULE FOR FURTHER DETAIL.  GRILLE SHALL BE FACTORY PRIMED AND FIELD PAINTED.

COORDINATE WITH ARCHITECTURAL PLANS FOR FINAL COLOR.
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M203-4

SCALE:

1

M203-4

WOMENS 332

THIRD LEVEL DEMOLITION PLAN - HVAC

1/4"=1'-0"

NORTH

GENERAL NOTES:

1. HVAC CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO COMMENCING WORK.

REPORT ANY DISCREPANCIES TO THE A/E IMMEDIATELY.

DEMOLITION KEYED NOTES:

CONTRACTOR TO DEMOLISH EXISTING DUCT MOUNTED EXHAUST GRILLE.1

SCALE:

2

M203-4

WOMENS 332

THIRD LEVEL NEW WORK PLAN - HVAC

1/4"=1'-0"

NORTH

GENERAL NOTES:

1. HVAC CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO COMMENCING WORK.

REPORT ANY DISCREPANCIES TO THE A/E IMMEDIATELY.

2. CONTRACTOR SHALL CLEAN TOILET EXHAUST SYSTEM.  REFER TO SPECIFICATIONS FOR FURTHER DETAIL.

3. CONTRACTOR SHALL BALANCE EXHAUST GRILLES TO THE CFM SHOWN.

NEW WORK KEYED NOTES:

CONTRACTOR SHALL PROVIDE NEW EXHAUST GRILLE.  REFER TO SPECIFICATIONS AND SCHEDULE FOR

FURTHER DETAIL.  GRILLE SHALL BE FACTORY PRIMED AND FIELD PAINTED.  COORDINATE WITH

ARCHITECTURAL PLANS FOR FINAL COLOR.

CONTRACTOR SHALL RE-BALANCE EXISTING TOILET EXHAUST FAN.  REFER TO SCHEDULE AND

SPECIFICATIONS FOR FURTHER DETAIL.
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M203-5

SCALE:

1

M203-5

WOMENS 324 / MENS 325 / FAMILY 328

THIRD LEVEL DEMOLITION PLAN - HVAC

1/4"=1'-0"

NORTH

GENERAL NOTES:

1. HVAC CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO COMMENCING WORK.

REPORT ANY DISCREPANCIES TO THE A/E IMMEDIATELY.

DEMOLITION KEYED NOTES:

CONTRACTOR TO DEMOLISH EXISTING DUCT MOUNTED EXHAUST GRILLE.1

SCALE:

2

M203-5

WOMENS 324 / MENS 325 / FAMILY 328

THIRD LEVEL NEW WORK PLAN - HVAC

1/4"=1'-0"

NORTH

GENERAL NOTES:

1. HVAC CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO COMMENCING WORK.

REPORT ANY DISCREPANCIES TO THE A/E IMMEDIATELY.

2. CONTRACTOR SHALL CLEAN TOILET EXHAUST SYSTEM.  REFER TO SPECIFICATIONS FOR FURTHER DETAIL.

3. CONTRACTOR SHALL BALANCE EXHAUST GRILLES TO THE CFM SHOWN.

NEW WORK KEYED NOTES:

CONTRACTOR SHALL PROVIDE NEW EXHAUST GRILLE.  REFER TO SPECIFICATIONS AND SCHEDULE FOR

FURTHER DETAIL.  GRILLE SHALL BE FACTORY PRIMED AND FIELD PAINTED.  COORDINATE WITH

ARCHITECTURAL PLANS FOR FINAL COLOR.

CONTRACTOR SHALL RE-PAINT EXISTING CEILING EXHAUST GRILLE.  COORDINATE WITH ARCHITECTURAL

PLANS FOR FINAL COLOR.
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SCALE:

1

M203-6

MENS 318

THIRD LEVEL DEMOLITION PLAN - HVAC

1/4"=1'-0"

NORTH

1

SCALE:

2

M203-6

MENS 318

THIRD LEVEL NEW WORK PLAN - HVAC

1/4"=1'-0"

NORTH

GENERAL NOTES:

1. HVAC CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO COMMENCING WORK.

REPORT ANY DISCREPANCIES TO THE A/E IMMEDIATELY.

2. CONTRACTOR SHALL CLEAN TOILET EXHAUST SYSTEM.  REFER TO SPECIFICATIONS FOR FURTHER DETAIL.

3. CONTRACTOR SHALL BALANCE EXHAUST GRILLES TO THE CFM SHOWN.

NEW WORK KEYED NOTES:

CONTRACTOR SHALL PROVIDE NEW EXHAUST GRILLE.  REFER TO SPECIFICATIONS AND SCHEDULE FOR

FURTHER DETAIL.  GRILLE SHALL BE FACTORY PRIMED AND FIELD PAINTED.  COORDINATE WITH

ARCHITECTURAL PLANS FOR FINAL COLOR.

CONTRACTOR SHALL RE-BALANCE EXISTING TOILET EXHAUST FAN.  REFER TO SCHEDULE AND

SPECIFICATIONS FOR FURTHER DETAIL.
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GENERAL NOTES:

1. HVAC CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO COMMENCING WORK.

REPORT ANY DISCREPANCIES TO THE A/E IMMEDIATELY.

DEMOLITION KEYED NOTES:

CONTRACTOR TO DEMOLISH EXISTING DUCT MOUNTED EXHAUST GRILLE.
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M203-7

SCALE:

1

M203-7

WOMENS 315

THIRD LEVEL DEMOLITION PLAN - HVAC

1/4"=1'-0"

NORTH

1

SCALE:

2

M203-7

WOMENS 315

THIRD LEVEL NEW WORK PLAN - HVAC

1/4"=1'-0"

NORTH

GENERAL NOTES:

1. HVAC CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO COMMENCING WORK.

REPORT ANY DISCREPANCIES TO THE A/E IMMEDIATELY.

2. CONTRACTOR SHALL CLEAN TOILET EXHAUST SYSTEM.  REFER TO SPECIFICATIONS FOR FURTHER DETAIL.

3. CONTRACTOR SHALL BALANCE EXHAUST GRILLES TO THE CFM SHOWN.

NEW WORK KEYED NOTES:

CONTRACTOR SHALL PROVIDE NEW EXHAUST GRILLE.  REFER TO SPECIFICATIONS AND SCHEDULE FOR

FURTHER DETAIL.  GRILLE SHALL BE FACTORY PRIMED AND FIELD PAINTED.  COORDINATE WITH

ARCHITECTURAL PLANS FOR FINAL COLOR.
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GENERAL NOTES:

1. HVAC CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO COMMENCING WORK.

REPORT ANY DISCREPANCIES TO THE A/E IMMEDIATELY.

DEMOLITION KEYED NOTES:

CONTRACTOR TO DEMOLISH EXISTING DUCT MOUNTED EXHAUST GRILLE.
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SCALE:

1

M203-8

MENS 313

THIRD LEVEL DEMOLITION PLAN - HVAC

1/4"=1'-0"

NORTH

1

SCALE:

2

M203-8

MENS 313

THIRD LEVEL NEW WORK PLAN - HVAC

1/4"=1'-0"

NORTH

GENERAL NOTES:

1. HVAC CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO COMMENCING WORK.

REPORT ANY DISCREPANCIES TO THE A/E IMMEDIATELY.

2. CONTRACTOR SHALL CLEAN TOILET EXHAUST SYSTEM.  REFER TO SPECIFICATIONS FOR FURTHER DETAIL.

3. CONTRACTOR SHALL BALANCE EXHAUST GRILLES TO THE CFM SHOWN.

NEW WORK KEYED NOTES:

CONTRACTOR SHALL PROVIDE NEW EXHAUST GRILLE.  REFER TO SPECIFICATIONS AND SCHEDULE FOR

FURTHER DETAIL.  GRILLE SHALL BE FACTORY PRIMED AND FIELD PAINTED.  COORDINATE WITH

ARCHITECTURAL PLANS FOR FINAL COLOR.
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GENERAL NOTES:

1. HVAC CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO COMMENCING WORK.

REPORT ANY DISCREPANCIES TO THE A/E IMMEDIATELY.

DEMOLITION KEYED NOTES:

CONTRACTOR TO DEMOLISH EXISTING DUCT MOUNTED EXHAUST GRILLE.
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M203-9

SCALE:

1

M203-9

WOMENS 310 / FAMILY 308

THIRD LEVEL DEMOLITION PLAN - HVAC

1/4"=1'-0"

NORTH

1

SCALE:

2

M203-9

WOMENS 310 / FAMILY 308

THIRD LEVEL NEW WORK PLAN - HVAC

1/4"=1'-0"

NORTH

GENERAL NOTES:

1. HVAC CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO COMMENCING WORK.

REPORT ANY DISCREPANCIES TO THE A/E IMMEDIATELY.

2. CONTRACTOR SHALL CLEAN TOILET EXHAUST SYSTEM.  REFER TO SPECIFICATIONS FOR FURTHER DETAIL.

3. CONTRACTOR SHALL BALANCE EXHAUST GRILLES TO THE CFM SHOWN.

NEW WORK KEYED NOTES:

CONTRACTOR SHALL PROVIDE NEW EXHAUST GRILLE.  REFER TO SPECIFICATIONS AND SCHEDULE FOR

FURTHER DETAIL.  GRILLE SHALL BE FACTORY PRIMED AND FIELD PAINTED.  COORDINATE WITH

ARCHITECTURAL PLANS FOR FINAL COLOR.

CONTRACTOR SHALL RE-BALANCE EXISTING TOILET EXHAUST FAN.  REFER TO SCHEDULE AND

SPECIFICATIONS FOR FURTHER DETAIL.

CONTRACTOR SHALL RE-PAINT EXISTING CEILING EXHAUST GRILLE.  COORDINATE WITH ARCHITECTURAL

PLANS FOR FINAL COLOR.
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GENERAL NOTES:

1. HVAC CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO COMMENCING WORK.

REPORT ANY DISCREPANCIES TO THE A/E IMMEDIATELY.

DEMOLITION KEYED NOTES:

CONTRACTOR TO DEMOLISH EXISTING DUCT MOUNTED EXHAUST GRILLE.
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